Fire protection of windows using sprinklers
Kim, A. K.; Lougheed, G. D.

Publisher's version / Version de l'éditeur:
Construction Technology Update, 1997-12-01

Access and use of this website and the material on it are subject to the Terms and Conditions set forth at
https://nrc-publications.canada.ca/eng/copyright
READ THESE TERMS AND CONDITIONS CAREFULLY BEFORE USING THIS WEBSITE.

Questions? Contact the NRC Publications Archive team at
PublicationsArchive-ArchivesPublications@nrc-cnrc.gc.ca. If you wish to email the authors directly, please see the
first page of the publication for their contact information.

Vous avez des questions? Nous pouvons vous aider. Pour communiquer directement avec un auteur, consultez la
première page de la revue dans laquelle son article a été publié afin de trouver ses coordonnées. Si vous n’arrivez
pas à les repérer, communiquez avec nous à PublicationsArchive-ArchivesPublications@nrc-cnrc.gc.ca.
Building owners and designers have been limited in the extent to which they can use glazing in fire-rated separations. This Update presents the results of IRC research on the use of dedicated sprinkler systems to protect glazing in fires and provides guidelines that will ensure effective protection in different situations.

There is an increasing demand for the use of glazing assemblies in fire separations and in the building envelope for aesthetic, security and economic reasons. Ordinary glass cannot be used because thermal stresses will cause it to shatter after only a few minutes of exposure to fire. Therefore, for fire-rated assemblies, North American model building codes limit vertical glazing to wired glass in steel frames with a maximum glazing dimension of 1400 mm. This represents a severe restriction for designers.

To overcome these limitations without compromising fire safety, fire researchers at NRC's Institute for Research in Construction (IRC) developed a protection method involving the use of a dedicated automatic sprinkler system that applies a film of water to the glazing assembly.[1] The IRC investigations demonstrated that tempered or heat-strengthened glass (which, by itself, provides only minimal passive fire protection), protected by such a sprinkler system, will remain intact for more than 1 hour. Based on these studies, the sprinkler-protection system has been accepted by some code authorities for use in fire separations in buildings for specific applications.

**Thermal Shock**

Tests with a small-scale radiant panel demonstrated that cold water applied to hot glazing can cause premature failure of the glass.[2] Without water protection, tempered and heat-strengthened glazing can sustain a glazing temperature on the exposed side of more than 350°C. However, when water was sprayed onto the hot glazing, the glazing failed at much lower temperatures. The critical temperatures established for heat-strengthened and tempered glazing are 150–165°C and 200°C, respectively.[2] The critical temperature for plain glass (80–90°C) is too low to allow for effective protection using a sprinkler system. These investigations established that in order for a sprinkler to provide effective protection, it must be activated before the glazing temperature exceeds its critical level.

---

*Figure 1. Section through test room*
Design Considerations
Specific design considerations for a dedicated sprinkler-protection system for a full-height (floor to ceiling) window assembly are addressed below. These include:

- window width,
- mullion depth, and
- multi-sprinkler systems.

For all tests, a fast-response sprinkler was used.[1,2,4] In the tests, a sprinkler was installed in a horizontal orientation and positioned at the top centre of a window assembly. The centreline of the sprinkler’s deflector was located 50 mm below the top window frame, and the deflector positioned 13 mm from the glass (see Figure 2). The sprinkler was activated by the fire, and the water pressure at the sprinkler was maintained at 145 kPa.

Fire Exposure
The fire exposure was established by conducting a preliminary test without sprinkler operation to determine the propane flow rate required to maintain the average temperature in the enclosed compartment as close as possible to the standard time-temperature curve, used for determining the fire resistance of building assemblies.[3]

To provide adequate protection, the fast-response sprinkler must have a temperature rating of 74°C and a Response Time Index (RTI) of 22.7 m$^{1/2}$s$^{1/2}$ or lower.

Window Width
Tests were conducted to determine the maximum width of glazing that can be protected using a single sprinkler. For glazing 3000 mm wide, with no separating mullion, the water spray from a single sprinkler provided good coverage for all surfaces of the window and frame, with adequate water film flow on the glazing surface (see Figure 3). Glazing temperatures reached steady conditions in less than 10 minutes and the window system maintained its integrity for the 2-hour test duration.

Mullion Depth
Tests were conducted with 10-mm and 25-mm deep mullions. The results indicated that mullions with depths of 25 mm or more interfered with the water spray to the glazing on both sides of the mullion. The conclusion is that a single sprinkler will not provide adequate protection for such a glazing assembly. For windows with mullions more than 25 mm deep, therefore, multi-sprinkler protection systems should be considered.[4]

Multi-Sprinkler Systems
When a multi-sprinkler system is used to protect a wide window or a window with a deep mullion, the water spray from the first
sprinkler activated could delay the activation of an adjacent sprinkler. Tests were conducted to study the problem.

For very wide windows without a mullion, the activation times of sprinklers, located 2000 mm from a sprinkler operating at a pressure of 145 kPa, were in the range of 5 to 7 minutes. However, the critical temperature for the glazing was not reached until 10 to 11 minutes. As such, the second sprinkler would activate before critical conditions are reached. Therefore, a wide window or a window without mullions can be protected by a multi-sprinkler system, without the concern of delayed sprinkler activation, when sprinklers are located at least 2000 mm apart (see Figure 4).[4]

When there is a centre mullion (of at least 50-mm depth) between the sprinklers, the influence of water spray from the adjacent sprinkler is not significant; in this case, the second sprinkler activated in less than 40 seconds.[2]

The activation time of the second sprinkler is dependent on sprinkler orientation and location. If the geometry is changed, the overall protection system should be evaluated to determine the effectiveness of the dedicated sprinkler system.

**Ceiling-Mounted Sprinklers**

The use of ceiling-mounted pendent sprinklers to protect glazing assemblies is of particular interest to building designers for aesthetic reasons. A study to determine the effectiveness of such a system revealed two concerns: sprinkler activation time and water spray pattern onto the glazing surface.

**Sprinkler activation time.** Ceiling-mounted sprinklers, both standard and fast-response, did not activate in time to protect full-height tempered glazing from a small fire located on the floor adjacent to the glass.[4] This limits the use of ceiling-mounted sprinklers in protecting glazing assemblies. They can, however, be used in those cases where the base of the glazing is at least 1000 mm above the floor. In such instances, the chances of having a localized fire impinging directly on the glazing are small and, thus, the system would not likely be faced with this challenge.

**Spray pattern.** A series of spray-pattern tests indicated that the probability of glass breakage from fire exposure increases generally with an increase in sill depth, an increase in sprinkler height above the top of the glazing and an increase in sprinkler distance from the window.[2] This is based on the size of the dry area on the glazing observed for each configuration. As the dry area increases, there is an increased probability of glass breakage from thermal stress. Based on these studies, maximums for each parameter were established as follows (see Figure 5):

- a sill depth of 150 mm,
- a sprinkler height above the window of 450 mm, and
- a sprinkler distance of 600 mm from the window.[4]

For design purposes, the three parameters are interrelated. The designer should select distances that will maximize water spray to all areas of the glazing.

Fire tests using a ceiling-mounted sprinkler with a 1800-mm-wide tempered glazing system at these maximum distances showed that the water spray was sufficient to provide 1-hour fire protection.

If a ceiling-mounted fast-response sprinkler is located at an ideal position — 300 mm away from the glazing surface, and 300 mm above the top of a window with a window sill depth of 50 mm or less — the water spray provides sufficient protection for a window assembly with tempered glazing and a maximum width of 2600 mm (see Figure 6) for at least one hour.[2] For a wider window, a multi-sprinkler system should be used. The delay in sprinkler
activation due to adjacent sprinkler operation is not a problem if the sprinklers are spaced at least 1800 mm apart.

**Summary**

The IRC studies indicated that tempered or heat-strengthened glazing could be protected for more than one hour using a dedicated sprinkler system. However, there are certain limitations on glazing width, mullion depth, the use of single vs. multi-sprinklers, and the use of ceiling sprinklers. For the sprinkler system to perform effectively in protecting window assemblies, these limitations must be taken into account. They are summarized as follows:

- A dedicated fast-response sprinkler can be used to protect a full-height window assembly from both a large compartment fire and a small fire located on the floor immediately adjacent to the glazing. The sprinkler should be mounted adjacent to the glazing at the top centre of the window assembly.
- A single sprinkler should not be used to protect glazing wider than 3000 mm.
- A single sprinkler should not be used to protect a window assembly with a mullion having a depth of 25 mm or more.
- A multi-sprinkler system can be used to protect glazing wider than 3000 mm if the sprinklers are spaced at least 2000 mm apart.
- If there is a centre mullion with a depth of at least 50 mm located between the sprinklers, the spacing between the sprinklers need not be limited.
- A ceiling-mounted pendent sprinkler can be used to protect a window assembly whose base is at least 1000 mm above the floor.
- For a ceiling-mounted pendent sprinkler, the maximums for certain parameters were established as follows: a sill depth of 150 mm, a sprinkler height above the window of 450 mm, and a sprinkler distance from the window assembly of 600 mm. Because these three parameters are interrelated, the designer should select distances that maximize water spray to all areas of the glazing.
- For a ceiling-mounted fast-response sprinkler at the ideal location (300 mm above the window and 300 mm from a window with a sill depth of 50 mm or less), glazing with a maximum width of 2600 mm can be protected for up to 1 hour.
- For multi-sprinkler arrangements mounted on the ceiling, the sprinklers should be spaced at least 1800 mm apart.

**References**


Dr. A.K. Kim and Dr. G.D. Lougheed are senior research officers in the Fire Risk Management Program of the National Research Council’s Institute for Research in Construction.

© 1997
National Research Council of Canada
December 1997
ISSN 1206-1220