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Revisions 
to the 

National Building Code of Canada 
1985 

The following revisions to the National Building Code of Canada 1985 have been 
approved by the Associate Committee on the National Building Code for immediate 
implementation. 

The Policies and Procedures of the Associate Cqmmittee require that all changes to 
this document which alter the intent shall be made available for public review and 
comment. Changes herein are issued without prior public review. Comments will be 
invited during the next regular review period (presently scheduled for the period of 
15 January 1987 to 15 April 1987). 
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Page Reference Revision 

42 3.1.4.5.(2)(f) Delete and substitute: 

(f) insulation, including foamed plastics, having a 
flame-spread rating of greater than 25 but not 
greater than 500 on any exposed surface or  any 
surface that would be exposed by cutting through 
the material in any direction provided the insulation 
is protected on the room side with a thermal barrier 
as described in Clause (e), except that in unsprink- 
lered buildings exceeding 18 m in height or in un- 
sprinklered buildings regulated by the provisions 
of Subsection 3.2.6, the insulation is protected on 
the room side by a thermal barrier consisting of 

(i) at least 1 layer of 15.9mm thick Type X 
special fire-resistant gypsum board, con- 
forming to CSA A82.27, "Gypsum Board 
Products", 

(ii) at least 50mm of masonry or concrete, or 
(iii) any thermal barrier that, when tested in 

conformance with CAN4-S 101, "Standard 
Methods of Fire Endurance Tests of Build- 
ing Construction and Materials", will not 
develop an average temperature rise of more 
than 139°C on its unexposed face within 
20min and will remain in place for at least 
45 min, (See also Sentence 3.2.3.5.(3).) 

13 1 3.4.5.1 .(2)(c) Delete and substitute: 

(c)  be illuminated continuously while the building is 
occupied. 

131 3.4.5.1.(3) Delete and substitute: 

(3) Exit signs shall consist of 
(a) red letters on a contrasting background or a red 

background withcontrasting letters, with the letters 
a t  least 1 14mm high and having a 19mm stroke, 
when the sign is internally illuminated, and 

(b) white letters on a red background or red letters on 
a white background, with the letters at least 150 mm 
high and having a 19 mm stroke, when the sign is 
externally illuminated. 
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Page Reference Revision 

13 1 3.4.5.1 .(4) Delete and substitute: 

(4) Where illumination of an exit sign is provided from 
an electrical circuit, that circuit shall 

(a) serve other emergency equipment or be separate 
from other circuits, and 

(b) be connected to an emergency power supply as 
described in Sentence 3.2.7.3.(2) where emergency 
lighting is required in Sentence 3.2.7.3.(1). 
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