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Introduction 
Background 

The national code development system underwent a governance change in November 
2022 to support efforts to harmonize construction codes in jurisdictions throughout 
Canada. The CCBFC, which had been in place since 1991, was dissolved and replaced 
by a new governance structure in which the Canadian Board for Harmonized 
Construction Codes (CBHCC) is responsible for developing, approving and 
maintaining the National Model Codes based on the strategic priorities set by the 
Canadian Table for Harmonized Construction Codes Policy. The 2020 National 
Model Codes and related intent statements were developed by the CCBFC.  
Understanding the Content of the Supplement to the NFC 2020: Intent 
Statements 

The 2020 editions of the National Model Codes are presented in an “objective-based 
code” format that is structured in three Divisions (A, B and C). The Codes contain 
explicitly defined objectives and functional statements (see Division A), which are 
statements on the functions that the components of a building or facility must perform 
and the objectives that these functions must satisfy. Most of the Code provisions in 
Division B—called acceptable solutions—are linked to at least one of those objectives 
and functional statements. The sets of objectives and functional statements are 
referred to as “attributions.” 
Intent statements serve explanatory purposes only and do not form an integral part of 
the Codes. They contain useful information that helps Code users understand the 
rationale behind requirements. This contributes to a more accurate interpretation and 
application of acceptable solutions and a clearer understanding of what alternative 
solutions should achieve. 
Only the provisions in Parts 2 to 7 of Division B of the National Fire Code of Canada 
(NFC) have intent statements. 
For further information on the objective-based code format, including objectives, 
functional statements and intent statements, users should refer to the preface of the 
relevant Code. 
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Intent Statements: NFC 2020

Provision: 2.1.1.1.(1)

Intent(s)
Intent 1. To state the application of Part 2.

Provision: 2.1.2.1.(1)

Intent(s)
Intent 1. To classify buildings or parts of buildings based on use and occupancy in order to determine ap-

plicable requirements in the Code.

Provision: 2.1.2.2.(1)

Objective
OS3

Attributions
[F01, F30, F31, F43, F32, F81-OS3.1, OS3.2, OS3.3, OS3.4]

Intent(s)
Intent 1. To limit the probability that certain activities inside buildings will lead to unsafe conditions, which

could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.2]

Intent(s)
Intent 1. To limit the probability that certain activities inside buildingswill lead to a fire or explosion, which

could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that certain activities inside buildingswill lead to a fire or explosion, which

could lead to harm to persons.

Provision: 2.1.2.2.(2)

Objective
OS1

Attributions
[F02, F03-OS1.2] [F10-OS1.5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that an explosion or rapidly developing fire originating in a high-hazard
industrial major occupancy will spread to an assembly, care, home-type care, treatment, detention or
residential occupancy, all of which require extended evacuation time, which could lead to delays in
the evacuation of persons from these occupancies, which could lead to harm to persons.

Provision: 2.1.2.2.(3)

Objective
OS1

Attributions
[F02, F03-OS1.2] [F10-OS1.5]

Intent(s)
Intent 1. To limit the probability that an explosion or rapidly developing fire originating in a building clas-

sified as an agricultural occupancy will spread to an assembly occupancy that is of the arena type or
that is intended for the production and viewing of the performing arts, or to a care, home-type care,
treatment or detention occupancy, all of which require an extended evacuation time, which could lead
to delays in the evacuation of persons from these occupancies, which could lead to harm to persons.

Provision: 2.1.2.2.(4)

Objective
OS1

Attributions
[F02, F03-OS1.2] [F10-OS1.5]

Intent(s)
Intent 1. To limit the probability that an explosion or rapidly developing fire originating in a high-hazard

agricultural occupancy or an agricultural occupancy with no human occupants will spread to a res-
idential occupancy, an assembly occupancy in which occupants are gathered in the open air, or an
assembly occupancy not elsewhere classified in Group A, all of which require an extended evacuation
time, which could lead to delays in the evacuation of persons from these occupancies, which could
lead to harm to persons.

Provision: 2.1.3.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the design and installation

of fire alarm, standpipe and sprinkler systems, where such systems are provided.

Provision: 2.1.3.1.(2)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)

2
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the protective capacity of existing fire protection systems will be in-
adequate in a fire, which could lead to the growth and spread of fire, which could lead to damage to
the building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that the protective capacity of existing fire protection systems will be in-

adequate in a fire, which could lead to the growth and spread of fire, which could lead to harm to
persons.

Provision: 2.1.3.2.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the design and installation

of voice communication systems or systems integrated with general fire alarm systems, where such
systems are determined to be required.

Provision: 2.1.3.3.(1)

Objective
OS1

Attributions
[F81, F11-OS1.5]

Intent(s)
Intent 1. To limit the probability that smoke alarms will not meet proper standards, which could lead to

such devices not performing in the way intended in a fire situation, which could lead to persons not
being properly notified of the fire, which could lead to delays in the evacuation or movement of per-
sons to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that a fire will not be detected in dwelling units or sleeping rooms, which
could lead to persons in such rooms not being promptly notified of the fire, which could lead to delays
in the evacuation or movement of persons to a safe place, which could lead to harm to persons.

Provision: 2.1.3.3.(2)

Objective
OS1

Attributions
[F11-OS1.5]

Intent(s)
Intent 1. To limit the probability that persons in sleeping rooms will not be notified of a fire in the dwelling

unit, which could lead to delays in the evacuation or movement of persons to a safe place, which could
lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 2.1.3.3.(3)

Objective
OS1

Attributions
[F11, F81-OS1.5]

Intent(s)
Intent 1. To limit the probability that smoke alarms will not meet proper standards, which could lead to

such devices not performing in the way intended in a fire situation, which could lead to persons not
being properly notified of the fire, which could lead to delays in the evacuation or movement of per-
sons to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that a fire will not be detected in dwelling units or sleeping rooms, which
could lead to persons in such rooms not being promptly notified of the fire, which could lead to delays
in the evacuation or movement of persons to a safe place, which could lead to harm to persons.

Provision: 2.1.3.3.(4)

Intent(s)
Intent 1. To clarify that smoke alarms are permitted to be battery powered.

Provision: 2.1.3.4.(1)

Objective
OS1

Attributions
[F06, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire protection for combustible sprinkler pipingwill not bemaintained

to the level of protection originally intended, which could lead to the premature failure of the sprinkler
piping in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F06, F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire protection for combustible sprinkler pipingwill not bemaintained

to the level of protection originally intended, which could lead to the premature failure of the sprinkler
piping in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire to other parts of the building, which could lead to damage to the building or
facility.
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Intent Statements: NFC 2020

Objective
OP3

Attributions
[F06, F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that fire protection for combustible sprinkler pipingwill not bemaintained

to the level of protection originally intended, which could lead to the premature failure of the sprinkler
piping in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire to adjacent buildings or facilities, which could lead to damage to adjacent
buildings or facilities.

Provision: 2.1.3.5.(1)

Intent(s)
Intent 1. To state the application of Sentences 2.1.3.5.(3) and (4).

Provision: 2.1.3.5.(2)

Objective
OS1

Attributions
[F02, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of the fire to other parts of the building, which could lead to harm to
persons.

Objective
OP1

Attributions
[F02, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of the fire to other parts of the building, which could lead to damage
to the building or facility.

Provision: 2.1.3.5.(3)

Objective
OS1

Attributions
[F02, F81-OS1.2] [F81-OS1.4]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that special fire suppression systems that are not water-based will fail
to function as expected due to malfunction, damage, tampering or misuse and will not suppress or
control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
harm to persons.

Objective
OP1

Attributions
[F02, F81-OP1.2] [F81-OP1.4]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems that are not water-based will fail

to function as expected due to malfunction, damage, tampering or misuse and will not suppress or
control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
damage to the building or facility.

Provision: 2.1.3.5.(4)

Objective
OS1

Attributions
[F02, F81-OS1.2]

Intent(s)
Intent 1. To limit the probability that water-based special fire suppression systems will not suppress or

control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
harm to persons.

Objective
OP1

Attributions
[F02, F81-OP1.2]

Intent(s)
Intent 1. To limit the probability that water-based special fire suppression systems will not suppress or

control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
damage to the building.

Provision: 2.1.3.5.(5)

Objective
OS1

Attributions
[F02, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that water-based special fire suppression systems will not suppress or

control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02, F81-OP1.2]

Intent(s)
Intent 1. To limit the probability that water-based special fire suppression systems will not suppress or

control a fire, which could lead to the spread of fire to other parts of the building, which could lead to
damage to the building.

Provision: 2.1.3.5.(6)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of fire to other parts of the building, which could lead to damage to
the building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of fire to other parts of the building, which could lead to harm to
persons.

Provision: 2.1.3.5.(7)

Objective
OP1

Attributions
[F82, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that persons will not know the proper procedures for operating special

fire suppression systems in a fire situation, which could lead to delays in suppressing or controlling
the fire, which could lead to the spread of fire beyond the point of origin, which could lead to damage
to the building.

Intent 2. To limit the probability that special fire suppression systems will not be properly maintained,
which could lead to the equipment not operating as originally intended in a fire situation, which could
lead to ineffectiveness in suppressing or controlling the fire, which could lead to the spread of fire be-
yond the point of origin, which could lead to damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that persons will not know the proper procedures for operating special

fire suppression systems in a fire situation, which could lead to delays in suppressing or controlling
the fire, which could lead to the spread of fire beyond the point of origin, which could lead to harm to
persons.

Intent 2. To limit the probability that special fire suppression systems will not be properly maintained,
which could lead to the equipment not operating as originally intended in a fire situation, which could
lead to ineffectiveness in suppressing or controlling the fire, which could lead to the spread of fire be-
yond the point of origin, which could lead to harm to persons.

Provision: 2.1.3.5.(8)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that delays will occur in identifying and accessing valves and controls

for special fire suppression systems in a fire situation, which could lead to delays in suppressing or
controlling the fire, which could lead to the spread of fire to other parts of the building, which could
lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that delays will occur in identifying and accessing valves and controls

for special fire suppression systems in a fire situation, which could lead to delays in suppressing or
controlling the fire, which could lead to the spread of fire to other parts of the building, which could
lead to harm to persons.

Provision: 2.1.3.6.(1)

Objective
OS1

Attributions
[F82-OS1.4]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that fire safety devices and building fire safety features will not operate as
originally intended in an emergency situation, which could lead to the spread of fire or contaminants
to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F82-OP1.4]

Intent(s)
Intent 1. To limit the probability that fire safety devices and building fire safety features will not operate as

originally intended in an emergency situation, which could lead to the spread of fire or contaminants
to other parts of the building, which could lead to damage to the building.

Provision: 2.1.3.7.(1)

Intent(s)
Intent 1. To direct Code users to the NBC.

Provision: 2.1.4.1.(1)

Objective
OS1

Attributions
[F12, F10, F82, F81-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that persons, including emergency responders, will be uninformed or mis-

informed, which could lead to delays or ineffectiveness in response to an accident or hazardous situa-
tion, which could lead to a fire and to the spread of fire, which could lead to harm to persons, including
emergency responders.

Provision: 2.1.4.1.(2)

Intent(s)
Intent 1. To exempt signs of a temporary nature from the requirements of Sentence 2.1.4.1.(1).

Provision: 2.1.4.2.(1)

Intent(s)
Intent 1. To expand the posting requirements of Article 2.1.4.1. to the ongoing maintenance of signs, no-

tices, placards or information.
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Intent Statements: NFC 2020

Provision: 2.1.5.1.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that persons will not have the capability to suppress a fire, which could

lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that persons will not have the capability to suppress a fire, which could

lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Provision: 2.1.5.1.(2)

Intent(s)
Intent 1. To exclude certain dwelling units from the requirement to install portable extinguishers.

Provision: 2.1.5.1.(3)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not be appropriately selected for the type

of fire hazard present, which could lead to ineffectiveness in carrying out fire suppression operations
using the portable extinguishers, which could lead to the spread of fire beyond the point of origin,
which could lead to harm to persons.

Intent 2. To limit the probability that portable extinguishers will not be readily accessible, which could lead
to delays in carrying out fire suppression operations using the portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that portable extinguishers will not be appropriately selected for the type
of fire hazard present, which could lead to ineffectiveness in carrying out fire suppression operations
using the portable extinguishers, which could lead to the spread of fire beyond the point of origin,
which could lead to damage to the building or facility.

Intent 2. To limit the probability that portable extinguishers will not be readily accessible, which could lead
to delays in carrying out fire suppression operations using the portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Provision: 2.1.5.1.(4)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not perform as intended for the type of fire

hazard present, which could lead to ineffectiveness in carrying out fire suppression operations using
the portable extinguishers, which could lead to the spread of fire beyond the point of origin, which
could lead to harm to persons.

Intent 2. To supersede the requirements stated in Sentence 2.1.5.1.(3) relating to the performance of portable
extinguishers.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not perform as intended for the type of fire

hazard present, which could lead to ineffectiveness in carrying out fire suppression operations using
the portable extinguishers, which could lead to the spread of fire beyond the point of origin, which
could lead to damage to the building or facility.

Intent 2. To supersede the requirements stated in Sentence 2.1.5.1.(3) relating to the performance of portable
extinguishers.

Provision: 2.1.5.1.(5)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not be appropriately rated and identified

for the fire hazard present, which could lead to ineffectiveness in carrying out fire suppression op-
erations using the portable extinguishers, which could lead to the spread of fire beyond the point of
origin, which could lead to harm to persons.
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Intent Statements: NFC 2020

Intent 2. To supersede the requirements stated in Sentence 2.1.5.1.(3) relating to the rating and identifica-
tion of portable extinguishers.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not be appropriately rated and identified

for the fire hazard present, which could lead to ineffectiveness in carrying out fire suppression op-
erations using the portable extinguishers, which could lead to the spread of fire beyond the point of
origin, which could lead to damage to the building or facility.

Intent 2. To supersede the requirements stated in Sentence 2.1.5.1.(3) relating to the rating and identifica-
tion of portable extinguishers.

Provision: 2.1.5.1.(6)

Objective
OS1

Attributions
[F12, F06-OS1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not be readily accessible, which could lead

to delays in carrying out fire suppression operations using the portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Intent 2. To limit the probability that a personwill be exposed to a fire while trying to reach an extinguisher,
which could lead to harm to the person.

Objective
OP1

Attributions
[F12, F06-OP1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will not be readily accessible, which could lead

to delays in carrying out fire suppression operations using the portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Provision: 2.1.5.1.(7)

Objective
OP1

Attributions
[F80-OP1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that portable extinguishers will become corroded, which could lead to the
extinguishers not operating as originally intended in a fire situation, which could lead to ineffective-
ness in carrying out fire suppression operations, which could lead to the spread of fire beyond the
point of origin, which could lead to damage to the building or facility.

Objective
OS1

Attributions
[F80-OS1.2]

Intent(s)
Intent 1. To limit the probability that portable extinguishers will become corroded, which could lead to the

extinguishers not operating as originally intended in a fire situation, which could lead to ineffective-
ness in carrying out fire suppression operations, which could lead to the spread of fire beyond the
point of origin, which could lead to harm to persons.

Provision: 2.2.1.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the separation of major

occupancies.

Provision: 2.2.1.1.(2)

Objective
OP1

Attributions
[F03-OP1.2] Applies to conformance with the NBC.

Intent(s)
Intent 1. To limit the probability that an explosion or rapidly developing fire originating in a high hazard

industrial occupancy will lead to damage to the building or facility.
Intent 2. To require upgrading of fire separations in existing buildings to the standards for new buildings

in the NBC.

Objective
OS1

Attributions
[F03-OS1.2] Applies to conformance with the NBC.

Intent(s)
Intent 1. To limit the probability that an explosion or rapidly developing fire originating in a high hazard

industrial occupancy will lead to harm to persons in other parts of the building.
Intent 2. To require upgrading of fire separations in existing buildings to the standards for new buildings

in the NBC.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To direct Code users to other parts of the Code [NFC] in regard to the fire separation of high hazard
industrial occupancies.

Provision: 2.2.1.1.(3)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the fire separation of

rooms, corridors, shafts and other spaces.

Provision: 2.2.1.2.(1)

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire will spread from one side of the fire separation to the other side

of the fire separation, which could lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire will spread from one side of the fire separation to the other side

of the fire separation, which could lead to harm to persons on the other side of the separation.

Provision: 2.2.1.2.(2)

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire will spread from one fire compartment to another fire compart-

ment through openings in an assembly that is required to have a fire-resistance rating but is not a fire
separation, which could lead to damage to the portion of the building in the other fire compartment.

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that fire will spread from one fire compartment to another fire compart-
ment through openings in an assembly that is required to have a fire-resistance rating but is not a fire
separation, which could lead to harm to persons in the other fire compartment.

Provision: 2.2.2.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC [specificallyArticles 3.1.8.4. to 3.1.8.17. and Subsections 3.1.9.

and 3.2.8.] to existing buildings, in regard to the protection of openings [closures] in fire separations.

Provision: 2.2.2.1.(2)

Intent(s)
Intent 1. To expand the application of the NBC [specificallyArticles 3.1.8.4. to 3.1.8.17. and Subsections 3.1.9.

and 3.2.8.] to existing buildings, in regard to the design and installation of closures in fire separations.

Provision: 2.2.2.2.(1)

Intent(s)
Intent 1. To direct Code users to Article 2.2.2.1. for requirements regarding the maintenance of closures.

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that closures will not perform as originally intended in a fire situation,

which could lead to the spread of fire from one side of a fire separation to the other side of the separa-
tion, which could lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that closures will not perform as originally intended in a fire situation,

which could lead to the spread of fire from one side of a fire separation to the other side of the separa-
tion, which could lead to harm to persons on the other side of the separation.

Provision: 2.2.2.3.(1)

Objective
OP1

Attributions
[F81-OP1.2]
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Intent Statements: NFC 2020

Intent(s)

Intent 1. To limit the probability that mechanical components of doors [e.g., closures] will be damaged,
which could lead to their improper operation in a fire situation, which could lead to the spread of fire
from one side of a fire separation to the other side of the separation, which could lead to damage to
the building.

Intent 2. To limit the probability that protective guarding devices will interfere with the proper operation
of doors in a fire situation, which could lead to the spread of fire from one side of a fire separation to
the other side of the separation, which could lead to damage to the building.

Objective
OS1

Attributions
[F81-OS1.2]

Intent(s)

Intent 1. To limit the probability that mechanical components of doors [e.g., closures] will be damaged,
which could lead to their improper operation in a fire situation, which could lead to the spread of
fire from one side of a fire separation to the other side of the separation, which could lead to harm to
persons on the other side of the separation.

Intent 2. To limit the probability that protective guarding devices will interfere with the proper operation of
doors in a fire situation, which could lead to the spread of fire from one side of a fire separation to the
other side of the separation, which could lead to harm to persons on the other side of the separation.

Provision: 2.2.2.4.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)

Intent 1. To limit the probability that closures will not operate as originally intended in a fire situation,
which could lead to the spread of fire from one side of a fire separation to the other side of the separa-
tion, which could lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)

Intent 1. To limit the probability that closures will not operate as originally intended in a fire situation,
which could lead to the spread of fire from one side of a fire separation to the other side of the separa-
tion, which could lead to harm to persons on the other side of the separation.
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Intent Statements: NFC 2020

Provision: 2.2.2.4.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that doors will not be properly closed in a fire situation, which could lead

to the spread of fire from one side of a fire separation to the other side of the separation, which could
lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that doors will not be properly closed in a fire situation, which could lead

to the spread of fire from one side of a fire separation to the other side of the separation, which could
lead to harm to persons on the other side of the separation.

Provision: 2.2.2.4.(3)

Intent(s)
Intent 1. To direct Code users to Sentence 2.2.2.4.(1) and Section 2.8. for requirements regarding the main-

tenance of doors.

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that doors will not operate as originally intended in a fire situation, which

could lead to the spread of fire from one side of a fire separation to the other side of the separation,
which could lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that doors will not operate as originally intended in a fire situation, which

could lead to the spread of fire from one side of a fire separation to the other side of the separation,
which could lead to harm to persons on the other side of the separation.
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Intent Statements: NFC 2020

Provision: 2.2.2.4.(4)

Objective
OP1

Attributions
[F81-OP1.2]

Intent(s)

Intent 1. To limit the probability that closures will not operate properly in a fire situation, which could lead
to the spread of fire from one side of a fire separation to the other side of the separation, which could
lead to damage to the building on the other side of the separation.

Objective
OS1

Attributions
[F81-OS1.2]

Intent(s)

Intent 1. To limit the probability that closures will not operate properly in a fire situation, which could lead
to the spread of fire from one side of a fire separation to the other side of the separation, which could
lead to harm to persons on the other side of the separation.

Provision: 2.2.2.4.(5)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)

Intent 1. To limit the probability that fire dampers, smoke dampers, combination smoke/fire dampers and
fire stop flaps will not operate as originally intended in a fire situation, which could lead to the spread
of fire from one side of a fire separation to the other side of the separation, which could lead to damage
to the building on the other side of the separation.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)

Intent 1. To limit the probability that fire dampers, smoke dampers, combination smoke/fire dampers and
fire stop flaps will not operate as originally intended in a fire situation, which could lead to the spread
of fire from one side of a fire separation to the other side of the separation, which could lead to harm
to persons on the other side of the separation.
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Intent Statements: NFC 2020

Provision: 2.2.3.1.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that mass timber elements in encapsulated mass timber construction will

not be adequately protected with encapsulation materials in the event of a fire, which could lead to
the growth and spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that mass timber elements in encapsulated mass timber construction will

not be adequately protected with encapsulation materials in the event of a fire, which could lead to
the growth and spread of fire, which could lead to harm to persons.

Intent(s)
Intent 1. To expand the application of the NBC [specifically Subsection 3.1.19.] to existing buildings in re-

gard to the protection of mass timber elements in encapsulated mass timber construction.

Provision: 2.3.1.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to interior finish material

that forms part of the interior surface of floors, walls, partitions or ceilings.

Provision: 2.3.1.2.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability thatmovable partitions or screens that have an inappropriately high flame-

spread property will be used, which could lead to the spread of fire across the exposed surfaces of the
partitions or screens, which could lead to harm to persons.

19

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Provision: 2.3.1.3.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that wall or ceiling decorative materials that have an inappropriately high

flame-spread property will be used, which could lead to the spread of fire across the exposed surfaces
of the materials, which could lead to harm to persons.

Provision: 2.3.1.4.(1)

Intent(s)
Intent 1. To direct Code users to the NBC, in regard to limits on combustible contents in interconnected

floor spaces.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving combustiblematerial in the interconnected floor spaces

will not be controlled or suppressed by sprinklers, which could lead to the spread of the fire to other
parts of the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving combustiblematerial in the interconnected floor spaces

will not be controlled or suppressed by sprinklers, which could lead to the spread of the fire to other
parts of the building, which could lead to harm to persons.

Provision: 2.3.2.1.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that materials having an inappropriately high flammability property will

be used, which could lead to the spread of fire across the exposed surfaces of the materials, which
could lead to damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F02-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that materials having an inappropriately high flammability property will

be used, which could lead to the spread of fire across the exposed surfaces of the materials, which
could lead to:
• harm to persons, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 2.3.2.2.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that the flame retardant treatment will no longer be effective, which could

lead an inappropriately high flammability property of materials to ignite, which could lead to a fire,
which could lead to the spread of fire across the exposed surfaces of the materials, which could lead
to damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that the flame retardant treatment will no longer be effective, which could

lead to an inappropriately high flammability property of materials, which could lead to the spread of
fire across the exposed surfaces of the materials, which could lead to:
• harm to persons, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 2.3.2.3.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that materials having an inappropriately high flammability property will
be used, which could lead to the spread of fire across the exposed surfaces of the materials, which
could lead to damage to the building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that materials having an inappropriately high flammability property will

be used, which could lead to the spread of fire across the exposed surfaces of the materials, which
could lead to harm to persons.

Provision: 2.3.2.3.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that mattresses and mattress sets having an inappropriately high flamma-

bility property will be used, which could lead to the spread of fire across the exposed surfaces of the
materials, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that mattresses and mattress sets having an inappropriately high flamma-

bility property will be used, which could lead to the spread of fire across the exposed surfaces of the
materials, which could lead to damage to the building.

Provision: 2.3.2.3.(3)

Intent(s)
Intent 1. To exempt certainmattresses, bed linens, windowdrapes and cubicle curtains from having tomeet

the flammability performance criteria required in Sentence 2.3.2.3.(1) in certain care occupancies.

Provision: 2.4.1.1.(1)

Objective
OS1

Attributions
[F01, F02-OS1.2, OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that combustible waste materials located outside a buildingwill be ignited,

which could lead to a fire, which could lead to the spread of fire to the building, which could lead to
harm to persons.

Intent 2. To limit the probability that combustible waste materials located inside a building will be ignited,
which could lead to a fire and to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that combustible waste materials located outside a buildingwill be ignited,

which could lead to a fire, which could lead to the spread of fire to the building, which could lead to
damage to the building.

Intent 2. To limit the probability that combustible waste materials located inside a building will be ignited,
which could lead to a fire and to the spread of fire, which could lead to damage to the building.

Provision: 2.4.1.1.(2)

Objective
OS1

Attributions
[F01, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that combustiblematerials will be ignited, which could lead to a fire, which

could lead to the spread of fire to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustiblematerials will be ignited, which could lead to a fire, which

could lead to the spread of fire to other parts of the building, which could lead to damage to the build-
ing.

Provision: 2.4.1.1.(3)

Objective
OS1

Attributions
[F01, F02-OS1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that combustiblematerials will be ignited, which could lead to a fire, which
could lead to the spread of fire to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustiblematerials will be ignited, which could lead to a fire, which

could lead to the spread of fire to other parts of the building, which could lead to damage to the build-
ing.

Provision: 2.4.1.1.(4)

Objective
OS1

Attributions
[F01, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that combustible materials located on a roof or adjacent to a building will

be ignited, which could lead to a fire, which could lead to the spread of fire to the building, which
could lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustible materials located on a roof or adjacent to a building will

be ignited, which could lead to a fire, which could lead to the spread of fire to the building, which
could lead to damage to the building.

Provision: 2.4.1.1.(5)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that abandoned optical fibre cables and electrical wire and cables with

combustible insulation, jackets, or sheathes, and nonmetallic raceways located in plenums will be ig-
nited in a fire situation, which could lead to the spread of fire to other parts of the building, which
could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that abandoned optical fibre cables and electrical wire and cables with

combustible insulation, jackets, or sheathes, and nonmetallic raceways located in plenums will be ig-
nited in a fire situation, which could lead to the spread of fire to other parts of the building, which
could lead to damage to the building.

Provision: 2.4.1.1.(6)

Objective
OS1

Attributions
[F01-OS1.2, OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible waste materials located outside a buildingwill be ignited,

which could lead to a fire, which could lead to the spread of fire to surrounding buildings, which could
lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that combustible waste materials located outside a buildingwill be ignited,

which could lead to a fire, which could lead to the spread of fire to surrounding buildings, which could
lead to damage to the buildings.

Provision: 2.4.1.2.(1)

Objective
OS1

Attributions
[F03, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the stored products will spread to other parts of the

building, which could lead to harm to persons.
Intent 2. To require the upgrading of rooms [fire separation and sprinkler protection] in existing buildings

to the standards for new buildings in the NBC, more specifically in Sentence 3.6.2.5.(1).
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F03, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the stored products will spread to other parts of the

building, which could lead to damage to the building.
Intent 2. To require the upgrading of rooms [fire separation and sprinkler protection] in existing buildings

to the standards for new buildings in the NBC, more specifically in Sentence 3.6.2.5.(1).

Provision: 2.4.1.3.(1)

Objective
OS1

Attributions
[F01-OS1.1] Applies to portion of Code text: “… be removed from the premises.”

Intent(s)
Intent 1. To limit the probability that greasy or oily rags, or other materials subject to spontaneous ignition,

will ignite, which could lead to ignition of adjacent combustible materials, which could lead to a fire,
which could lead to harm to persons.

Intent(s)
Intent 1. To state the application of Sentence 2.4.1.3.(4).

Provision: 2.4.1.3.(2)

Objective
OS1

Attributions
[F01-OS1.1] Applies to the storage of combustible materials and ashes in the same container.

Intent(s)
Intent 1. To limit the probability that hot ashes will ignite combustible materials, which could lead to a fire,

which could lead to harm to persons.

Intent(s)
Intent 1. To state the application of Sentence 2.4.1.3.(4).

Provision: 2.4.1.3.(3)

Objective
OS1

Attributions
[F03-OS1.2]
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Intent(s)
Intent 1. To limit the probability that fire in the receptacle will spread to nearby combustible materials,

which could lead to the spread of fire to other parts of the building, which could lead to harm to
persons.

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire in the receptacle will spread to nearby combustible materials,

which could lead to the spread of fire to other parts of the building, which could lead to damage to
the building.

Provision: 2.4.1.3.(4)

Objective
OS1

Attributions
[F03, F02, F01-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire in the receptacle will spread to nearby combustible materials

[e.g., combustible flooring], which could lead to the spread of fire to other parts of the building, which
could lead to harm to persons.

Intent 2. To limit the probability that fire involving the materials in the receptacle will spread to the recep-
tacle, which could lead to the spread of fire to other parts of the building, which could lead to harm
to persons.

Intent 3. To limit the probability that nearby ignition sources will ignite materials stored in the receptacles,
which could lead to the spread of fire to other parts of the building, which could lead to harm to
persons.

Objective
OP1

Attributions
[F03, F02, F01-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire in the receptacle will spread to nearby combustible materials

[e.g., combustible flooring], which could lead to the spread of fire to other parts of the building, which
could lead to damage to the building.

Intent 2. To limit the probability that fire involving the materials in the receptacle will spread to the recep-
tacle, which could lead to the spread of fire to other parts of the building, which could lead to damage
to the building.

Intent 3. To limit the probability that nearby ignition sources will ignite materials stored in the receptacles,
which could lead to the spread of fire to other parts of the building, which could lead to damage to
the building.
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Provision: 2.4.1.4.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that lint in the lint traps will be ignited, which could lead to a fire, which

could lead to harm to persons.

Provision: 2.4.2.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that smoking material will lead to a fire or explosion, which could lead to

harm to persons.

Provision: 2.4.2.1.(2)

Intent(s)
Intent 1. To state the application of Sentence 2.4.2.2.(1).

Provision: 2.4.2.1.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that discarded smoking material will ignite adjacent combustible materi-

als, which could lead to a fire, which could lead to harm to persons.

Provision: 2.4.2.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the information on the signs will not be legible, which could lead to

the instructions on the sign not being read or understood, which could lead to persons smoking in an
area where smoking is prohibited [e.g., areas where conditions are such as to make smoking a fire or
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explosion hazard], which could lead to the smoking material causing a fire or explosion, which could
lead to harm to persons.

Provision: 2.4.3.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that open flames will ignite combustible materials, which could lead to a

fire or explosion, which could lead to harm to persons.

Provision: 2.4.3.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that flamingmeals or drinkswill ignite combustiblematerials, which could

lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.4.3.2.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that flaming meals or drinks will ignite combustible materials while being

brought from the placewhere the flamingmeals or drinks are ignited to their location of serving, which
could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.4.3.2.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that refuelling operations will create a fire hazard in the serving area,

which could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability that fuel will be ignited by nearby ignition sources during equipment re-

fuelling operations, which could lead to a fire or explosion, which could lead to harm to persons.

29

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Provision: 2.4.3.2.(4)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to harm to persons.

Intent 2. To supersede the general provisions regarding the rating of portable extinguishers stated in Arti-
cle 2.1.5.1. and Sentence 6.2.1.1.(1).

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to damage to the building or facility.

Intent 2. To supersede the general provisions regarding the rating of portable extinguishers stated in Arti-
cle 2.1.5.1. and Sentence 6.2.1.1.(1).

Provision: 2.4.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that devices having open flames [ignition sources] will ignite nearby com-

bustible material, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.4.4.1.(1)

Intent(s)
Intent 1. To direct Code users to Part 4.

Provision: 2.4.4.1.(2)

Objective
OS1

Attributions
[F01-OS1.1]
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Intent(s)
Intent 1. To limit the probability that vapours from Class I liquids will accumulate and subsequently be

ignited by a nearby ignition source, which could lead to a fire or explosion, which could lead to harm
to persons.

Provision: 2.4.4.1.(3)

Intent(s)
Intent 1. To direct Code users to Article 4.1.6.3. for the removal of flammable liquid or combustible liquid

spills.

Provision: 2.4.4.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as flammable gases will be released from

the balloons, which could lead to the accumulation and subsequent ignition of the gases by a nearby
ignition source, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.4.5.1.(1)

Objective
OP1

Attributions
[F01, F03, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that outdoor open air fires will ignite nearby combustible material, which

could lead to the spread of fire, which could lead to damage to the building or facility.
Intent 2. To waive the prohibition to set open air fires if:

• fires are continuously attended and are confined to small receptacles that will prevent the spread
of fire, or

• measures are taken to limit the spread of fire, such as a combination of ensuring adequate clear-
ances to buildings or facilities and combustibles, limiting the size of the fire, and providingmeans
of extinguishing and controlling the fire.

Objective
OS1

Attributions
[F01, F03, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that outdoor open air fires will ignite nearby combustible material, which

could lead to the spread of fire, which could lead to harm to persons.
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Intent 2. To waive the prohibition to set open air fires if:
• fires are continuously attended and are confined to small receptacles that will prevent the spread

of fire, or
• measures are taken to limit the spread of fire, such as a combination of ensuring adequate clear-

ances to buildings and combustibles, limiting the size of the fire, and providing means of extin-
guishing and controlling the fire.

Provision: 2.4.6.1.(1)

Objective
OS1

Attributions
[F34-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a vacant building and cause a fire

[accidental or intentional], which could lead to:
• harm to persons, and
• the spread of fire to an adjacent building, which could lead to harm to persons in the adjacent

building.

Objective
OP3

Attributions
[F34-OP3.1]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a vacant building and cause a fire

[accidental or intentional], which could lead to the spread of fire to adjacent buildings, which could
lead to damage to adjacent buildings or facilities.

Provision: 2.4.7.1.(1)

Objective
OS1

Attributions
[F01, F82, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that electrical installations will cause a fire, which could lead to harm to

persons.

Objective
OP1

Attributions
[F01, F82, F81-OP1.1]

Intent(s)
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Intent 1. To limit the probability that electrical installations will cause a fire, which could lead to damage
to the building.

Provision: 2.5.1.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to access for fire department

vehicles.

Provision: 2.5.1.2.(1)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operationswill be delayed or ineffective, which could lead

to the spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operationswill be delayed or ineffective, which could lead

to the spread of fire, which could lead to harm to persons, including emergency responders.

Provision: 2.5.1.3.(1)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operationswill be delayed or ineffective, which could lead

to the spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operationswill be delayed or ineffective, which could lead

to the spread of fire, which could lead to harm to persons, including emergency responders.
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Intent Statements: NFC 2020

Provision: 2.5.1.4.(1)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)

Intent 1. To limit the probability of delays or ineffectiveness in gaining access to fire department connec-
tions, which could lead to inadequate water supply to sprinkler or standpipe systems, which could
lead to the inability of such systems to control or suppress a fire, which could lead to the spread of
fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)

Intent 1. To limit the probability of delays or ineffectiveness in gaining access to fire department connec-
tions, which could lead to inadequate water supply to sprinkler or standpipe systems, which could
lead to the inability of such systems to control or suppress a fire, which could lead to the spread of
fire, which could lead to harm to persons, including emergency responders.

Provision: 2.5.1.5.(1)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)

Intent 1. To limit the probability that emergency response operations will be delayed or ineffective, which
could lead to the spread of fire beyond the point of origin, which could lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)

Intent 1. To limit the probability that emergency response operations will be delayed or ineffective, which
could lead to the spread of fire beyond the point of origin, which could lead to harm to persons, in-
cluding emergency responders.
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Intent Statements: NFC 2020

Provision: 2.5.1.5.(2)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency response operations will be delayed or ineffective, which

could lead to the spread of fire beyond the point of origin, which could lead to damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that emergency response operations will be delayed or ineffective, which

could lead to the spread of fire beyond the point of origin, which could lead to harm to persons, in-
cluding emergency responders.

Provision: 2.6.1.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the installation of heating,

ventilating and air-conditioning appliances and equipment.

Provision: 2.6.1.2.(1)

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that appliances will ignite coal and wood stored in nearby bins, which

could lead to a fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that appliances will ignite coal and wood stored in nearby bins, which

could lead to a fire, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 2.6.1.3.(1)

Objective
OP1

Attributions
[F01, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability of accumulation of combustible deposits in hoods, ducts and filters, which

could lead to the ignition of the deposits and spread of fire to other parts of the building, which could
lead to damage to the building.

Objective
OS1

Attributions
[F01, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability of accumulation of combustible deposits in hoods, ducts and filters, which

could lead to the ignition of the deposits and spread of fire to other parts of the building, which could
lead to harm to persons.

Provision: 2.6.1.4.(1)

Objective
OP1

Attributions
[F01-OP1.2] [F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that accumulation of combustible deposits in a chimney, flue or flue pipe

will go unnoticed, which could lead to a fire in the chimney, flue, or flue pipe, which could lead to the
spread of fire to other parts of the building, which could lead to damage to the building.

Intent 2. To limit the probability that dangerous conditions [e.g., excessive corrosion, deposits, damage,
etc.] will go unnoticed, which could lead to malfunction of the appliance the chimney, flue or flue
pipes serves or ignition of adjacent combustible materials, which could lead to a fire, which could lead
to damage to the building.

Objective
OS1

Attributions
[F01-OS1.2] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that accumulation of combustible deposits in a chimney, flue or flue pipe

will go unnoticed, which could lead to a fire in the chimney, flue, or flue pipe, which could lead to the
spread of fire to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that dangerous conditions [e.g., excessive corrosion, deposits, damage,
etc.] will go unnoticed, which could lead to malfunction of the appliance the chimney, flue or flue
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Intent Statements: NFC 2020

pipes serves or ignition of adjacent combustible materials, which could lead to a fire, which could lead
to harm to persons.

Provision: 2.6.1.4.(2)

Objective
OP1

Attributions
[F01-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustible deposits will accumulate in a chimney, flue and flue pipe,

which could lead to a fire in the chimney, flue, or flue pipe, which could lead to the spread of fire to
other parts of the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.2]

Intent(s)
Intent 1. To limit the probability that combustible deposits will accumulate in a chimney, flue and flue pipe,

which could lead to a fire in the chimney, flue, or flue pipe, which could lead to the spread of fire to
other parts of the building, which could lead to harm to persons.

Provision: 2.6.1.4.(3)

Objective
OP1

Attributions
[F82-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that defects or openings in chimneys, flues or flue pipes will lead to:

• heat from normal operation or from a fire in the chimneys, flues and flue pipes igniting nearby
combustible materials, which could lead to a fire and to the spread of fire, or

• failure, which could lead to the spread of fire or smoke from chimneys, flues or flue pipes to
other parts of the building.

This is to limit the probability of damage to the building.

Objective
OS1

Attributions
[F82-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that defects or openings in chimneys, flues or flue pipes will lead to:

• heat from normal operation or from a fire in the chimneys, flues and flue pipes igniting nearby
combustible materials, which could lead to a fire and to the spread of fire, or

37

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

• failure, which could lead to the spread of fire or smoke from chimneys, flues or flue pipes to
other parts of the building.

This is to limit the probability of harm to persons.

Objective
OS3

Attributions
[F82-OS3.4]

Intent(s)
Intent 1. To limit the probability that structural deficiency or decay of chimneys, flues and flue pipes or

abandoned or unused openings will lead to the spread of products of combustion from normal oper-
ation to other parts of the building, which could lead to harm to persons.

Objective
OS3

Attributions
2.6.1.4.(3)(a) [F82-OS3.1] Applies to portion of Code text: “… any structural deficiency or decay …”

Intent(s)
Intent 1. To limit the probability that structural deficiency or decay of chimneys, flues and flue pipes will

lead to their structural failure and collapse, which could lead to harm to persons.

Provision: 2.6.1.5.(1)

Intent(s)
Intent 1. To direct Code users to the NBC for requirements regarding clearances between chimneys, flue

pipes or appliances and combustible construction.

Objective
OP1

Attributions
[F01-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that heat from normal operation or from a fire in chimneys, flue pipes or

appliances will lead to the ignition of nearby combustible construction material, which could lead to a
fire and to the spread of fire to other parts of the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that heat from normal operation or from a fire in chimneys, flue pipes or

appliances will lead to the ignition of nearby combustible construction material, which could lead to
a fire and to the spread of fire to other parts of the building, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 2.6.1.5.(2)

Objective
OP1

Attributions
[F01-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that heat from normal operation or from a fire in chimneys, flue pipes or

appliances will lead to ignition of nearby combustible material, which could lead to a fire and to the
spread of fire to other parts of the building, which could lead to damage to the building.

Intent 2. To limit the probability that close proximity of combustible material to ash pit or cleanout doors
will lead to ignition of the combustible material, which could lead to a fire and to the spread of fire to
other parts of the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that heat from normal operation or from a fire in chimneys, flue pipes or

appliances will lead to ignition of nearby combustible material, which could lead to a fire and to the
spread of fire to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that close proximity of combustible material to ash pit or cleanout doors
will lead to ignition of the combustible material, which could lead to a fire and to the spread of fire to
other parts of the building, which could lead to harm to persons.

Provision: 2.6.1.6.(1)

Objective
OP1

Attributions
[F01, F81, F82-OP1.2, OP1.1]

Intent(s)
Intent 1. To limit the probability that heating, ventilating and air conditioning systems, including appli-

ances, chimneys and flue pipes, will not operate as originally intended, which could lead to a fire and
to the spread of fire to other parts of the building, which could lead to damage to the building.

Objective
OS3

Attributions
[F81, F82-OS3.4]

Intent(s)
Intent 1. To limit the probability that heating, ventilating and air conditioning systems, including appli-

ances, chimneys and flue pipes, will not operate as originally intended, which could lead to hazardous
conditions [heat, toxic gases, etc.], which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F01, F81, F82-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that heating, ventilating and air conditioning systems, including appli-

ances, chimneys and flue pipes, will not operate as originally intended, which could lead to a fire and
to the spread of fire to other parts of the building, which could lead to harm to persons.

Provision: 2.6.1.6.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the switches will go unnoticed, which could lead to

the switches not operating as originally intended, which could lead to the inability of the mechanical
air-conditioning and ventilating systems to be shut down in a fire situation involving the systems,
which could lead to the spread of fire to other parts of the building, which could lead to damage to
the building.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the switches will go unnoticed, which could lead to

the switches not operating as originally intended, which could lead to the inability of the mechanical
air-conditioning and ventilating systems to be shut down in a fire situation involving the systems,
which could lead to the spread of fire to other parts of the building, which could lead to harm to
persons.

Provision: 2.6.1.6.(3)

Intent(s)
Intent 1. To exempt self-contained systems within dwelling units from the application of Sen-

tence 2.6.1.6.(2), unless the dwelling unit is a home-type care occupancy.

Provision: 2.6.1.7.(1)

Objective
OP1

Attributions
[F01, F81-OP1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that ventilation shafts will be used for a purpose that would introduce fire

hazards into the shaft, or impede or prevent their use in a fire, which could lead to the spread of fire
to other parts of the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F01, F81-OS1.2]

Intent(s)
Intent 1. To limit the probability that ventilation shafts will be used for a purpose that would introduce fire

hazards into the shaft, or impede or prevent their use in a fire, which could lead to the spread of fire
to other parts of the building, which could lead to harm to persons.

Provision: 2.6.1.8.(1)

Objective
OP1

Attributions
[F02, F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that sparks, heat or fire from hot works will spread to other parts of the

building through the ductwork, which could lead to damage to the building.

Objective
OS1

Attributions
[F02, F03-OS1.2] [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that heat, sparks or flames from heat-producing devices will ignite com-

bustible material [e.g., dusts, deposits, lint or other combustible material in the duct], which could lead
to a fire, which could lead to harm to persons.

Intent 2. To limit the probability that sparks, heat or fire from hot works will spread to other parts of the
building through the ductwork, which could lead to harm to persons.

Provision: 2.6.1.8.(2)

Objective
OS1

Attributions
[F81, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that damage to fuel supply piping or equipment will lead to the unwanted

release of fuel, which could lead to the accumulation and subsequent ignition of vapour, which could
lead to a fire or explosion, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F81, F43-OH5]

Intent(s)
Intent 1. To limit the probability that damage to fuel supply piping or equipment will lead to the unwanted

release of fuel, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that damage to fuel supply piping or equipment will lead to the unwanted

release of fuel, which could lead to the accumulation and subsequent ignition of vapour, which could
lead to a fire or explosion, which could lead to damage to the building.

Provision: 2.6.1.9.(1)

Objective
OS1

Attributions
[F01-OS1.1, OS1.2] [F02, F81-OS1.2]

Intent(s)
Intent 1. To limit the probability that cooking vapours or residue will accumulate and subsequently be ig-

nited, which could lead to a fire or explosion, which could lead to:
• harm to persons, and
• the spread of fire to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that commercial cooking equipment exhaust will ignite nearby com-
bustible material, which could lead to a fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F81-OP1.2]

Intent(s)
Intent 1. To limit the probability that cooking vapours or residue will accumulate and subsequently be ig-

nited, which could lead to a fire or explosion, which could lead to the spread of fire to other parts of
the building, which could lead to damage to the building.

Intent 2. To limit the probability that fire protection systems for commercial cooking equipment exhaust
will not properly operate in a fire situation, which could lead to the spread of fire to other parts of the
building, which could lead to damage to the building.
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Intent Statements: NFC 2020

Provision: 2.6.1.9.(2)

Objective
OS1

Attributions
[F01-OS1.2, OS1.1] [F81, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that cooking vapours or residue will accumulate and subsequently be ig-

nited, which could lead to a fire or explosion, which could lead to:
• harm to persons, and
• the spread of fire to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that commercial cooking equipment exhaust will ignite nearby com-
bustible material, which could lead to a fire, which could lead to harm to persons.

Intent 3. To limit the probability that fire protection systems for commercial cooking equipment exhaust
will not properly operate in a fire situation, which could lead to the spread of fire to other parts of the
building, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F81, F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that cooking vapours or residue will accumulate and subsequently be ig-

nited, which could lead to a fire or explosion, which could lead to the spread of fire to other parts of
the building, which could lead to damage to the building.

Intent 2. To limit the probability that fire protection systems for commercial cooking equipment exhaust
will not properly operate in a fire situation, which could lead to the spread of fire to other parts of the
building, which could lead to damage to the building.

Provision: 2.6.1.9.(3)

Objective
OS1

Attributions
[F82-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that grease or residues from commercial cooking equipment exhaust sys-

tems will accumulate on the blades of the exhaust fan, which could lead to its misalignment or im-
proper operation, which could lead to the generation of sparks or heat and the ignition of combustible
residues or explosive vapours or mists, which could lead to a fire or explosion, which could lead to
harm to persons.

Intent 2. To limit the probability that grease or residues from commercial cooking equipment exhaust sys-
tems will accumulate inside the exhaust ductwork, which could lead to the obstruction of the venti-
lation system and the reduction of its exhaust capacity, which could lead to an explosive atmosphere,
which, in the presence of a source of ignition, could lead to an explosion, which could lead to harm to
persons.
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Intent Statements: NFC 2020

Intent 3. To limit the probability that grease or residues from commercial cooking equipment exhaust sys-
tems will accumulate inside the exhaust ductwork, which could lead to an increase in the combustible
content [and fire severity], which could lead to the spread of fire in the ductwork to other parts of the
building, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that grease or residues from commercial cooking equipment exhaust sys-

tems will accumulate inside the exhaust ductwork, which could lead to an increase in the combustible
content [and fire severity], which could lead to the spread of fire in the ductwork to other parts of the
building, which could lead to damage to the building.

Provision: 2.6.1.9.(4)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will accumulate and subsequently be ignited, which could

lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.6.1.9.(5)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with the operation of manually operated

fire protection systems, which could lead to delays or improper operation of such systems in a fire
situation, which could lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with the operation of manually operated

fire protection systems, which could lead to delays or improper operation of such systems in a fire
situation, which could lead to the spread of fire, which could lead to damage to the building.
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Provision: 2.6.1.9.(6)

Objective
OS1

Attributions
[F01, F81, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability of improper installation [clearances to combustible materials, electrical or

fuel supply connections, etc.] or maintenance [accumulation of grease or residues, etc.] of commercial
cooking equipment, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.6.1.9.(7)

Objective
OS1

Attributions
[F01, F81, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability of improper installation [clearances to combustible materials, electrical or

fuel supply connections, etc.] or maintenance [accumulation of grease or residues, etc.] of commercial
cooking equipment, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.6.2.1.(1)

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to the installation and alter-

ation of indoor incinerators.

Provision: 2.6.2.2.(1)

Objective
OS1

Attributions
[F03-OS1.2] Applies to portion of Code text: “… except that the flue venting an incinerator shall not serve
as the chute conveying waste material to the incinerator.”

Intent(s)
Intent 1. To override the requirements of the standard referenced in this Sentence in order to limit the prob-

ability that fire will spread outside of the incinerator and through the waste chute, which could lead
to the ignition of nearby combustible materials, which could lead to harm to persons.

Objective
OS1

Attributions
[F03-OS1.2] [F82, F81-OS1.1]

Intent(s)
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Intent 1. To limit the probability that a fire [normal operation or uncontrolled fire condition] in the inciner-
ator will spread outside of the incinerator and ignite nearby combustible materials, which could lead
to harm to persons.

Intent 2. To limit the probability that outdoor incinerators will not operate as originally intended, which
could lead to a fire or explosion, which could lead to harm to persons.

Provision: 2.6.2.3.(1)

Objective
OS1

Attributions
[F81, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that the incinerator spark arresters will become obstructed, which could

lead to improper operation of the incinerator, which could lead to a fire or explosion, which could lead
to harm to persons.

Intent 2. To limit the probability that damage to the incinerator will go unnoticed [e.g., burnt-out arrestor
with large holes], which could lead to the unwanted release of sparks, which could lead to ignition of
adjacent combustible materials, which could lead to a fire outside the incinerator, which could lead to
harm to persons.

Provision: 2.6.2.3.(2)

Objective
OS1

Attributions
[F82, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of unwanted release of sparks, which could lead to ignition of adjacent

combustible materials, which could lead to a fire outside the incinerator, which could lead to harm to
persons.

Provision: 2.6.3.1.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that an excessive fire load will accumulate in an electrical equipment vault,

which could lead to a fire involving the electrical equipment vault to spread to other parts of the build-
ing, which could lead to damage to the building.

Intent 2. To limit the probability that a fire involving stored items in an electrical equipment vault will
spread to the electrical equipment, which could lead to damage to the building.
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Objective
OS1

Attributions
[F02-OS1.2] [F01-OS1.4, OS1.5]

Intent(s)
Intent 1. To limit the probability that an excessive fire load will accumulate in an electrical equipment vault,

which could lead to a fire involving the electrical equipment vault to spread to other parts of the build-
ing, which could lead to harm to persons.

Intent 2. To limit the probability that a fire involving stored items in an electrical equipment vault will
spread to the electrical equipment, which could lead to failure of the electrical equipment, which could
lead to failure of building electrical systems [e.g., normal lighting, heating, ventilating, air-condition-
ing, and elevator systems], which could lead to unsafe conditions, which could lead to harm to persons.

Provision: 2.6.3.2.(1)

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter an electrical equipment vault, which

could lead to improper use or operation of the equipment, which could lead to a fire or explosion,
which could lead to harm to persons.

Objective
OS3

Attributions
[F34-OS3.3]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter an electrical equipment vault, which

could lead to their coming into contact with live electrical equipment, which could lead to harm to
persons.

Objective
OP1

Attributions
[F34-OP1.1]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter an electrical equipment vault, which

could lead to improper use or operation of the equipment, which could lead to a fire or explosion,
which could lead to damage to the building.

Provision: 2.7.1.1.(1)
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Intent(s)
Intent 1. To expand the application of the NBC to existing buildings, in regard to means of egress.

Provision: 2.7.1.2.(1)

Intent(s)
Intent 1. To state the application of Sentences 2.7.1.2.(2) to (4).

Provision: 2.7.1.2.(2)

Objective
OS3

Attributions
[F10, F05-OS3.7]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place in an

emergency, which could lead to harm to persons.
Intent 2. To limit the probability that persons will be prevented or delayed in accessing one egress doorway

should the other become inaccessible in an emergency situation, which could lead to delays in the
evacuation or movement of persons to a safe place, which could lead to harm to persons.

Provision: 2.7.1.2.(3)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that delays will occur in the evacuation or movement of persons to a safe

place in an emergency, which could lead to harm to persons.

Provision: 2.7.1.2.(4)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place in an

emergency, which could lead to harm to persons.
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Provision: 2.7.1.3.(1)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that a room will contain too many occupants, which could lead to:

• overcrowding, or
• insufficient capacity of the means of egress.

This is to limit the probability of delays in the evacuation or movement of persons to a safe place in an
emergency, which could lead to harm to persons.

Provision: 2.7.1.3.(2)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that a room will contain too many occupants, which could lead to:

• overcrowding, or
• insufficient capacity of the means of egress.

This is to limit the probability of delays in the evacuation or movement of persons to a safe place in an
emergency, which could lead to harm to persons.

Provision: 2.7.1.4.(1)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with the maximum number of persons

permitted in a room, which could lead to:
• overcrowding, or
• insufficient capacity of the means of egress.

This is to limit the probability of delays in the evacuation or movement of persons to a safe place in an
emergency, which could lead to harm to persons.
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Provision: 2.7.1.4.(2)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with the maximum number of persons

permitted in a floor area, which could lead to:
• overcrowding, or
• insufficient capacity of the means of egress.

This is to limit the probability of delays in the evacuation or movement of persons to a safe place in an
emergency, which could lead to harm to persons.

Provision: 2.7.1.4.(3)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. To limit the probability that signs indicating the maximum number of people permitted will not

be legible or recognized, which could lead to:
• overcrowding, or
• insufficient capacity of the means of egress.

This is to limit the probability of delays in the evacuation or movement of persons to a safe place in an
emergency, which could lead to harm to persons.

Provision: 2.7.1.5.(1)

Objective
OS3

Attributions
[F10-OS3.7]

Intent(s)
Intent 1. [Clauses 2.7.1.5.(1)(a) to (e)] To limit the probability of delays in the evacuation or movement of

persons to a safe place in an emergency, which could lead to harm to persons.
Intent 2. [Clause 2.7.1.5.(1)(f)] To limit the probability that loose chairs will be pushed out of alignment in

an emergency, which could lead to blockage of aisles or space between rows of seats, which could
lead to delays in the evacuation or movement of persons to a safe place, which could lead to harm to
persons.
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Objective
OP1

Attributions
[F01, F44, F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that the turbine will not operate as originally intended due to improper

maintenance or lack of maintenance, which could lead to escape and spread of flammable liquids and
combustible liquids, which could lead to contamination of the soil, which could lead to contamination
of thewater table, which could lead to the accidental ignition of liquid or vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Provision: 4.3.9.1.(5)

Intent(s)
Intent 1. To clarify the installation requirements for sumps referred to in Sentences 4.3.9.1.(1) to (4).

Provision: 4.3.9.2.(1)

Objective
OH5

Attributions
[F20, F44, F80, F81-OH5]

Intent(s)
Intent 1. To limit the probability that the performance of sumps required by Article 4.3.9.1. will fall sig-

nificantly below expectations, which could lead to the escape and spread of flammable liquids and
combustible liquids from the dispensing unit, the filling point, the below-grade mechanical pipe con-
nection and the turbine pump assemblies due to internal leakage or leakage at the time of filling, which
could lead to contamination of the soil, which could lead to contamination of the water table, which
could lead to an unacceptable risk of illness due to the release of hazardous substances, which could
lead to harm to the public.

Objective
OS3

Attributions
[F20, F44, F80, F81-OS3.4]

Intent(s)
Intent 1. To limit the probability that the performance of sumps required by Article 4.3.9.1. will fall sig-

nificantly below expectations, which could lead to the escape and spread of flammable liquids and
combustible liquids from the dispensing unit, the filling point, the below-grade mechanical pipe con-
nection and the turbine pump assemblies due to internal leakage or leakage at the time of filling, which
could lead to contamination of the soil, which could lead to contamination of the water table, which
could lead to exposure to hazardous substances, which could lead to harm to persons.
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Objective
OS1

Attributions
[F20, F01, F44, F80, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the performance of sumps required by Article 4.3.9.1. will fall sig-

nificantly below expectations, which could lead to the escape and spread of flammable liquids and
combustible liquids from the dispensing unit, the filling point, the below-grade mechanical pipe con-
nection and the turbine pump assemblies due to internal leakage or leakage at the time of filling, which
could lead to the accidental ignition of liquid or vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OP1

Attributions
[F20, F01, F44, F80, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that the performance of sumps required by Article 4.3.9.1. will fall sig-

nificantly below expectations, which could lead to the escape and spread of flammable liquids and
combustible liquids from the dispensing unit, the filling point, the below-grade mechanical pipe con-
nection and the turbine pump assemblies due to internal leakage or leakage at the time of filling, which
could lead to the accidental ignition of liquid or vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Provision: 4.3.9.3.(1)

Objective
OS1

Attributions
[F43, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that the escape of liquid from the tank or the failure of the secondary

containment will remain unnoticed, which could lead to appropriate measures not being taken, which
could lead to the escape of liquid outside of the containment, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Objective
OS3

Attributions
[F43, F82-OS3.4]

Intent(s)
Intent 1. To limit the probability that the escape of liquid from the tank or the failure of the secondary con-

tainment will remain unnoticed, which could lead to appropriate measures not being taken, which
could lead to the escape of liquid outside of the containment, which could lead to exposure to haz-
ardous substances, which could lead to harm to persons.
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Objective
OS1

Attributions
[F21-OS1.1]

Intent(s)

Intent 1. To limit the probability that thermal expansion or contraction will put stress on the piping system,
which could lead to failure of the piping system, which could lead to the escape of liquid, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Provision: 4.5.6.14.(2)

Objective
OS1

Attributions
[F20, F21, F81-OS1.1]

Intent(s)

Intent 1. To limit the probability that vibration, settling or temperature changes will put excessive stress on
the piping system, which could lead to failure of the piping system, which could lead to the escape of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Objective
OP1

Attributions
[F20, F21, F81-OP1.1]

Intent(s)

Intent 1. To limit the probability that vibration, settling or temperature changes will put excessive stress on
the piping system, which could lead to failure of the piping system, which could lead to the escape of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
damage to the building or facility.

Objective
OH5

Attributions
[F20, F21, F81-OH5]

Intent(s)

Intent 1. To limit the probability that vibration, settling or temperature changes will put stress on the piping
system, which could lead to failure of the piping system, which could lead to the escape of liquid,
which could lead to harm to the public.
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Provision: 4.5.7.1.(1)

Objective
OS1

Attributions
[F20, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F20, F81-OH5]

Intent(s)
Intent 1. To limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.5.7.1.(2)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To exempt hose nozzle valves from the application of Sentence 4.5.7.1.(1) if the valves conform to

a certain standard, on the basis that the standard provides an acceptable level of safety for such valves.
This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]
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Intent(s)
Intent 1. To exempt hose nozzle valves from the application of Sentence 4.5.7.1.(1) if the valves conform to

a certain standard, on the basis that the standard provides an acceptable level of safety for such valves.
This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To exempt hose nozzle valves from the application of Sentence 4.5.7.1.(1) if the valves conform to

a certain standard, on the basis that the standard provides an acceptable level of safety for such valves.
This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.5.7.1.(3)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To exempt emergency valves from the application of Sentence 4.5.7.1.(1) if the valves conform to a

certain standard, on the basis that the standard provides an acceptable level of safety for such valves.
This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To exempt emergency valves from the application of Sentence 4.5.7.1.(1) if the valves conform to a

certain standard, on the basis that the standard provides an acceptable level of safety for such valves.
This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.3]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To exempt emergency valves from the application of Sentence 4.5.7.1.(1) if the valves conform to a
certain standard, on the basis that the standard provides an acceptable level of safety for such valves.

This is to limit the probability that operating temperatures and pressures will lead to failure of the valves,
which could lead to the escape and spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.5.7.2.(1)

Objective
OS1

Attributions
[F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to harm to persons, including emergency
responders.

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F44-OP1.1]

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.5.7.2.(2)

Objective
OS1

Attributions
[F44, F12-OS1.1]

Intent(s)
Intent 1. To limit the probability that the valves cannot be shut in a timely manner during an emergency,

which could lead to the escape of liquid not being minimized, which could lead to the spread of liq-
uid, which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition
source, which could lead to harm to persons, including emergency responders.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F44, F12-OH5]

Intent(s)
Intent 1. To limit the probability that the valves cannot be shut in a timely manner during an emergency,

which could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid,
which could lead to harm to the public.

Objective
OP1

Attributions
[F44, F12-OP1.1]

Intent(s)
Intent 1. To limit the probability that the valves cannot be shut in a timely manner during an emergency,

which could lead to the escape of liquid not being minimized, which could lead to the spread of liq-
uid, which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Provision: 4.5.7.2.(3)

Objective
OS1

Attributions
4.5.7.2.(3)(a), 4.5.7.2.(3)(b), 4.5.7.2.(3)(c), 4.5.7.2.(3)(d), 4.5.7.2.(3)(e) [F12, F44-OS1.1] Applies to the require-
ment for shut-off valves.

Intent(s)
Intent 1. To limit the probability that the flow of liquid cannot be stopped in a timely manner during an

emergency, which could lead to the escape of liquid not being minimized, which could lead to the
spread of liquid, which could lead to the accumulation and subsequent ignition of vapour from a
nearby ignition source, which could lead to harm to persons, including emergency responders.

Objective
OP1

Attributions
[F04, F20-OP1.1] Applies to the requirement for steel shut-off valves.

Intent(s)
Intent 1. To limit the probability that internal stress or mechanical damage will lead to failure of the valves,

which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that exposure of the valves to fire will lead to failure of the valves, which
could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
4.5.7.2.(3)(a), 4.5.7.2.(3)(b), 4.5.7.2.(3)(c), 4.5.7.2.(3)(d), 4.5.7.2.(3)(e) [F12, F44-OH5] Applies to the require-
ment for shut-off valves.

Intent(s)
Intent 1. To limit the probability that the flow of liquid cannot be stopped in a timely manner during an

emergency, which could lead to the escape of liquid not being minimized, which could lead to the
spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
4.5.7.2.(3)(a), 4.5.7.2.(3)(b), 4.5.7.2.(3)(c), 4.5.7.2.(3)(d), 4.5.7.2.(3)(e) [F12, F44-OP1.1] Applies to the require-
ment for shut-off valves.

Intent(s)
Intent 1. To limit the probability that the flow of liquid cannot be stopped in a timely manner during an

emergency, which could lead to the escape of liquid not being minimized, which could lead to the
spread of liquid, which could lead to the accumulation and subsequent ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Objective
OS1

Attributions
[F04, F20-OS1.1] Applies to the requirement for steel shut-off valves.

Intent(s)
Intent 1. To limit the probability that internal stress or mechanical damage will lead to failure of the valves,

which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons, including emergency responders.

Intent 2. To limit the probability that exposure of the valves to fire will lead to failure of the valves, which
could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons, including emergency responders.

Objective
OH5

Attributions
[F04, F20-OH5] Applies to the requirement for steel shut-off valves.

Intent(s)
Intent 1. To limit the probability that internal stress or mechanical damage will lead to failure of the valves,

which could lead to the escape and spread of liquid, which could lead to harm to the public.
Intent 2. To limit the probability that exposure of the valves to fire will lead to failure of the valves, which

could lead to the escape and spread of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Provision: 4.5.7.2.(4)

Objective
OS1

Attributions
[F81, F04, F20-OS1.1]

Intent(s)

Intent 1. To exempt certain valves and materials from the application of Sentence 4.5.7.2.(3) if special con-
ditions warrant their use.

This is to limit the probability that:

• internal stress or mechanical damage will lead to failure of the valves, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons, and

• exposure of the valves to fire will lead to failure of the valves, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)

Intent 1. To exempt certain valves and materials from the application of Sentence 4.5.7.2.(3) if special con-
ditions warrant their use.

This is to limit the probability that internal stress or mechanical damage will lead to failure of the valves,
which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F04, F20-OP1.1]

Intent(s)

Intent 1. To exempt certain valves and materials from the application of Sentence 4.5.7.2.(3) if special con-
ditions warrant their use.

This is to limit the probability that:

• internal stress or mechanical damage will lead to failure of the valves, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility, and

• exposure of the valves to fire will lead to failure of the valves, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.
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Intent Statements: NFC 2020

Provision: 4.5.7.3.(1)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will leak from the valve into the air line, which could lead to

the accumulation of vapour in sufficient quantity to form an ignitable mixture, which could lead to
the ignition of the vapour by an ignition source, which could lead to a fire or explosion, which could
lead to harm to persons.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that liquid will leak from the valve into the air line, which could lead to

the accumulation of vapour in sufficient quantity to form an ignitable mixture, which could lead to
the ignition of the vapour by an ignition source, which could lead to a fire or explosion, which could
lead to damage to the building or facility.

Provision: 4.5.7.4.(1)

Objective
OS1

Attributions
[F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that exposure of the valve packing to high pressure will damage the pack-

ing, which could lead to the leakage of liquid from the valve, which could lead to the accumulation
of vapour in sufficient quantity to form an ignitable mixture, which could lead to the ignition of the
vapour by a nearby ignition source, which could lead to a fire or explosion, which could lead to harm
to persons.

Objective
OH5

Attributions
[F20-OH5]

Intent(s)
Intent 1. To limit the probability that exposure of the valve packing to high pressure will damage the pack-

ing, which could lead to the leakage of liquid from the valve, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that exposure of the valve packing to high pressure will damage the pack-

ing, which could lead to the leakage of liquid from the valve, which could lead to the accumulation
of vapour in sufficient quantity to form an ignitable mixture, which could lead to the ignition of the
vapour by a nearby ignition source, which could lead to a fire or explosion, which could lead to dam-
age to the building or facility.

Provision: 4.5.7.5.(1)

Objective
OS1

Attributions
[F12-OS1.1]

Intent(s)
Intent 1. To limit the probability of confusion regarding whether valves are opened or closed, which could

lead to delays in shutting off the flow of liquid during an emergency, which could lead to the escape
of liquid not being minimized, which could lead to the spread of liquid, which could lead to the accu-
mulation and subsequent ignition of vapour from a nearby ignition source, which could lead to harm
to persons, including emergency responders.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability of confusion regarding whether valves are opened or closed, which could

lead to delays in shutting off the flow of liquid during an emergency, which could lead to the escape
of liquid not being minimized, which could lead to the spread of liquid, which could lead to harm to
the public.

Objective
OP1

Attributions
[F12-OP1.1]

Intent(s)
Intent 1. To limit the probability of confusion regarding whether valves are opened or closed, which could

lead to delays in shutting off the flow of liquid during an emergency, which could lead to the escape of
liquid not being minimized, which could lead to the spread of liquid, which could lead to the accumu-
lation and subsequent ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.
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Intent Statements: NFC 2020

Provision: 4.5.7.6.(1)

Objective
OS1

Attributions
[F12, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to persons, including emergency responders.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to harm to persons.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to harm to the public.

Objective
OP1

Attributions
[F12, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to damage to the building or facility.

Provision: 4.5.7.6.(2)

Objective
OS1

Attributions
[F12, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability of unrecognizable information on identification tags, which could lead to

delays in shutting off the flow of liquid during an emergency, which could lead to the escape of liquid
not being minimized, which could lead to the spread of liquid, which could lead to the accumulation
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Intent Statements: NFC 2020

and subsequent ignition of vapour from a nearby ignition source, which could lead to harm to persons,
including emergency responders.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to harm to persons.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)

Intent 1. To limit the probability of unrecognizable information on identification tags, which could lead to
delays in shutting off the flow of liquid during an emergency, which could lead to the escape of liquid
not being minimized, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F12, F81-OP1.1]

Intent(s)

Intent 1. To limit the probability of unrecognizable information on identification tags, which could lead to
delays in shutting off the flow of liquid during an emergency, which could lead to the escape of liquid
not being minimized, which could lead to the spread of liquid, which could lead to the accumulation
and subsequent ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to damage to the building or facility.

Provision: 4.5.8.1.(1)

Objective
OS1

Attributions
[F01, F81, F20-OS1.1]

Intent(s)

Intent 1. To limit the probability that the heating system will be an ignition source, which could lead to the
ignition of nearby vapour from the piping system, which could lead to a fire or explosion, which could
lead to harm to persons.

Intent 2. To limit the probability that liquid in the piping system will be overheated, which could lead to a
failure of the piping system to contain the liquid, which could lead to the escape of liquid, which could
lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 4.5.8.2.(1)

Objective
OS1

Attributions
[F20, F81-OS1.1] Applies to the minimum steam temperature needed to make the liquid being used fluid.

Intent(s)
Intent 1. To limit the probability that liquid in the piping system will be overheated, which could lead to a

failure of the piping system to contain the liquid, which could lead to the escape of liquid, which could
lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OS1

Attributions
[F20, F81-OS1.1] Applies to the minimum steam pressure needed to make the liquid being used fluid.

Intent(s)
Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure of

the piping system, which could lead to the escape of liquid, which could lead to the accumulation and
subsequent ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F20, F81-OH5] Applies to the minimum steam pressure needed to make the liquid being used fluid.

Intent(s)
Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure of

the piping system, which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F20, F81-OP1.1] Applies to the minimum steam temperature needed to make the liquid being used fluid.

Intent(s)
Intent 1. To limit the probability that liquid in the piping will be overheated, which could lead to a failure

of the piping system to contain the liquid, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Objective
OP1

Attributions
[F20, F81-OP1.1] Applies to the minimum steam pressure needed to make the liquid being used fluid.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure
of the piping system, which could lead to the escape of liquid, which could lead to the accumulation
and subsequent ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Intent(s)
Intent 1. To state the application of Sentences 4.5.8.2.(2) and (3).

Provision: 4.5.8.2.(2)

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure

of the piping system, which could lead to the escape of liquid, which could lead to the accumulation
and subsequent ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure of

the piping system, which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that a steam line will rupture or break, which could lead to the failure of

the piping system, which could lead to the escape of liquid, which could lead to the accumulation and
subsequent ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Provision: 4.5.8.2.(3)

Objective
OS1

Attributions
[F01, F81-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability of heat loss from steam lines and piping being heated, which could lead to
the lines or piping becoming an ignition source, which could lead to the ignition of nearby combustible
materials, which could lead to a fire or explosion, which could lead to harm to persons.

Intent 2. To limit the probability of heat transfer from steam lines and heated piping systems to other pip-
ing, which could lead to liquid being overheated, which could lead to failure of the piping system to
contain the liquid, which could lead to the escape of liquid, which could lead to the accumulation and
subsequent ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 3. To expand the application of the NBC to insulation of indoor [existing buildings] and outdoor
steam lines and piping for flammable liquids and combustible liquids.

Objective
OP1

Attributions
[F01, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability of heat loss from steam lines and piping being heated, which could lead

to the lines or piping becoming an ignition source, which could lead to the ignition of nearby com-
bustible materials, which could lead to a fire or explosion, which could lead to damage to the building
or facility.

Intent 2. To limit the probability of heat transfer from steam lines and heated piping systems to other pip-
ing, which could lead to liquid being overheated, which could lead to failure of the piping system
to contain the liquid, which could lead to the escape of liquid, which could lead to the accumulation
and subsequent ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Intent 3. To expand the application of the NBC to insulation of indoor [existing buildings] and outdoor
steam lines and piping for flammable liquids and combustible liquids.

Provision: 4.5.8.3.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.4.

Provision: 4.5.8.4.(1)

Intent(s)
Intent 1. To state the application of Sentence 4.5.8.4.(2).

Provision: 4.5.8.4.(2)

Objective
OS1

Attributions
4.5.8.4.(2)(a), 4.5.8.4.(2)(b), 4.5.8.4.(2)(c) [F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the heating systems will be an ignition source, which could lead to
the ignition of nearby vapour from escaped liquid from the piping system, which could lead to a fire
or explosion, which could lead to harm to persons.

Objective
OS1

Attributions
4.5.8.4.(2)(b) [F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be overheated, which could lead to failure of the piping

system to contain the liquid, which could lead to the escape of liquid, which could lead to the accu-
mulation and subsequent ignition of vapour from a nearby ignition source, which could lead to harm
to persons.

Objective
OS1

Attributions
4.5.8.4.(2)(d) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that location of an ignition source will lead to ignition of nearby vapour,

which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
4.5.8.4.(2)(b) [F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be overheated, which could lead to failure of the piping

system to contain the liquid, which could lead to the escape of liquid, which could lead to the accumu-
lation and subsequent ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Provision: 4.5.8.4.(3)

Objective
OS1

Attributions
[F82, F01, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that the heating systems will be an ignition source, which could lead to

the ignition of nearby vapour from escaped liquid from the piping system, which could lead to a fire
or explosion, which could lead to harm to persons.

Intent 2. To limit the probability that liquid will be overheated, which could lead to failure of the piping
system to contain the liquid, which could lead to the escape of liquid, which could lead to the accu-
mulation and subsequent ignition of vapour from a nearby ignition source, which could lead to harm
to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F82, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be overheated, which could lead to failure of the piping

system to contain the liquid, which could lead to the escape of liquid, which could lead to the accumu-
lation and subsequent ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Provision: 4.5.8.5.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that an open flame will be an ignition source, which could lead to the

ignition of nearby vapour from escaped liquid from the piping system, which could lead to a fire or
explosion, which could lead to harm to persons.

Provision: 4.5.9.1.(1)

Objective
OP3

Attributions
4.5.9.1.(1)(a) [F01-OP3.1]

Intent(s)
Intent 1. To limit the probability that an ignition source from an adjacent property will ignite vapour from

the pump, which could lead to a fire or explosion, which could lead to damage to adjacent buildings
or facilities.

Intent 2. To limit the probability that vapour from the pump will accumulate on the adjacent property,
which could lead to ignition of the vapour from an ignition source on the adjacent property, which
could lead to a fire or explosion, which could lead to damage to adjacent buildings or facilities.

Objective
OS1

Attributions
4.5.9.1.(1)(b) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour will enter a building through openings in the building, which

could lead to the accumulation of vapour inside the building, which could lead to the ignition of the
vapour from a nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP3

Attributions
4.5.9.1.(1)(b) [F01-OP3.1]

Intent(s)
Intent 1. To limit the probability that vapour will enter an adjacent building through openings in the build-

ing, which could lead to the accumulation of vapour inside the building, which could lead to the ig-
nition of the vapour from a nearby ignition source, which could lead to damage to adjacent buildings
or facilities.

Objective
OS1

Attributions
4.5.9.1.(1)(a) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that an ignition source from an adjacent property will ignite vapour from

the pump, which could lead to a fire or explosion, which could lead to harm to persons in the facility.
Intent 2. To limit the probability that vapour from the pump will accumulate on the adjacent property,

which could lead to ignition of the vapour from an ignition source on the adjacent property, which
could lead to a fire or explosion, which could lead to harm to persons in adjacent buildings or facili-
ties.

Provision: 4.5.9.2.(1)

Intent(s)
Intent 1. To expand the application of Subsection 4.2.9. [which would normally not apply to pump rooms].

Provision: 4.5.9.2.(2)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that other uses will create ignition sources, which could lead to ignition of

vapours [likely to be present around this type of equipment and operation], which could lead to a fire
or explosion, which could lead to harm to persons.

Intent 2. To limit the probability that other uses will increase the fire load, which could lead to the spread
of fire in the room beyond the point of fire origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that other uses will create ignition sources, which could lead to ignition of

vapours [likely to be present around this type of equipment and operation], which could lead to a fire
or explosion, which could lead to damage to the building or facility.

Intent 2. To limit the probability that other uses will increase the fire load, which could lead to the spread of
fire in the room beyond the point of fire origin, which could lead to damage to the building or facility.

Provision: 4.5.9.3.(1)

Objective
OS1

Attributions
[F20, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that forces on the pits will lead to structural failure of the pits, which could

lead to stress or physical damage to the piping system, which could lead to failure of the piping system,
which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F20, F81-OH5]

Intent(s)
Intent 1. To limit the probability that forces on the pits will lead to structural failure of the pits, which could

lead to stress or physical damage to the piping system, which could lead to failure of the piping system,
which could lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.5.9.3.(2)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2] Applies to the size of pits not being larger than required for inspection and main-
tenance.

Intent(s)
Intent 1. To limit the probability that other uses will create ignition sources, which could lead to ignition of

vapours [likely to be present around this type of equipment and operation], which could lead to a fire
or explosion, which could lead to harm to persons.

Intent 2. To limit the probability that other uses will increase the fire load, which could lead to the spread
of fire in the room beyond the point of fire origin, which could lead to harm to persons.

Objective
OS1

Attributions
[F81-OS1.1] Applies to the requirement for the pits to be provided with a cover.
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Intent Statements: NFC 2020

Intent(s)

Intent 1. To limit the probability that the pumps or piping system in the pits will be physically damaged,
which could lead to failure of the pumps or piping system, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2] Applies to the size of pits not being larger than required for inspection and main-
tenance.

Intent(s)

Intent 1. To limit the probability that other uses will create ignition sources, which could lead to ignition of
vapours [likely to be present around this type of equipment and operation], which could lead to a fire
or explosion, which could lead to damage to the building or facility.

Intent 2. To limit the probability that other uses will increase the fire load, which could lead to the spread of
fire in the room beyond the point of fire origin, which could lead to damage to the building or facility.

Provision: 4.5.9.4.(1)

Objective
OS1

Attributions
[F44-OS1.1] Applies to the requirement to have control switches to shut down the pumps in case of emer-
gency.

Intent(s)

Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which
could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to persons, including emergency responders.

Objective
OP1

Attributions
[F44-OP1.1] Applies to the requirement to have control switches to shut down the pumps in case of emer-
gency.

Intent(s)

Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which
could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F44-OH5] Applies to the requirement to have control switches to shut down the pumps in case of emer-
gency.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to harm to the public.

Objective
OP1

Attributions
[F12-OP1.1] Applies to the requirement to locate one of the 2 control switches in the operating area and the
other at a remote location.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid if one switch cannot be reached

or is made inoperative during an emergency, which could lead to the escape of liquid not being mini-
mized, which could lead to the spread of liquid, which could lead to the accumulation and subsequent
ignition of vapour from a nearby ignition source, which could lead to damage to the building or facil-
ity.

Objective
OH5

Attributions
[F12-OH5] Applies to the requirement to locate one of the 2 control switches in the operating area and the
other at a remote location.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid if one switch cannot be reached

or is made inoperative during an emergency, which could lead to the escape of liquid not being mini-
mized, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F12-OS1.1] Applies to the requirement to locate one of the 2 control switches in the operating area and the
other at a remote location.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid if one switch cannot be reached

or is made inoperative during an emergency, which could lead to the escape of liquid not being mini-
mized, which could lead to the spread of liquid, which could lead to the accumulation and subsequent
ignition of vapour from a nearby ignition source, which could lead to harm to persons, including emer-
gency responders.
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Intent Statements: NFC 2020

Provision: 4.5.9.5.(1)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-

tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-

tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which could
lead to harm to the public.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-

tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Provision: 4.5.9.5.(2)

Objective
OS1

Attributions
[F81, F20, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that the vessel will fail structurally, which could lead to the escape of liquid,

which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OH5

Attributions
[F81, F20, F82-OH5]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that the vessel will fail structurally, which could lead to the escape of liquid,

which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F82, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that the vessel will fail structurally, which could lead to the escape of liquid,

which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Provision: 4.5.9.5.(3)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Provision: 4.5.9.5.(4)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Provision: 4.5.9.5.(5)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to harm to persons.
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Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that hydraulic transfer systems will be overpressurized, which could lead

to a failure of the tank or piping system to contain liquid, which could lead to the escape of liquid,
which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Provision: 4.5.9.5.(6)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-

tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-

tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which could
lead to harm to the public.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
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Intent 1. To limit the probability that liquid will be contaminated with water, which could lead to malfunc-
tions in transfer and damage to pumps or piping, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Provision: 4.5.9.6.(1)

Objective
OS1

Attributions
[F81, F82, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that the vessel will fail structurally, which could lead to the escape of liquid,

which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OH5

Attributions
[F81, F82, F20-OH5]

Intent(s)
Intent 1. To limit the probability that the vessel will fail structurally, which could lead to the escape of liquid,

which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F82, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that the vessel will structurally fail, which could lead to the escape of liq-

uid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
damage to the building or facility.

Provision: 4.5.9.6.(2)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to harm to persons.
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Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Provision: 4.5.9.6.(3)

Objective
OS1

Attributions
[F81, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OH5

Attributions
[F81, F20-OH5]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to harm to the public.

Objective
OP1

Attributions
[F81, F20-OP1.1]
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Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized, which could lead

to a failure of the system to contain liquid, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Provision: 4.5.9.6.(4)

Objective
OS1

Attributions
[F81, F04-OS1.1]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized when exposed to

fire, which could lead to a failure of the system to contain liquid, which could lead to the escape of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F04-OH5]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized when exposed to

fire, which could lead to a failure of the system to contain liquid, which could lead to the escape of
liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F04-OP1.1]

Intent(s)
Intent 1. To limit the probability that inert gas transfer systems will be overpressurized when exposed to

fire, which could lead to a failure of the system to contain liquid, which could lead to the escape of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Provision: 4.5.9.7.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent 1. To limit the probability of contact between the liquid and non-inert gas, which could lead to an
adverse reaction, which could lead to the ignition of vapour, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 4.5.9.7.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To exempt non-inert gas pressure from the application of Sentence 4.5.9.7.(1) if certain conditions

are met.
This is to limit the probability of contact between the liquid and non-inert gas, which could lead to an ad-

verse reaction, which could lead to the ignition of vapour, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 4.5.10.1.(1)

Objective
OS1

Attributions
[F12-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not carry out proper procedures during normal oper-

ations and emergencies, which could lead to delays or mistakes, which could lead to the escape of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability that persons will not carry out proper procedures during normal oper-

ations and emergencies, which could lead to delays or mistakes, which could lead to the escape of
liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F12-OP1.1]

Intent(s)
Intent 1. To limit the probability that persons will not carry out proper procedures during normal oper-

ations and emergencies, which could lead to delays or mistakes, which could lead to the escape of
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liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
damage to the building or facility.

Provision: 4.5.10.2.(1)

Objective
OS1

Attributions
4.5.10.2.(1)(b) [F12-OS1.1]

Intent(s)
Intent 1. To limit the probability of delays in responding to an emergency, which could lead to the escape

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons, including emergency responders.

Objective
OP1

Attributions
4.5.10.2.(1)(b) [F12-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in responding to an emergency, which could lead to the escape

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Objective
OH5

Attributions
4.5.10.2.(1)(b) [F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays in responding to an emergency, which could lead to the escape

of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
4.5.10.2.(1)(c) [F12-OS1.2]

Intent(s)
Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could

lead to the spread of fire beyond the point of origin, which could lead to harm to persons, including
emergency responders.

Objective
OP1

Attributions
4.5.10.2.(1)(c) [F12-OP1.2]

Intent(s)
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Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could
lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Objective
OS1

Attributions
4.5.10.2.(1)(d) [F12, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to persons, including emergency responders.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
4.5.10.2.(1)(d) [F12, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Intent 2. To limit the probability of mixing incompatible liquids during normal operations, which could
lead to a fire or explosion, which could lead to damage to the building or facility.

Objective
OH5

Attributions
4.5.10.2.(1)(d) [F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid during an emergency, which

could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to the public.

Objective
OS1

Attributions
4.5.10.2.(1)(a) [F12-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not carry out proper procedures during normal oper-

ations and emergencies, which could lead to delays or mistakes, which could lead to the escape of
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liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons, including emergency responders.

Objective
OP1

Attributions
4.5.10.2.(1)(a) [F12-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in responding to an emergency, which could lead to the escape

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Objective
OH5

Attributions
4.5.10.2.(1)(a) [F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays in responding to an emergency, which could lead to the escape

of liquid, which could lead to harm to the public.

Provision: 4.5.10.2.(2)

Objective
OS1

Attributions
[F12-OS1.2] Applies to the training of employees in the location, function and operation of valves used for
the operation of fire protection equipment.

Intent(s)
Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could

lead to the spread of fire beyond the point of origin, which could lead to harm to persons, including
emergency responders.

Objective
OS1

Attributions
[F12-OS1.1] Applies to the training of employees in the location, function and operation of valves used for
the operation of manual emergency shut-off valves.

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to harm to persons, including emergency
responders.
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Objective
OP1

Attributions
[F12-OP1.2] Applies to the training of employees in the location, function and operation of valves used for
the operation of fire protection equipment.

Intent(s)
Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could

lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Objective
OP1

Attributions
[F12-OP1.1] Applies to the training of employees in the location, function and operation of valves used for
the operation of the manual emergency shut-off valves.

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12-OH5] Applies to the training of employees in the location, function and operation of valves used for
the operation of the manual emergency shut-off valves.

Intent(s)
Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which

could lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.5.10.3.(1)

Objective
OS1

Attributions
[F12-OS1.2, OS1.1]

Intent(s)
Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could

lead to the spread of fire beyond the point of origin, which could lead to harm to persons, including
emergency responders.

Intent 2. To limit the probability that the escape of liquid cannot be minimized during an emergency, which
could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to harm to persons, including emergency
responders.
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Objective
OH5

Attributions
[F12-OH5] Applies to the requirement for signs indicating the location of valves used for the operation of
manual emergency shut-off valves.

Intent(s)

Intent 1. To limit the probability that the escape of liquid cannot be minimized during an emergency, which
could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F12-OP1.2, OP1.1]

Intent(s)

Intent 1. To limit the probability of delays or ineffectiveness in responding to a fire emergency, which could
lead to the spread of fire beyond the point of origin, which could lead to damage to the building or
facility.

Intent 2. To limit the probability that the escape of liquid cannot be minimized during an emergency, which
could lead to the spread of liquid, which could lead to the accumulation and subsequent ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.5.10.4.(1)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)

Intent 1. To limit the probability of delays or ineffectiveness in locating and using extinguishers in a fire
emergency, which could lead to the spread of fire beyond the point of origin, which could lead to
harm to persons.

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)

Intent 1. To limit the probability of delays or ineffectiveness in locating and using extinguishers in a fire
emergency, which could lead to the spread of fire beyond the point of origin, which could lead to
damage to the building or facility.
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Provision: 4.5.10.5.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby igni-
tion source, which could lead to harm to persons.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby igni-
tion source, which could lead to damage to the building or facility.

Provision: 4.5.10.5.(2)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby igni-
tion source, which could lead to harm to persons.
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Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to the accumulation and subsequent ignition of vapour from a nearby igni-
tion source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that exposed piping system defects or the escape of liquid will go unno-

ticed, which could lead to appropriate measures not being taken, which could lead to the spread of
liquid, which could lead to harm to the public.

Provision: 4.5.10.5.(3)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour leakage will go unnoticed during a visual inspection, which

could lead to appropriate measures not being taken, which could lead to the accumulation and subse-
quent ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that vapour leakage will go unnoticed during a visual inspection, which

could lead to appropriate measures not being taken, which could lead to the accumulation and sub-
sequent ignition of vapour from a nearby ignition source, which could lead to damage to the building
or facility.

Objective
OH5

Attributions
[F82-OH5]
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Intent(s)
Intent 1. To limit the probability that vapour leakage will go unnoticed during a visual inspection, which

could lead to appropriate measures not being taken, which could lead to liquid continuing to escape,
which could lead to harm to the public.

Provision: 4.5.10.5.(4)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that such devices and open flames will ignite vapour, which could lead to

a fire or explosion, which could lead to harm to persons.

Provision: 4.5.10.6.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that safety shut-off valves and other fire safety devices will not operate

properly during an emergency, which could lead to delays in shutting off the flow of liquid, which
could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to persons, including emergency responders.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that safety shut-off valves and other fire safety devices will not operate

properly during an emergency, which could lead to delays in shutting off the flow of liquid, which
could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
could lead to harm to the public.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that safety shut-off valves and other fire safety devices will not operate

properly during an emergency, which could lead to delays in shutting off the flow of liquid, which
could lead to the escape of liquid not beingminimized, which could lead to the spread of liquid, which
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could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Provision: 4.5.10.7.(1)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that piping systems will leak during maintenance operations, which could

lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Intent 2. To limit the probability that the maintenance operations will lead to the ignition of vapour from
the piping system, which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that piping systems will leak during maintenance operations, which could

lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.5.10.7.(2)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that piping systems will leak during maintenance or repair operations,

which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that piping systems will leak during maintenance or repair operations,

which could lead to the escape of liquid, which could lead to harm to the public.
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Provision: 4.5.10.7.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the repair operations will create an ignition source near the piping

system, which could lead to the ignition of vapour from the piping system, which could lead to a fire
or explosion, which could lead to harm to persons.

Provision: 4.5.10.7.(4)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that a valve will be mistakenly opened, which could lead to the escape of

liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that a valve will be mistakenly opened, which could lead to the escape of

liquid, which could lead to harm to the public.

Provision: 4.5.10.7.(5)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that piping will leak, which could lead to the escape of liquid, which could

lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
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Intent 1. To limit the probability that piping will leak, which could lead to the escape of liquid, which could
lead to harm to the public.

Provision: 4.5.10.7.(6)

Objective
OS1

Attributions
[F43, F01-OS1.1]

Intent(s)
Intent 1. To exempt maintenance operations on pressurized systems from the application of Sen-

tence 4.5.10.7.(1) if certain practices are carried out.
This is to limit the probability that:

• the piping systems will leak during maintenance operations, which could lead to the escape of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons, and

• the maintenance operations will lead to the ignition of vapour from the piping system, which
could lead to a fire or explosion, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To exempt maintenance operations on pressurized systems from the application of Sen-

tence 4.5.10.7.(1) if certain practices are carried out.
This is to limit the probability that the piping systemswill leak duringmaintenance operations, which could

lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.6.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.6.

Provision: 4.6.1.1.(2)

Objective
OS1

Attributions
[F01, F02, F03, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the storage or dispensing of dangerous goods classified as flammable

gases will lead to a fire or explosion, which could lead to harm to persons in buildings or outdoor
areas.
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Intent(s)
Intent 1. To clarify that the provisions of Section 4.6. that relate to the storage and dispensing of dangerous

goods classified as flammable gases at fuel-dispensing stations supersede the requirements of the the
standards referenced in this Sentence in cases of conflict.

Provision: 4.6.1.1.(3)

Intent(s)
Intent 1. To permit fuel-dispensing operations to be carried out inside a building, on the basis that the build-

ing design provides direct ventilation to the outdoors, thus limiting the probability that vapours will
accumulate to ignitable concentrations or migrate to other parts of the building.

Provision: 4.6.2.1.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.3.2.

Provision: 4.6.2.1.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the storage tanks will spread beyond the point of

origin, which could lead to harm to persons.
Intent 2. To exempt the aboveground storage tanks from, and reduce the capacity limits of, Subsection 4.3.2.

[as stated in Sentence 4.6.2.1.(1)].

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the storage tanks will spread beyond the point of

origin, which could lead to damage to the building or facility.
Intent 2. To exempt the aboveground storage tanks from, and reduce the capacity limits of, Subsection 4.3.2.

[as stated in Sentence 4.6.2.1.(1)].

Provision: 4.6.2.1.(3)

Objective
OS1

Attributions
[F02-OS1.2]
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Intent(s)
Intent 1. To override the limits in Sentence 4.6.2.1.(2) and permitmore liquids in aboveground storage tanks

on the basis that certain conditions are met.
This is to limit the probability that a fire involving the storage tanks will spread beyond the point of origin,

which could lead to harm to persons.
Intent 2. To exempt the aboveground storage tanks from, and reduce the capacity limits of, Subsection 4.3.2.

[as stated in Sentence 4.6.2.1.(1)].

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To override the limits in Sentence 4.6.2.1.(2) and permitmore liquids in aboveground storage tanks

on the basis that certain conditions are met.
This is to limit the probability that a fire involving the storage tanks will spread beyond the point of origin,

which could lead to damage to the building or facility.
Intent 2. To exempt the aboveground storage tanks from, and reduce the capacity limits of, Subsection 4.3.2.

[as stated in Sentence 4.6.2.1.(1)].

Provision: 4.6.2.1.(4)

Objective
OS1

Attributions
4.6.2.1.(4)(a) [F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the tank or ancillary

equipment will lead to failure of the tank or equipment, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Intent 2. To require additional safety measures to those of the basic requirements of Subsection 4.3.2. [as
stated in Sentence 4.6.2.1.(1)].

Objective
OS1

Attributions
4.6.2.1.(4)(b) [F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that vandalism on, or tampering with, the tank or ancillary equipment

will lead to the escape of vapour or liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Intent 2. To require additional safety measures to those of the basic requirements of Subsection 4.3.2. [as
stated in Sentence 4.6.2.1.(1)].
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Objective
OH5

Attributions
4.6.2.1.(4)(a) [F81-OH5]

Intent(s)

Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the tank or ancillary
equipment will lead to failure of the tank or equipment, which could lead to the escape of liquid,
which could lead to harm to the public.

Intent 2. To require additional safety measures to those of the basic requirements of Subsection 4.3.2. [as
stated in Sentence 4.6.2.1.(1)].

Objective
OH5

Attributions
4.6.2.1.(4)(b) [F34-OH5]

Intent(s)

Intent 1. To limit the probability that vandalism on, or tampering with, the tank or ancillary equipment will
lead to the escape of vapour or liquid, which could lead to harm to the public.

Intent 2. To require additional safety measures to those of the basic requirements of Subsection 4.3.2. [as
stated in Sentence 4.6.2.1.(1)].

Attributions
4.6.2.1.(4)(c)

Intent(s)

Intent 1. To direct Code users to Subsection 4.3.7.

Attributions
4.6.2.1.(4)(d)

Intent(s)

Intent 1. To direct Code users to Sentence 4.3.1.8.(2).

Objective
OS1

Attributions
4.6.2.1.(4)(e) [F43, F81-OS1.1]

Intent(s)

Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to
gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.
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Objective
OP1

Attributions
4.6.2.1.(4)(e) [F43, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to the building or
facility.

Objective
OH5

Attributions
4.6.2.1.(4)(e) [F43, F81-OH5]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
harm to the public.

Provision: 4.6.2.1.(5)

Intent(s)
Intent 1. To classify compartmentalized tanks within the limit stated in Sentences 4.6.2.1.(2) and (3).

Provision: 4.6.2.2.(1)

Objective
OS1

Attributions
[F81, F12-OS1.1] [F12-OS1.2] Applies to the requirement for products stored or sold at fuel-dispensing sta-
tions to be in closed containers distinctly marked with the generic name of the liquid they contain.

Intent(s)
Intent 1. To limit the probability that unsafe storage practices, accidental mischief or mishandling of prod-

ucts, or inappropriate actions by personnel during emergency situations, will lead to a fire or explo-
sion, which could lead to harm to persons.

Intent 2. To limit the probability that delays or inefficiencies in responding to a fire emergency will lead
to the spread of the fire beyond the point of origin, which could lead to harm to persons, including
emergency responders.

Intent(s)
Intent 1. To expand the application of Article 4.2.3.1., which would otherwise not apply at fuel-dispensing

stations [as stated in Clause 4.2.1.1.(2)(a)].
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Provision: 4.6.2.3.(1)

Intent(s)
Intent 1. To expand the application of Article 4.5.2.1., which would otherwise not apply at fuel-dispensing

stations [as stated in Clause 4.5.1.1.(2)(d)].

Provision: 4.6.2.3.(2)

Intent(s)
Intent 1. To direct Code users to Subsection 4.5.5.

Provision: 4.6.2.3.(3)

Intent(s)
Intent 1. To direct Code users to Sentence 4.5.6.1.(1).

Provision: 4.6.2.3.(4)

Objective
OH5

Attributions
[F20, F22-OH5] Applies to the supported portion of the piping.

Intent(s)
Intent 1. To limit the probability that vibrations or ground settling will lead to failure of the underground

piping system, which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F20, F22-OS1.1] Applies to the supported portion of the piping.

Intent(s)
Intent 1. To limit the probability that vibrations or ground settling will lead to failure of the underground

piping system, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F20, F22-OP1.1] Applies to the supported portion of the piping.

Intent(s)
Intent 1. To limit the probability that vibrations or ground settling will lead to failure of the underground

piping system, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to damage to the building or facility.
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Objective
OP1

Attributions
[F21, F81, F20-OP1.1] Applies to the backfilled portion of the piping.

Intent(s)
Intent 1. To limit the probability that ground settling or the transmission of loads will lead to failure of the

underground piping system, which could lead to the escape of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F21, F81, F20-OH5] Applies to the backfilled portion of the piping.

Intent(s)
Intent 1. To limit the probability that ground settling or the transmission of loads will lead to failure of the

underground piping system, which could lead to the escape of liquid, which could lead to harm to the
public.

Objective
OS1

Attributions
[F21, F81, F20-OS1.1] Applies to the backfilled portion of the piping.

Intent(s)
Intent 1. To limit the probability that ground settling or the transmission of loads will lead to failure of the

underground piping system, which could lead to the escape of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to harm to persons.

Provision: 4.6.2.3.(5)

Intent(s)
Intent 1. To direct Code users to Article 4.5.6.14.

Provision: 4.6.2.4.(1)

Intent(s)
Intent 1. To expand the application of Article 4.5.3.1., which would otherwise not apply at fuel-dispensing

stations [as stated in Clause 4.5.1.1.(2)(c)].

Provision: 4.6.2.5.(1)

Objective
OS1

Attributions
[F81, F22-OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that vehicle, watercraft or floatplane impact on, or mechanical damage to,

piping will lead to failure of the piping, which could lead to the escape of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that vibration or excessive movement of the piping will lead to failure of
the piping, which could lead to the escape of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F22-OH5]

Intent(s)
Intent 1. To limit the probability that vehicle, watercraft or floatplane impact on, or mechanical damage to,

piping will lead to failure of the piping, which could lead to the escape of liquid, which could lead to
harm to the public.

Intent 2. To limit the probability that vibration or excessive movement of the piping will lead to failure of
the piping, which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81, F22-OP1.1]

Intent(s)
Intent 1. To limit the probability that vehicle, watercraft or floatplane impact on, or mechanical damage to,

piping will lead to failure of the piping, which could lead to the escape of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to the building or
facility.

Intent 2. To limit the probability that vibration or excessive movement of the piping will lead to failure of
the piping, which could lead to the escape of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to damage to the building or facility.

Provision: 4.6.2.6.(1)

Intent(s)
Intent 1. To expand the application of Article 4.5.9.3., which would otherwise not apply at fuel-dispensing

stations [as stated in Clause 4.5.1.1.(2)(c)].

Provision: 4.6.3.1.(1)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the operation of dispensers will lead to a spark or ignition source,
which could lead to the ignition of vapour, which could lead to harm to persons.

Intent 2. To limit the probability that dispensers will release liquid or vapour in an uncontrolled manner,
which could lead to the ignition of vapour, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that dispensers will release liquid in an uncontrolled manner, which could

lead to harm to the public.

Provision: 4.6.3.2.(1)

Objective
OS1

Attributions
[F01, F20, F44, F80, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that dispenser sumps will not meet proper standards, which could lead

to such devices not performing in the way intended, which could lead to the spread of flammable
liquids and combustible liquids from the dispensing unit due to internal leakage, which could lead to
contamination of the soil, which could lead to contamination of the water table, which could lead to
the accidental ignition of liquid or vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OS3

Attributions
[F20, F44, F80, F81-OS3.4]

Intent(s)
Intent 1. To limit the probability that dispenser sumps will not meet proper standards, which could lead

to such devices not performing in the way intended, which could lead to the escape of flammable
liquids and combustible liquids from the dispensing unit due to internal leakage, which could lead to
contamination of the soil, which could lead to contamination of the water table, which could lead to
exposure to hazardous substances, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F20, F44, F80, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that dispenser sumps will not meet proper standards, which could lead

to such devices not performing in the way intended, which could lead to the spread of flammable
liquids and combustible liquids from the dispensing unit due to internal leakage, which could lead to
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Intent Statements: NFC 2020

contamination of the soil, which could lead to contamination of the water table, which could lead to
the accidental ignition of liquid or vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Objective
OH5

Attributions
[F20, F44, F80, F81-OH5]

Intent(s)

Intent 1. To limit the probability that dispenser sumps will not meet proper standards, which could lead
to such devices not performing in the way intended, which could lead to the escape and spread of
flammable liquids and combustible liquids from the dispensing unit due to internal leakage, which
could lead to contamination of the soil, which could lead to contamination of the water table, which
could lead to harm to the public.

Provision: 4.6.3.3.(1)

Objective
OS1

Attributions
4.6.3.3.(1)(f) [F43, F01-OS1.1]

Intent(s)

Intent 1. To limit the probability that liquid or vapour will escape inside a building, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OS1

Attributions
4.6.3.3.(1)(f) [F01-OS1.1] Applies to the minimum distance from any building opening.

Intent(s)

Intent 1. To limit the probability that vapour will enter a building, which could lead to the accumulation
and subsequent ignition of the vapour, which could lead to harm to persons in the building.

Objective
OP3

Attributions
4.6.3.3.(1)(a) [F01-OP3.1]

Intent(s)

Intent 1. To limit the probability that the escape of liquid will spread to nearby properties or buildings,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to adjacent buildings or facilities.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
4.6.3.3.(1)(b), 4.6.3.3.(1)(c) [F01, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the operation of the liquid dispenser will lead to the ignition of gases,

[released from the nearby gas dispensers], which could lead to a fire or explosion, which could lead
to harm to persons.

Intent 2. To limit the probability that the operation of the gas dispensers will lead to the ignition of vapour
[released from the nearby liquid dispensers], which could lead to a fire or explosion, which could lead
to harm to persons.

Intent 3. To limit the probability that misuse of, or confusion in the operation of, the liquid dispenser will
lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Objective
OS1

Attributions
4.6.3.3.(1)(d) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of ignition of vapour released from the operation of a dispenser, which

could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability of ignition of escaped liquid from a dispenser, which could lead to a fire

or explosion, which could lead to harm to persons.

Objective
OS1

Attributions
4.6.3.3.(1)(f) [F01-OS1.1]Applies to location with respect to openings in buildings for the shelter of operating
personnel and in which there are electrical installations.

Intent(s)
Intent 1. To exempt dispensers from the minimum clearance requirement stated at the beginning of

Clause 4.6.3.3.(1)(f) if certain conditions are met:
• these openings are part of a building used exclusively by personnel that is essential to the fuel-

dispensing operations, and
• ignition sources from electrical installation are eliminated in the building.

This is to limit the probability that ignition sources will ignite vapour from dispensing operations, which
could lead to a fire or explosion, which could lead to harm to persons.

Provision: 4.6.3.3.(2)

Objective
OS1

Attributions
4.6.3.3.(2)(a) [F34-OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that the public will misuse the dispensing equipment, which could lead to

the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Intent 2. To limit the probability that the public will misuse the dispensing equipment, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OS1

Attributions
4.6.3.3.(2)(b) [F12, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the location of the dispensers in a basement or on upper storeys will

lead to delays or ineffectiveness in conducting firefighting operations in the event of a fire emergency,
which could lead to the spread of the fire beyond the point of origin, which could lead to harm to
persons.

Intent 2. To limit the probability that location of dispensers in a basement will lead to accumulation of
vapours in low areas of a building, which could lead to ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OS1

Attributions
4.6.3.3.(2)(d) [F01-OS1.1] Applies to portion of Code text: “… ventilation is provided in conformance …
with the requirements for storage garages in Subsection 6.3.1. of Division B of the NBC.”

Intent(s)
Intent 1. To limit the probability that carbon monoxide and other flammable fumes [from vehicles

approaching and leaving the dispensing area] will accumulate to levels that could pose a fire or
explosion hazard, which could lead to the ignition of such fumes from a nearby ignition source,
which could lead to harm to persons.

Objective
OS3

Attributions
4.6.3.3.(2)(d) [F40-OS3.4] Applies to portion of Code text: “… ventilation is provided in conformance …
with the requirements for storage garages in Subsection 6.3.1. of Division B of the NBC.”

Intent(s)
Intent 1. To limit the probability that carbon monoxide and other toxic fumes [from vehicles approaching

and leaving the dispensing area] will accumulate to levels that could pose a risk to human health from
short-term exposure to such fumes, which could lead to harm to persons.

Attributions
4.6.3.3.(2)(d)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.7.
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Intent Statements: NFC 2020

Attributions
4.6.3.3.(2)(c)

Intent(s)
Intent 1. To direct Code users to Article 4.1.6.2.
Intent 2. To permit certain dispensers inside buildings, and to eliminate the option of using spill contain-

ment measures in Article 4.1.6.1. and Sentence 4.6.7.1.(1).

Provision: 4.6.3.3.(3)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid or vapourwill escape, which could lead to the ignition of vapour

from a nearby ignition source, which could lead to harm to persons.
Intent 2. To expand the application of Subsection 3.3.5. of the NBC [specifically Article 3.3.5.8.] to existing

buildings [as opposed to just new buildings].

Provision: 4.6.3.4.(1)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, pipingwill lead to failure

of the piping, which could lead to the escape of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, pipingwill lead to failure

of the piping, which could lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.6.3.5.(1)

Objective
OS1

Attributions
[F81-OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that dispensers will be physically damaged by operations involving wa-

tercraft or floatplanes [upon approaching or leaving, during filling operations, etc.], which could lead
to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that dispensers will be physically damaged by operations involving wa-

tercraft or floatplanes [upon approaching or leaving, during filling operations, etc.], which could lead
to the escape of liquid, which could lead to harm to the public.

Provision: 4.6.4.1.(1)

Objective
OS3

Attributions
[F44-OS3.4]

Intent(s)
Intent 1. To limit the probability that, in the event of an unwanted release, the escape of liquid will not

be minimized, which could lead to the spread of liquid, which could lead to exposure to hazardous
substances, which could lead to harm to persons.

Objective
OS1

Attributions
[F02-OS1.1] Applies to the requirement to provide shut-off devices to all dispensers and pumps.

Intent(s)
Intent 1. To limit the probability that, in the event of an unwanted release, the escape of liquid will not be

minimized, which could lead to the spread of liquid, which could lead to the ignition of flammable
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OS1

Attributions
[F06-OS1.1] Applies to the requirement to locate the shut-off devices within the specified minimum and
maximum distances away from the dispensers and pumps.

Intent(s)
Intent 1. To limit the probability that the location of the shut-off device will be exposed to fire in the event

of a fire near the dispensers and pumps or that the location of the shut-off device will be too far from
the dispensers, which could lead to delays in reaching and activating the shut-off device, which could
lead to the escape of liquid not being minimized, which could lead to the spread of fire, which could
lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02-OP1.1] Applies to the requirement to provide shut-off devices to all dispensers and pumps.

Intent(s)
Intent 1. To limit the probability that, in the event of an unwanted release, the escape of liquid will not be

minimized, which could lead to the spread of liquid, which could lead to the ignition of flammable
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OP1

Attributions
[F06-OP1.1] Applies to the requirement to locate the shut-off devices within the specified minimum and
maximum distances away from the dispensers and pumps.

Intent(s)
Intent 1. To limit the probability that the location of the shut-off device will be exposed to fire in the event

of a fire near the dispensers and pumps or that the location of the shut-off device will be too far from
the dispensers, which could lead to delays in reaching and activating the shut-off device, which could
lead to the escape of liquid not being minimized, which could lead to the spread of fire, which could
lead to damage to the building or facility.

Provision: 4.6.4.1.(2)

Objective
OS1

Attributions
[F12-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of

an unwanted release of liquid, which could lead to the escape of liquid not being minimized, which
could lead to the spread of liquid, which could lead to the ignition of flammable vapour from a nearby
ignition source, which could lead to harm to persons.

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of liquid not being minimized, which could lead to the spread of
the fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of

an unwanted release of liquid, which could lead to the escape of liquid not being minimized, which
could lead to the spread of liquid, which could lead to the ignition of flammable vapour from a nearby
ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of liquid not being minimized, which could lead to the spread of
the fire, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an

unwanted release of liquid, which could lead to the escape of liquid not beingminimized, which could
lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.6.4.1.(3)

Objective
OS1

Attributions
[F44-OS3.4] Applies to the requirement for shut-off valves.

Intent(s)
Intent 1. To limit the probability that the flow of liquid will not be stopped in a timely manner during an

emergency, which could lead to the escape of liquid not being minimized, which could lead to the
spread of liquid, which could lead to exposure to hazardous substances, which could lead to harm to
persons.

Objective
OP1

Attributions
[F04, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that internal stress, mechanical damage or exposure of the shut-off valves

to fire will lead to failure of the valves, which could lead to the escape of liquid, which could lead to
the ignition of flammable vapour, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F44-OH5] Applies to the requirement for shut-off valves.

Intent(s)
Intent 1. To limit the probability that the flow of liquid will not be stopped in a timely manner during an

emergency, which could lead to the escape of liquid not being minimized, which could lead to the
spread of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F04, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that internal stress, mechanical damage or exposure of the shut-off valves

to fire will lead to failure of the valves, which could lead to the escape of liquid, which could lead to
the ignition of flammable vapour, which could lead to harm to persons.

Provision: 4.6.4.2.(1)

Objective
OS1

Attributions
[F12, F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an

unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of fuel not being minimized, which could lead to the spread of the
fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F12, F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an

unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of fuel not being minimized, which could lead to the spread of the
fire, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12, F44-OH5]

Intent(s)
Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an

unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to harm to the public.
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Intent Statements: NFC 2020

Intent(s)

Intent 1. To state one of the purposes of the central control console described in Sentence 4.6.8.2.(2).

Provision: 4.6.4.2.(2)

Objective
OH5

Attributions
[F12-OH5]

Intent(s)

Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an
unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to harm to the public.

Objective
OP1

Attributions
[F12-OP1.1, OP1.2]

Intent(s)

Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an
unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of fuel not being minimized, which could lead to the spread of the
fire, which could lead to damage to the building or facility.

Objective
OS1

Attributions
[F12-OS1.1, OS1.2]

Intent(s)

Intent 1. To limit the probability of delays in reaching and activating the shut-off device in the event of an
unwanted release of fuel, which could lead to the escape of fuel not being minimized, which could
lead to the spread of fuel, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Intent 2. To limit the probability of delays in reaching and activating the shut-off device in the event of a
fire, which could lead to the escape of fuel not being minimized, which could lead to the spread of the
fire, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 4.6.4.3.(1)

Objective
OS1

Attributions
[F12-OS1.1]

Intent(s)
Intent 1. To limit the probability of delay in reaching and closing the valve in the event of an unwanted

release of liquid, which could lead to the escape of liquid not being minimized, which could lead to
the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Intent 2. To limit the probability of delay in reaching and closing the valve in the event of a fire, which
could lead to the escape of liquid not being minimized, which could lead to the spread of the fire,
which could lead to harm to persons.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability of delay in reaching and closing the valve in the event of an unwanted

release of liquid, which could lead to the escape of liquid not being minimized, which could lead to
the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F12-OP1.1]

Intent(s)
Intent 1. To limit the probability of delay in reaching and closing the valve in the event of an unwanted

release of liquid, which could lead to the escape of liquid not being minimized, which could lead to
the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Intent 2. To limit the probability of delay in reaching and closing the valve in the event of a fire, which
could lead to the escape of liquid not being minimized, which could lead to the spread of the fire,
which could lead to damage to the building or facility.

Provision: 4.6.5.1.(1)

Objective
OS1

Attributions
[F81, F20, F43, F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that a hose will leak or fail, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Intent 2. To limit the probability that the use of the hose will lead to static electricity build-up or sparks,
which could lead to the ignition of vapour from the liquid transfer and dispensing operation, which
could lead to harm to persons.

Objective
OP1

Attributions
[F81, F20, F43-OP1.1]

Intent(s)

Intent 1. To limit the probability that a hose will leak or fail, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Objective
OH5

Attributions
[F81, F20, F43-OH5]

Intent(s)

Intent 1. To limit the probability that a hose will leak or fail, which could lead to the escape of liquid, which
could lead to harm to the public.

Provision: 4.6.5.1.(2)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)

Intent 1. To limit the probability of an unwanted escape of liquid from a hose, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)

Intent 1. To limit the probability of an unwanted escape of liquid from a hose, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability of an unwanted escape of liquid from a hose, which could lead to harm to

the public.

Provision: 4.6.5.1.(3)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.6.5.1.(2) and permit slightly longer lengths of hose if

certain measures are taken [e.g., retractable mechanisms] to limit the amount of hose length exposed
to the hazards identified in the analysis of Sentence 4.6.5.1.(2).

This is to limit the probability of an unwanted escape of liquid from the hose, which could lead to the igni-
tion of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.6.5.1.(2) and permit slightly longer lengths of hose if

certain measures are taken [e.g., retractable mechanisms] to limit the amount of hose length exposed
to the hazards identified in the analysis of Sentence 4.6.5.1.(2).

This is to limit the probability of an unwanted escape of liquid from the hose, which could lead to harm to
the public.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.6.5.1.(2) and permit slightly longer lengths of hose if

certain measures are taken [e.g., retractable mechanisms] to limit the amount of hose length exposed
to the hazards identified in the analysis of Sentence 4.6.5.1.(2).

This is to limit the probability of an unwanted escape of liquid from the hose, which could lead to the igni-
tion of vapour from a nearby ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Provision: 4.6.5.1.(4)

Intent(s)
Intent 1. To exempt hoses from the application of Sentence 4.6.5.1.(2), which would otherwise restrict the

hose length [and to permit unrestricted lengths of delivery hoses], on the basis that this situation is
necessary due to the type of vehicle being refuelled.

Provision: 4.6.5.2.(1)

Objective
OS1

Attributions
4.6.5.2.(1)(b) [F81, F43, F01, F20-OS1.1]

Intent(s)
Intent 1. To limit the probability that a hose nozzle valve will leak or fail, which could lead to the escape of

liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Intent 2. To limit the probability that the use of the hose will lead to static electricity build-up or sparks,
which could lead to the ignition of vapour from the liquid transfer and dispensing operation, which
could lead to harm to persons.

Objective
OP1

Attributions
4.6.5.2.(1)(b) [F81, F43, F20-OP1.1]

Intent(s)
Intent 1. To limit the probability that a hose nozzle valve will leak or fail, which could lead to the escape of

liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
damage to the building or facility.

Objective
OH5

Attributions
4.6.5.2.(1)(b) [F81, F43, F20-OH5]

Intent(s)
Intent 1. To limit the probability that a hose nozzle valve will leak or fail, which could lead to the escape of

liquid, which could lead to harm to the public.

Attributions
4.6.5.2.(1)(a)

Intent(s)
Intent 1. To direct Code users to Sentence 4.6.5.2.(2).
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Intent Statements: NFC 2020

Provision: 4.6.5.2.(2)

Objective
OS1

Attributions
4.6.5.2.(2)(a) [F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that inadequate control of dispensing operations will lead to an unwanted

escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OS1

Attributions
4.6.5.2.(2)(b) [F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that vehicle tank overfill or dropping of the nozzle from the fill pipe will

lead to an unwanted escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OP1

Attributions
4.6.5.2.(2)(a) [F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that inadequate control of dispensing operations will lead to an unwanted

escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Objective
OP1

Attributions
4.6.5.2.(2)(b) [F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that vehicle tank overfill or dropping of the nozzle from the fill pipe will

lead to an unwanted escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
4.6.5.2.(2)(a) [F43-OH5]

Intent(s)
Intent 1. To limit the probability that inadequate control of dispensing operations will lead to an unwanted

escape of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
4.6.5.2.(2)(b) [F43-OH5]

Intent(s)
Intent 1. To limit the probability that vehicle tank overfill or dropping of the nozzle from the fill pipe will

lead to an unwanted escape of liquid, which could lead to harm to the public.

Provision: 4.6.5.2.(3)

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To prohibit hose nozzle valves from having hold-open devices, as required byClause 4.6.5.2.(2)(b),

at marine fuel-dispensing stations, on the basis that the escape of fuel at marine fuel-dispensing sta-
tions poses a higher risk of water contamination, which could lead to harm to the public.

Intent 2. To expand the application of Clause 4.6.5.2.(2)(a) to hose nozzle valves at marine fuel-dispensing
stations.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
Intent 1. To exempt marine fuel-dispensing stations from the application of Clause 4.6.5.2.(2)(b), which

would otherwise require automatic hose nozzle valves, if certain conditions are met [dispensing op-
erations must be continuously attended and hose nozzle valves are manually operated], on the basis
that marine fuel-dispensing stations pose a higher fire risk.

The conditions [that are to be met] are to limit the probability that inadequate control of dispensing oper-
ations will lead to an unwanted escape of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To state the application of Clause 4.6.5.2.(2)(a).

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To exempt marine fuel-dispensing stations from the application of Clause 4.6.5.2.(2)(b), which

would otherwise require automatic hose nozzle valves, if certain conditions are met [dispensing op-
erations must be continuously attended and hose nozzle valves are manually operated], on the basis
that marine fuel-dispensing stations pose a higher fire risk.
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Intent Statements: NFC 2020

The conditions [that are to be met] are to limit the probability that inadequate control of dispensing oper-
ations will lead to an unwanted escape of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To state the application of Clause 4.6.5.2.(2)(a).

Provision: 4.6.5.2.(4)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that driving away from a vehicle being filled while the dispensing nozzle

is still in the vehicle tank fill opening will lead to an unwanted escape of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that driving away from a vehicle being filled while the dispensing nozzle

is still in the vehicle tank fill opening will lead to an unwanted escape of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to the building or
facility.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that driving away from a vehicle being filled while the dispensing nozzle

is still in the vehicle tank fill opening will lead to an unwanted escape of liquid, which could lead to
harm to the public.

Provision: 4.6.5.2.(5)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that the hose nozzle valve will not shut off when the flow of liquid is

stopped, which could lead to the hose nozzle valve being in the open position when dispensing oper-
ations are resumed at the dispenser, which could lead to an unwanted escape of liquid, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that the hose nozzle valve will not shut off when the flow of liquid is

stopped, which could lead to the hose nozzle valve being in the open position when dispensing oper-
ations are resumed at the dispenser, which could lead to an unwanted escape of liquid, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the build-
ing or facility.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that the hose nozzle valve will not shut off when the flow of liquid is

stopped, which could lead to the hose nozzle valve being in the open position when dispensing oper-
ations are resumed at the dispenser, which could lead to an unwanted escape of liquid, which could
lead to harm to the public.

Provision: 4.6.6.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 4.6.6.

Provision: 4.6.6.2.(1)

Objective
OS1

Attributions
[F20, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that excessive working pressure will develop in pumps or associated con-

trol equipment, which could lead to failure of the pumps or equipment, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons.

Objective
OP1

Attributions
[F20, F81-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that excessive working pressure will develop in pumps or associated con-
trol equipment, which could lead to failure of the pumps or equipment, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Objective
OH5

Attributions
[F20, F81-OH5]

Intent(s)

Intent 1. To limit the probability that excessive working pressure will develop in pumps or associated con-
trol equipment, which could lead to failure of the pumps or equipment, which could lead to the escape
of liquid, which could lead to harm to the public.

Provision: 4.6.6.2.(2)

Objective
OS1

Attributions
[F81, F20, F22-OS1.1]

Intent(s)

Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the pumps will lead to
failure of the pumps or associated piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that vibration or excessive movement of the pumps or associated piping
will lead to failure of the pumps or associated piping, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Objective
OP1

Attributions
[F81, F20, F22-OP1.1]

Intent(s)

Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the pumps will lead to
failure of the pumps or associated piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to damage to the building
or facility.

Intent 2. To limit the probability that vibration or excessive movement of the pumps or associated piping
will lead to failure of the pumps or associated piping, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F81, F20, F22-OH5]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the pumps will lead to

failure of the pumps or associated piping, which could lead to the escape of liquid, which could lead
to harm to the public.

Intent 2. To limit the probability that vibration or excessive movement of the pumps or associated piping
will lead to failure of the pumps or associated piping, which could lead to the escape of liquid, which
could lead to harm to the public.

Provision: 4.6.6.3.(1)

Objective
OS1

Attributions
[F81, F04, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the valve mounting area

will lead to failure of the valve and piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that vehicle impact on, or mechanical damage to, the dispenser will lead
to failure of the dispenser piping, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 3. To limit the probability that fire exposure on the dispenser and associated piping will lead to fail-
ure of the dispenser piping, which could lead to the escape of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F81, F04, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the valve mounting area

will lead to failure of the valve and piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to damage to the building
or facility.

Intent 2. To limit the probability that vehicle impact on, or mechanical damage to, the dispenser will lead
to failure of the dispenser piping, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to damage to the building or facility.

Intent 3. To limit the probability that fire exposure on the dispenser and associated piping will lead to fail-
ure of the dispenser piping, which could lead to the escape of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F81, F43-OH5]

Intent(s)

Intent 1. To limit the probability that vehicle impact on, or mechanical damage to, the valve mounting area
will lead to failure of the valve and piping, which could lead to the escape of liquid, which could lead
to harm to the public.

Intent 2. To limit the probability that vehicle impact on, or mechanical damage to, the dispenser will lead
to failure of the dispenser piping, which could lead to the escape of liquid, which could lead to harm
to the public.

Provision: 4.6.6.3.(2)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)

Intent 1. To limit the probability that the valve will not operate properly when subjected to a vehicle or
physical impact, which could lead to failure of the valve or associated piping, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Intent 2. To limit the probability that the valve will not operate properly when subjected to a fire exposure,
which could lead to failure of the valve or associated piping, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)

Intent 1. To limit the probability that the valve will not operate properly when subjected to a vehicle or
physical impact, which could lead to failure of the valve or associated piping, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Intent 2. To limit the probability that the valve will not operate properly when subjected to a fire exposure,
which could lead to failure of the valve or associated piping, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that the valve will not operate properly when subjected to a vehicle or

physical impact, which could lead to failure of the valve or associated piping, which could lead to the
escape of liquid, which could lead to harm to the public.

Intent 2. To limit the probability that the valve will not operate properly when subjected to a fire exposure,
which could lead to failure of the valve or associated piping, which could lead to the escape of liquid,
which could lead to harm to the public.

Provision: 4.6.6.4.(1)

Objective
OP3

Attributions
4.6.6.4.(1)(a) [F01-OP3.1]

Intent(s)
Intent 1. To limit the probability that an ignition source from adjacent buildings or facilities will ignite

vapour from the pump, which could lead to a fire or explosion, which could lead to damage to the
building or facility.

Intent 2. To limit the probability that vapour from the pump will accumulate on adjacent buildings or fa-
cilities, which could lead to ignition of the vapour from an ignition source on adjacent buildings or
facilities, which could lead to a fire or explosion, which could lead to damage to adjacent buildings or
facilities.

Objective
OP3

Attributions
4.6.6.4.(1)(b) [F01-OP3.1]

Intent(s)
Intent 1. To limit the probability that vapour will enter adjacent buildings or facilities through openings in

the building, which could lead to the accumulation of vapour inside the building, which could lead
to the ignition of the vapour from a nearby ignition source, which could lead to damage to adjacent
buildings or facilities.

Objective
OS1

Attributions
4.6.6.4.(1)(a) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that an ignition source from adjacent buildings or facilities will ignite

vapour from the pump, which could lead to a fire or explosion, which could lead to harm to persons
in the building or facility.
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Intent Statements: NFC 2020

Intent 2. To limit the probability that vapour from the pump will accumulate on adjacent buildings or fa-
cilities, which could lead to ignition of the vapour from an ignition source on adjacent buildings or
facilities, which could lead to a fire or explosion, which could lead to harm to persons in adjacent
buildings or facilities.

Objective
OS1

Attributions
4.6.6.4.(1)(b) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour will enter a building through openings in the building, which

could lead to the accumulation of vapour inside the building, which could lead to the ignition of the
vapour from a nearby ignition source, which could lead to harm to persons.

Provision: 4.6.6.4.(2)

Intent(s)
Intent 1. To expand the application of Article 4.6.2.6.

Provision: 4.6.6.5.(1)

Objective
OS1

Attributions
[F81, F12, F20, F22-OS1.1]

Intent(s)
Intent 1. To limit the probability that excessive movement, vibration or watercraft impact on, or mechanical

damage to, the tanks or pumps will lead to failure of the tanks or pumps and associated piping, which
could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Intent 2. To limit the probability of delays or ineffectiveness in conducting spill control or emergency re-
sponse operations, which could lead to the escape and spread of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F81, F12, F20, F22-OP1.1]

Intent(s)
Intent 1. To limit the probability that excessive movement, vibration or watercraft impact on, or mechanical

damage to, the tanks or pumps will lead to failure of the tanks or pumps and associated piping, which
could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays or ineffectiveness in conducting spill control or emergency re-
sponse operations, which could lead to the escape and spread of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F81, F12, F20, F22-OH5]

Intent(s)
Intent 1. To limit the probability that excessive movement, vibration or watercraft impact on, or mechanical

damage to, the tanks or pumps will lead to failure of the tanks or pumps and associated piping, which
could lead to the escape of liquid, which could lead to harm to the public.

Intent 2. To limit the probability of delays or ineffectiveness in conducting spill control or emergency re-
sponse operations, which could lead to the escape and spread of liquid, which could lead to harm to
the public.

Provision: 4.6.6.5.(2)

Objective
OS1

Attributions
[F44, F02-OS1.1]

Intent(s)
Intent 1. To exempt pier storage tanks from the application of Sentence 4.6.6.5.(1), which would otherwise

require the tanks to be located on the shore or a solid-fill type pier, if certain measures are taken.
These measures are to limit the probability that the escape of liquid from the tanks:

• will spread beyond the tank area, which could lead to the ignition of vapour from a nearby igni-
tion source, which could lead to harm to persons, and

• will be in such large quantities that it cannot be controlled by emergency responders, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F44, F02-OP1.1]

Intent(s)
Intent 1. To exempt pier storage tanks from the application of Sentence 4.6.6.5.(1), which would otherwise

require the tanks to be located on the shore or a solid-fill type pier, if certain measures are taken.
These measures are to limit the probability that the escape of liquid from the tanks:

• will spread beyond the tank area, which could lead to the ignition of vapour from a nearby igni-
tion source, which could lead to damage to the building or facility, and

• will be in such large quantities that it cannot be controlled by emergency responders, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F44-OH5]
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Intent Statements: NFC 2020

Intent(s)

Intent 1. To exempt pier storage tanks from the application of Sentence 4.6.6.5.(1), which would otherwise
require the tanks to be located on the shore or a solid-fill type pier, if certain measures are taken.

These measures are to limit the probability that escaped liquid from the tanks will spread beyond the tank
area, which could lead to harm to the public.

Provision: 4.6.6.5.(3)

Objective
OS1

Attributions
[F22-OS1.1]

Intent(s)

Intent 1. To limit the probability that water or ice movement will lead to the failure and leakage of the tank
or associated piping, which could lead to the escape of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F22-OP1.1]

Intent(s)

Intent 1. To limit the probability that water or ice movement will lead to the failure and leakage of the tank
or associated piping, which could lead to the escape of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F22-OH5]

Intent(s)

Intent 1. To limit the probability that water or ice movement will lead to the failure and leakage of the tank
or associated piping, which could lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.6.6.5.(4)

Intent(s)

Intent 1. To clarify that storage tanks are permitted to be located aboveground if certain conditions make it
impractical for the tanks to be located underground.
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Intent Statements: NFC 2020

Provision: 4.6.6.5.(5)

Objective
OS1

Attributions
[F81, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F81, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to the building or
facility.

Objective
OH5

Attributions
[F81, F43-OH5]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
harm to the public.

Provision: 4.6.6.5.(6)

Objective
OP1

Attributions
[F43, F01-OP1.1] Applies where dispensing is from a floating structure.

Intent(s)
Intent 1. To exempt certain situations from the application of the first part of Sentence 4.6.6.5.(6), which

would otherwise require piping to conform to Section 4.5., and permit alternate means of transfer
[flexible hose], if certain measures are taken [suitable lengths of flexible hose designed in conformance
with good engineering practice].

These measures are to limit the probability of:
• a fire or explosion hazard [e.g., static charges], which could lead to the ignition of vapour from a

nearby ignition source, which could lead to damage to the building or facility, and
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Intent Statements: NFC 2020

• the escape of liquid [e.g., hose rupture], which could lead to the ignition of vapour from a nearby
ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F43-OH5] Applies where dispensing is from a floating structure.

Intent(s)
Intent 1. To exempt certain situations from the application of the first part of Sentence 4.6.6.5.(6), which

would otherwise require piping to conform to Section 4.5., and permit alternate means of transfer
[flexible hose], if certain measures are taken [suitable lengths of flexible hose designed in conformance
with good engineering practice].

These measures are to limit the probability of the escape of liquid [e.g., hose rupture], which could lead to
harm to the public.

Objective
OS1

Attributions
[F43, F01-OS1.1] Applies where dispensing is from a floating structure.

Intent(s)
Intent 1. To exempt certain situations from the application of the first part of Sentence 4.6.6.5.(6), which

would otherwise require piping to conform to Section 4.5., and permit alternate means of transfer
[flexible hose], if certain measures are taken [suitable lengths of flexible hose designed in conformance
with good engineering practice].

These measures are to limit the probability of:
• a fire or explosion hazard [e.g., static charges], which could lead to the ignition of vapour from a

nearby ignition source, which could lead to harm to persons, and
• the escape of liquid [e.g., hose rupture], which could lead to the ignition of vapour from a nearby

ignition source, which could lead to harm to persons.

Intent(s)
Intent 1. To expand the application of Section 4.5., which would otherwise not apply at fuel-dispensing

stations [as stated in Clause 4.5.1.1.(2)(c)].

Provision: 4.6.7.1.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.6.

Objective
OS1

Attributions
4.6.7.1.(1)(b) [F44-OS1.1, OS1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the escape of liquid will lead to a fire and to the spread of fire outside
the spill area, which could lead to harm to persons, including emergency responders, in other parts of
the building, adjacent buildings or adjacent outdoor areas.

Objective
OP1

Attributions
4.6.7.1.(1)(b) [F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will lead to a fire and to the spread of fire outside

the spill area, which could lead to damage to the building or facility.

Objective
OH5

Attributions
4.6.7.1.(1)(b) [F44-OH5]

Intent(s)
Intent 1. To limit the probability of the escape of liquid, which could lead to harm to the public.

Provision: 4.6.8.1.(1)

Objective
OS1

Attributions
[F43, F01, F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that the duties described in Article 4.6.8.5. will not be fulfilled and the

fuel-dispensing procedures described in Article 4.6.8.6. will not be followed, which could lead to:
• escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons, and
• a source of ignition, which could lead to the ignition of vapour fromdispensing operations, which

could lead to harm to persons.
Intent 2. To state the application of the duties of attendants described in Article 4.6.8.5. and fuel-dispensing

procedures described in Article 4.6.8.6.

Objective
OP1

Attributions
[F43, F44, F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that the duties described in Article 4.6.8.5. will not be fulfilled and the

fuel-dispensing procedures described in Article 4.6.8.6. will not be followed, which could lead to:
• escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility, and
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Intent Statements: NFC 2020

• a source of ignition, which could lead to the ignition of vapour fromdispensing operations, which
could lead to damage to the building or facility.

Intent 2. To state the application of the duties of attendants described in Article 4.6.8.5. and fuel-dispensing
procedures described in Article 4.6.8.6.

Objective
OH5

Attributions
[F43, F44-OH5]

Intent(s)
Intent 1. To limit the probability that the duties described in Article 4.6.8.5. will not be fulfilled and the fuel-

dispensing procedures described in Article 4.6.8.6. will not be followed, which could lead to escape
and spread of liquid, which could lead to harm to the public.

Intent 2. To state the application of the duties of attendants described in Article 4.6.8.5. and fuel-dispensing
procedures described in Article 4.6.8.6.

Provision: 4.6.8.1.(2)

Objective
OS1

Attributions
[F43, F01, F34-OS1.1]

Intent(s)
Intent 1. To exempt certain fuel-dispensing stations from the application of Sentence 4.6.8.1.(1), which

would otherwise require attendants, and permit unattended fuel-dispensing stations [self-service
outlets], if certain conditions are met [the stations do not serve the general public and the fuel
dispensing is done by authorized customers, i.e., having received proper training or instructions in
safe dispensing procedures].

These conditions are to limit the probability of:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43, F34-OH5]

Intent(s)
Intent 1. To exempt certain fuel-dispensing stations from the application of Sentence 4.6.8.1.(1), which

would otherwise require attendants, and permit unattended fuel-dispensing stations [self-service
outlets], if certain conditions are met [the stations do not serve the general public and the fuel
dispensing is done by authorized customers, i.e., having received proper training or instructions in
safe dispensing procedures].

These conditions are to limit the probability of the escape of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F43, F01, F34-OP1.1]

Intent(s)
Intent 1. To exempt certain fuel-dispensing stations from the application of Sentence 4.6.8.1.(1), which

would otherwise require attendants, and permit unattended fuel-dispensing stations [self-service
outlets], if certain conditions are met [the stations do not serve the general public and the fuel
dispensing is done by authorized customers, i.e., having received proper training or instructions in
safe dispensing procedures].

These conditions are to limit the probability of:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Provision: 4.6.8.1.(3)

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability of the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F43, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of:

• the escape of liquid, or
• a fire or explosion hazard.

This is to limit the probability of the ignition of vapour from a nearby ignition source, which could lead to
harm to persons

Objective
OP1

Attributions
[F43, F01-OP1.1]

Intent(s)
Intent 1. To limit the probability of:

• the escape of liquid, or
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Intent Statements: NFC 2020

• a fire or explosion hazard.
This is to limit the probability of the ignition of vapour from a nearby ignition source, which could lead to

damage to the building or facility.

Provision: 4.6.8.1.(4)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with attendant duties or dispensing pro-

cedures, which could lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with attendant duties or dispensing pro-

cedures, which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with attendant duties or dispensing pro-

cedures, which could lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Provision: 4.6.8.1.(5)

Objective
OS1

Attributions
[F43, F44, F12, F01, F02-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the attendants will be delayed in carrying out their duties in the event
of an emergency, which could lead to:
• the escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OP1

Attributions
[F43, F44, F12, F01, F02-OP1.1]

Intent(s)
Intent 1. To limit the probability that the attendants will be delayed in carrying out their duties in the event

of an emergency, which could lead to:
• the escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F43, F44, F12-OH5]

Intent(s)
Intent 1. To limit the probability that the attendants will be delayed in carrying out their duties in the event

of an emergency, which could lead to the escape and spread of liquid, which could lead to harm to the
public.

Provision: 4.6.8.2.(1)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could

lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OP1

Attributions
[F81-OP1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could

lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could

lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.6.8.2.(2)

Objective
OS1

Attributions
[F43, F44, F12, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that attendants will not be able to see and identify risks, improper dispens-

ing operations or any equipment failures, which could lead to inappropriate action by the attendants,
which could lead to:
• the escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43, F44, F12, F01-OH5]

Intent(s)
Intent 1. To limit the probability that attendants will not be able to see and identify risks, improper dispens-

ing operations or any equipment failures, which could lead to inappropriate action by the attendants,
which could lead to the escape and spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F43, F44, F12, F01-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that attendants will not be able to see and identify risks, improper dispens-
ing operations or any equipment failures, which could lead to inappropriate action by the attendants,
which could lead to:
• the escape and spread of liquid, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Provision: 4.6.8.2.(3)

Objective
OS1

Attributions
[F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to harm to persons.

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to damage to the building or facility.

Provision: 4.6.8.2.(4)

Objective
OS1

Attributions
[F43, F44, F01-OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that attendants and persons near the dispensers will not be able to commu-

nicate, which could lead to improper dispensing operations or sources of ignition, which could lead
to:
• the escape of liquid or to the spread of liquid not being minimized in the event of an unwanted

release, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons, and

• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OP1

Attributions
[F43, F44, F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that attendants and persons near the dispensers will not be able to commu-

nicate, which could lead to improper dispensing operations or sources of ignition, which could lead
to:
• the escape of liquid or to the spread of liquid not being minimized in the event of an unwanted

release, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to damage to the building or facility, and

• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F43, F44-OH5]

Intent(s)
Intent 1. To limit the probability that attendants and persons near the dispensers will not be able to com-

municate, which could lead to improper dispensing operations or sources of ignition, which could
lead to the escape of liquid or to the spread of liquid not being minimized in the event of an unwanted
release, which could lead to harm to the public.

Provision: 4.6.8.3.(1)

Objective
OS1

Attributions
[F12, F44, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that attendants will be delayed in carrying out their duties in the event of

an emergency, which could lead to:
• the escape of liquid not being minimized in the event of an unwanted release, which could lead

to the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons, and

477

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OH5

Attributions
[F12, F44-OH5]

Intent(s)
Intent 1. To limit the probability that attendants will be delayed in carrying out their duties in the event

of an emergency, which could lead to the escape of liquid not being minimized in the event of an
unwanted release, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F12, F44, F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that attendants will be delayed in carrying out their duties in the event of

an emergency, which could lead to:
• the escape of liquid not being minimized in the event of an unwanted release, which could lead

to the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility, and

• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Provision: 4.6.8.4.(1)

Intent(s)
Intent 1. To state the application of Sentences 4.6.8.4.(2) to (6).

Provision: 4.6.8.4.(2)

Intent(s)
Intent 1. To direct Code users to the pertinent provisions of Section 4.6. that are applicable to the installa-

tion of dispensers.

Provision: 4.6.8.4.(3)

Objective
OH5

Attributions
[F34-OH5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that dispensing operations will be carried out by untrained persons in an
improper or unsafe manner, which could lead to the escape and spread of liquid, which could lead to
harm to the public.

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that dispensing operations will be carried out by untrained persons in an

improper or unsafe manner, which could lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OP1

Attributions
[F34-OP1.1]

Intent(s)
Intent 1. To limit the probability that dispensing operations will be carried out by untrained persons in an

improper or unsafe manner, which could lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Provision: 4.6.8.4.(4)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could

lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to harm to persons, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81-OH5]
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Intent Statements: NFC 2020

Intent(s)

Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could
lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)

Intent 1. To limit the probability that persons will not be familiar with dispensing operations, which could
lead to:
• the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,

which could lead to damage to the building or facility, and
• a fire or explosion hazard, which could lead to the ignition of vapour from a nearby ignition

source, which could lead to damage to the building or facility.

Provision: 4.6.8.4.(5)

Objective
OS1

Attributions
[F13-OS1.1, OS1.2]

Intent(s)

Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Intent 2. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of a fire, which could lead to the spread of the fire, which could lead
to harm to persons.

Objective
OH5

Attributions
[F13-OH5]

Intent(s)

Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F13-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,

which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Intent 2. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of a fire, which could lead to the spread of the fire, which could lead
to damage to the building or facility.

Provision: 4.6.8.4.(6)

Objective
OS1

Attributions
4.6.8.4.(6)(a) [F12-OS1.1, OS1.2] Applies to the requirement that the emergency instructions be conspicu-
ously posted to advise the user, in the event of a spill or accident.

Intent(s)
Intent 1. To limit the probability of delay in activating the shut-off device in the event of an unwanted re-

lease, which could lead to the escape of liquid not being minimized, which could lead to the spread of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Intent 2. To limit the probability of delay in activating the shut-off device in the event of a fire, which could
lead to the escape of liquid not being minimized, which could lead to the spread of the fire, which
could lead to harm to persons.

Objective
OH5

Attributions
4.6.8.4.(6)(b) [F13-OH5]

Intent(s)
Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,

which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to harm to the public.

Objective
OP1

Attributions
4.6.8.4.(6)(b) [F13-OP1.1, OP1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,

which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Intent 2. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of a fire, which could lead to the spread of the fire, which could lead
to damage to the building or facility.

Objective
OP1

Attributions
4.6.8.4.(6)(a) [F12-OP1.1, OP1.2] Applies to the requirement that the emergency instructions be conspicu-
ously posted to advise the user, in the event of a spill or accident.

Intent(s)
Intent 1. To limit the probability of delay in activating the shut-off device in the event of an unwanted re-

lease, which could lead to the escape of liquid not being minimized, which could lead to the spread of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
damage to the building or facility.

Intent 2. To limit the probability of delay in activating the shut-off device in the event of a fire, which could
lead to the escape of liquid not being minimized, which could lead to the spread of the fire, which
could lead to damage to the building or facility.

Objective
OH5

Attributions
4.6.8.4.(6)(a) [F12-OH5]Applies to the requirement that the emergency instructions be conspicuously posted
to advise the user, in the event of a spill or accident.

Intent(s)
Intent 1. To limit the probability of delay in activating the shut-off device in the event of an unwanted re-

lease, which could lead to the escape of liquid not being minimized, which could lead to the spread of
liquid, which could lead to harm to the public.

Objective
OS1

Attributions
4.6.8.4.(6)(b) [F13-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that notification to emergency responders of an emergencywill be delayed,

which could lead to a delay in emergency response operations, which could lead to the escape of liquid
not being minimized in the event of an unwanted release, which could lead to the spread of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Intent 2. To limit the probability that notification to emergency responders of an emergencywill be delayed,
which could lead to a delay in emergency response operations, which could lead to the escape of liquid
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not being minimized in the event of a fire, which could lead to the spread of the fire, which could lead
to harm to persons.

Provision: 4.6.8.5.(1)

Objective
OS1

Attributions
4.6.8.5.(1)(d) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that sources of ignition will ignite vapour, which could lead to harm to

persons.

Objective
OS1

Attributions
4.6.8.5.(1)(e) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that sources of ignition will ignite vapour, which could lead to harm to

persons.
Intent 2. To limit the probability that vapours will accumulate in sufficient quantity to form an ignitable

mixture, which could lead to the ignition of the vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OP1

Attributions
4.6.8.5.(1)(a), 4.6.8.5.(1)(b), 4.6.8.5.(1)(c) [F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to damage to the building or facility.

Objective
OS1

Attributions
4.6.8.5.(1)(f) [F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to harm to persons.
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Objective
OS1

Attributions
4.6.8.5.(1)(a), 4.6.8.5.(1)(b), 4.6.8.5.(1)(c) [F44-OS1.1, OS1.2]

Intent(s)

Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted
release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to harm to persons.

Objective
OP1

Attributions
4.6.8.5.(1)(e) [F01-OP1.1]

Intent(s)

Intent 1. To limit the probability that sources of ignition will ignite vapour, which could lead to damage to
the building or facility.

Intent 2. To limit the probability that vapours will accumulate in sufficient quantity to form an ignitable
mixture, which could lead to the ignition of the vapour from a nearby ignition source, which could
lead to damage to the building or facility.

Objective
OH5

Attributions
4.6.8.5.(1)(a), 4.6.8.5.(1)(b), 4.6.8.5.(1)(c) [F44-OH5]

Intent(s)

Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted
release, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
4.6.8.5.(1)(f) [F44-OP1.1, OP1.2]

Intent(s)

Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted
release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to damage to the building or facility.
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Objective
OH5

Attributions
4.6.8.5.(1)(f) [F44-OH5]

Intent(s)

Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted
release, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
4.6.8.5.(1)(c) [F01, F44-OS1.1] Applies to containers that are located in a vehicle.

Intent(s)
Intent 1. To limit the probability that liquid or vapour will escape and spread into the interior of a vehicle,

which could lead to the accumulation of vapour in sufficient quantity to form an ignitable mixture,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons in or near the vehicle.

Attributions
4.6.8.5.(1)(c) Applies to containers that do not conform to Article 4.2.3.1.

Intent(s)

Intent 1. To prohibit the dispensing of flammable liquids and combustible liquids into certain containers,
on the basis that containers not conforming to Article 4.2.3.1. pose a higher risk.

Attributions
4.6.8.5.(1)(g)

Intent(s)
Intent 1. To direct Code users to Article 4.5.10.5.

Provision: 4.6.8.5.(2)

Objective
OS1

Attributions
4.6.8.5.(2)(b) [F43-OS1.1] Applies to containers not being filled beyond their safe filling level.

Intent(s)

Intent 1. To limit the probability that liquid will escape from containers, which could lead to the accumu-
lation of vapour in sufficient quantity to form an ignitable mixture, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.
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Objective
OS1

Attributions
4.6.8.5.(2)(a) [F44, F01-OS1.1]
4.6.8.5.(2)(b) [F44, F01-OS1.1] Applies to containers being filled only after having been removed from the
floatplane or watercraft.

Intent(s)
Intent 1. To limit the probability that liquid or vapour will escape and spread into the interior of watercraft,

which could lead to the accumulation of vapour in sufficient quantity to form an ignitable mixture,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons in or near the watercraft.

Objective
OH5

Attributions
4.6.8.5.(2)(b) [F43-OH5] Applies to containers not being filled beyond their safe filling level.

Intent(s)
Intent 1. To limit the probability that liquid will escape from containers, which could lead to harm to the

public.

Objective
OS1

Attributions
4.6.8.5.(2)(b) [F44-OS1.1] Applies to the removal of containers from watercraft or floatplanes.

Intent(s)
Intent 1. To limit the probability that liquid or vapour will escape and spread into the interior of a water-

craft or floatplane, which could lead to the accumulation of vapour in sufficient quantity to form an
ignitable mixture, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons in or near the watercraft or floatplane.

Provision: 4.6.8.5.(3)

Objective
OS1

Attributions
[F12-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability of inappropriate actions by personnel during emergency situations, which

could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability that delays or inefficiencies in responding to a fire emergency will lead

to the spread of the fire beyond the point of origin, which could lead to harm to persons, including
emergency responders.
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Provision: 4.6.8.6.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour generated by dispensing operations or caused by an unwanted

escape of liquid will be ignited, which could lead to harm to persons.

Provision: 4.6.8.6.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To exempt liquids with a lower flammability risk from the application of Sentence 4.6.8.6.(1),

which would otherwise require the engines to be turned off, if certain measures are taken [a minimum
distance is maintained].

These measures are to limit the probability that:
• the vapour from nearby Class I liquid dispensers will be ignited by the engine, which could lead

to harm to persons, and
• the vapour from nearby Class I liquid dispensers will be drawn into the engine's intake system,

which could lead to over-revving or overheating of the engine, which could lead to a fire, which
could lead to harm to persons.

Provision: 4.6.8.6.(3)

Objective
OS1

Attributions
[F01, F43, F44, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will escape and spread outside of the fuel-dispensing station

area, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons nearby.

Intent 2. To limit the probability that ignition sources outside of the fuel-dispensing station area will ignite
vapour, which could lead to a fire or explosion involving the vehicle being refuelled, which could lead
to harm to persons nearby.

Intent 3. To limit the probability that vehicles will become involved in a collision while being refuelled,
which could lead to a fire or explosion, which could lead to harm to persons.
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Provision: 4.6.8.6.(4)

Objective
OS1

Attributions
4.6.8.6.(4)(c) [F44-OS1.1] Applies to the requirement to immediately apply an absorbent material.

Intent(s)

Intent 1. To limit the probability that the liquid will spread beyond the spill area, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
4.6.8.6.(4)(c) [F44-OH5] Applies to the requirement to immediately apply an absorbent material.

Intent(s)

Intent 1. To limit the probability that the liquid will spread beyond the spill area, which could lead to harm
to the public.

Objective
OS1

Attributions
4.6.8.6.(4)(d) [F01-OS1.1]

Intent(s)

Intent 1. To limit the probability that vapour will be ignited, which could lead to harm to persons.

Objective
OS1

Attributions
4.6.8.6.(4)(a), 4.6.8.6.(4)(b), 4.6.8.6.(4)(e) [F43-OS1.1]

Intent(s)

Intent 1. To limit the probability that liquid will escape, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
4.6.8.6.(4)(c) [F44-OP1.1] Applies to the requirement to immediately apply an absorbent material.

Intent(s)

Intent 1. To limit the probability that the liquid will spread beyond the spill area, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to damage to the building or facility.
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Objective
OH5

Attributions
4.6.8.6.(4)(a), 4.6.8.6.(4)(b), 4.6.8.6.(4)(e) [F43-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will escape, which could lead to harm to the public.

Attributions
4.6.8.6.(4)(c)

Intent(s)
Intent 1. To direct Code users to Article 4.1.6.3.

Attributions
4.6.8.6.(4)(c)

Intent(s)
Intent 1. To waive the requirement for applying an absorbent material if it is in conflict with other duties

carried out by attendants, e.g., stopping the flow of liquid [which would have priority], as required in
Article 4.6.8.5.

Intent 2. To clarify that the duties of attendants in Article 4.6.8.5. have priority and take precedence.

Objective
OS1

Attributions
4.6.8.6.(4)(f) [F01, F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid or vapour will escape and spread into the interior of a vehicle,

floatplane or watercraft, which could lead to the accumulation of vapour in sufficient quantity to form
an ignitable mixture, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Provision: 4.6.8.7.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour generated by the dispensing operation or caused by an un-

wanted escape of liquid will be ignited, which could lead to harm to persons.
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Provision: 4.6.8.8.(1)

Objective
OS1

Attributions
[F01-OS1.1]Applies to portion of Code text: “At least one … sign … shall be provided for each dispenser in
a location visible to every driver approaching the dispenser.”

Intent(s)
Intent 1. To limit the probability that signs [warning of the ignition sources as described in Sen-

tence 4.6.8.8.(2)] will not be seen, which could lead to the ignition of vapour [resulting from the
normal operation of the dispenser or an unwanted escape of liquid], which could lead to harm to
persons.

Objective
OS1

Attributions
[F80-OS1.1] Applies to portion of Code text: “At least one weather-resistant sign …”

Intent(s)
Intent 1. To limit the probability thatweatherwill prematurely deteriorate the signs [warning of the ignition

sources as described in Sentence 4.6.8.8.(2)], which could lead to the signs not being seen, which could
lead to the ignition of vapour [resulting from the normal operation of the dispenser or an unwanted
escape of liquid], which could lead to harm to persons.

Intent(s)
Intent 1. To state the application of Sentences 4.6.8.8.(2) to (4).

Provision: 4.6.8.8.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that persons will not be informed of the fire hazards associated with such

ignition sources, which could lead to the ignition of vapour [resulting from the normal operation of
the dispenser or an unwanted escape of liquid], which could lead to harm to persons.

Intent 2. To supersede specifications for NO SMOKING signs in Article 2.4.2.2.

Provision: 4.6.8.8.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent 1. To limit the probability that the information on the signs will not be legible, which could lead to
the instructions on the sign not being read or understood, which could lead to the ignition of vapour
[resulting from the normal operation of the dispenser or an unwanted escape of liquid], which could
lead to harm to persons.

Intent 2. To supersede specifications for NO SMOKING signs in Article 2.4.2.2.

Provision: 4.6.8.8.(4)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the information on the signs will not be legible, which could lead to

the instructions on the sign not being read or understood, which could lead to the ignition of vapour
[resulting from the normal operation of the dispenser or an unwanted escape of liquid], which could
lead to harm to persons.

Intent 2. To supersede specifications for NO SMOKING signs in Article 2.4.2.2.

Provision: 4.6.8.9.(1)

Intent(s)
Intent 1. To direct Code users to Article 4.5.10.2.

Provision: 4.6.9.1.(1)

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using the extinguishers will be delayed or

ineffective in controlling or suppressing a fire, which could lead to the spread of the fire, which could
lead to damage to the building or facility.

Intent 2. To supersede the general provisions stated in Article 2.1.5.1. regarding the number and rating of
portable extinguishers.

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using the extinguishers will be delayed

or ineffective in controlling or suppressing the fire, which could lead to the spread of the fire, which
could lead to harm to persons.
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Intent 2. To supersede the general provisions stated in Article 2.1.5.1. regarding the number and rating of
portable extinguishers.

Provision: 4.6.9.2.(1)

Intent(s)
Intent 1. To direct Code users to Article 4.1.6.3.

Provision: 4.7.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.7.

Provision: 4.7.2.1.(1)

Objective
OS1

Intent(s)
Intent 1. To limit the probability of the unwanted escape of liquids or vapours from the containers, which

could lead to the accumulation and subsequent ignition of the vapour from a nearby ignition source,
which could lead to harm to persons.

Intent(s)
Intent 1. [Clause 4.7.2.1.(1)(a)] To direct Code users to Article 4.7.2.4.
Intent 2. [Clause 4.7.2.1.(1)(b)] To direct Code users to Section 4.3.

Provision: 4.7.2.2.(1)

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the railway cars will spread to the storage tanks, which

could lead to damage to the facility.

Objective
OH5

Attributions
[F22, F21, F81-OH5]

Intent(s)
Intent 1. To limit the probability that normal train operations will lead to excessive vibrations or ground

settling, which could lead to the failure of the tank, which could lead to the escape of liquid, which
could lead to harm to the public.
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Intent Statements: NFC 2020

Intent 2. To limit the probability that a train derailment will lead to impact with or damage to the tank,
which could lead to the failure of the tank, which could lead to the escape of liquid, which could lead
to harm to the public.

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)
Intent 1. To limit the probability that a fire involving the storage tanks will spread to railway cars, which

could lead to damage to the facility.

Objective
OS1

Attributions
[F22, F21, F81-OS1.1] [F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that normal train operations will lead to excessive vibrations or ground

settling, which could lead to the failure of the tank, which could lead to the escape of liquid, which
could lead to the accumulation and subsequent ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Intent 2. To limit the probability that a train derailment will lead to impact with or damage to the tank,
which could lead to the failure of the tank, which could lead to the escape of liquid, which could lead
to the accumulation and subsequent ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Intent 3. To limit the probability that a fire involving railway cars will spread to the storage tanks, which
could lead to harm to persons nearby.

Intent 4. To limit the probability that a fire involving the storage tankswill spread to the railway cars, which
could lead to harm to persons nearby.

Provision: 4.7.2.3.(1)

Objective
OH5

Attributions
[F20, F82-OH5]

Intent(s)
Intent 1. To limit the probability that shock pressure will lead to the failure of the storage tanks, piping,

pumps, valves or associated components, which could lead to the escape of liquid, which could lead
to harm to the public.

Objective
OP1

Attributions
[F20, F82-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that shock pressure will lead to the failure of the storage tanks, piping,
pumps, valves or associated components, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to damage to the facility.

Objective
OS1

Attributions
[F20, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that shock pressure will lead to the failure of the storage tanks, piping,

pumps, valves or associated components, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Provision: 4.7.2.4.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.2.7.

Provision: 4.7.2.4.(2)

Intent(s)
Intent 1. To exempt bulk plants from the requirements in Subsection 4.2.11. regarding the distance between

the piles and property lines and the distance between piles when the containers are stored in an area
that does not present a hazard to adjacent buildings or facilities.

Intent 2. To direct Code users to Subsection 4.2.11.

Provision: 4.7.2.5.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.6.

Provision: 4.7.2.6.(1)

Intent(s)
Intent 1. To expand the application of Article 3.3.2.6., which would otherwise apply only to sites for con-

tainer storage in excess of 100 m2.

Provision: 4.7.3.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that Class II or IIIA liquids will become contaminated with [more volatile]
Class I liquids, which could lead to the accumulation of vapour in sufficient quantity to form an ig-
nitable mixture, which could lead to the ignition of the vapour from a nearby ignition source, which
could lead to harm to persons.

Provision: 4.7.3.2.(1)

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will gain access to the bulk plant, which could

lead to the introduction of ignition sources or the unwanted escape of liquid, which could lead to the
ignition of vapour, which could lead to harm to persons.

Objective
OH5

Attributions
[F34-OH5]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will gain access to the bulk plant, which could

lead to the unwanted escape of liquid, which could lead to harm to the public.

Provision: 4.7.3.2.(2)

Objective
OS1

Attributions
4.7.3.2.(2)(a) [F81, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
4.7.3.2.(2)(a) [F81, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to the facility.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
4.7.3.2.(2)(a) [F81, F43-OH5]

Intent(s)
Intent 1. To limit the probability that damage or rupture of the supply line to the dispenser will lead to

gravity draining of the tank, which could lead to the escape and spread of liquid, which could lead to
harm to the public.

Attributions
4.7.3.2.(2)(b)

Intent(s)
Intent 1. To expand the application of Sentence 4.6.6.3.(1).

Provision: 4.7.3.3.(1)

Intent(s)
Intent 1. To direct Code users to Article 4.1.8.2.

Provision: 4.7.4.1.(1)

Objective
OS1

Attributions
[F01-OS1.1] [F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that an ignition source from an adjacent building, tank or facility will ignite

vapours generated by the loading and unloading operations, which could lead to harm to persons in
the building or facility.

Intent 2. To limit the probability that a fire originating in the loading or unloading area will spread to adja-
cent buildings, tanks or facilities, which could lead to harm to persons in adjacent buildings or facilities.

Objective
OP3

Attributions
[F01, F03-OP3.1]

Intent(s)
Intent 1. To limit the probability that vapours generated by the loading and unloading operationswill accu-

mulate in or near adjacent buildings, tanks or facilities, which could lead to the ignition of the vapours
from an ignition source in or near such adjacent buildings or facilities, which could lead to a fire or
explosion, which could lead to damage to adjacent buildings or facilities.

Intent 2. To limit the probability that a fire originating in the loading or unloading area will spread to ad-
jacent buildings, tanks or facilities, which could lead to damage to adjacent buildings or facilities.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire originating in adjacent buildings, tanks, vehicles or facilities will

spread to the loading or unloading area, which could lead to damage to the building or facility.

Provision: 4.7.4.1.(2)

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving railway cars will spread to the flammable or com-

bustible liquid piping systems at the loading and unloading facilities, which could lead to damage to
the building or facility.

Objective
OS1

Attributions
[F22, F21, F81-OS1.1] [F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that normal train operationswill lead to excessive vibrations or ground set-

tling, which could lead to the failure of flammable or combustible liquid piping systems at the loading
and unloading facilities, which could lead to the escape of liquid, which could lead to the accumula-
tion and subsequent ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Intent 2. To limit the probability that a train derailmentwill lead to impact with or damage to the flammable
or combustible liquid piping systems at the loading and unloading facilities, which could lead to the
failure of the piping systems, which could lead to the escape of liquid, which could lead to the accu-
mulation and subsequent ignition of vapour from a nearby ignition source, which could lead to harm
to persons.

Intent 3. To limit the probability that a fire involving railway cars will spread to the flammable or com-
bustible liquid piping systems at the loading and unloading facilities, which could lead to harm to
persons nearby.

Intent 4. To limit the probability that a fire involving the flammable or combustible liquid piping systems
at the loading and unloading facilities will spread to the railway cars, which could lead to harm to
persons nearby.

Objective
OP3

Attributions
[F03-OP3.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that a fire involving the flammable or combustible liquid piping systems

at the loading and unloading facilities will spread to the railway cars, which could lead to damage to
the building or facility.

Objective
OH5

Attributions
[F21, F22, F81-OH5]

Intent(s)
Intent 1. To limit the probability that normal train operations will lead to excessive vibrations or ground

settling, which could lead to the failure of flammable or combustible liquid piping systems at the load-
ing and unloading facilities, which could lead to the escape of liquid, which could lead to harm to the
public.

Intent 2. To limit the probability that a train derailmentwill lead to impact with or damage to the flammable
or combustible liquid piping systems at the loading and unloading facilities, which could lead to the
failure of the piping systems, which could lead to the escape of liquid, which could lead to harm to
the public.

Provision: 4.7.4.1.(3)

Intent(s)
Intent 1. To define loading and unloading facilities referred to in Subsection 4.7.4.
Intent 2. To state the application of Subsection 4.7.4.

Provision: 4.7.4.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that Class II or IIIA liquids will become contaminated with [more volatile]

Class I liquids, which could lead to the accumulation of vapour in sufficient quantity to form an ig-
nitable mixture, which could lead to the ignition of the vapour from a nearby ignition source, which
could lead to harm to persons.

Provision: 4.7.4.3.(1)

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will backflow during transfer operations, which could lead to

the escape of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will backflow during transfer operations, which could lead to

the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Provision: 4.7.4.3.(2)

Objective
OS1

Attributions
[F43, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will leak or spill during transfer operations, which could lead

to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43, F82-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will leak or spill during transfer operations, which could lead

to harm to the public.

Provision: 4.7.4.4.(1)

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will leak or spill during or between transfer operations, which

could lead to harm to the public.

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that liquid will leak or spill during or between transfer operations, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Provision: 4.7.4.4.(2)

Objective
OS1

Attributions
[F43, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that an inadequate control of dispensing operations will lead to an un-

wanted escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Intent 2. To limit the probability that overfilling of tank vehicles or tank cars will lead to the unwanted
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to harm to persons.

Objective
OH5

Attributions
[F43, F81-OH5]

Intent(s)
Intent 1. To limit the probability that an inadequate control of dispensing operations will lead to an un-

wanted escape of liquid, which could lead to harm to the public.
Intent 2. To limit the probability that overfilling of tank vehicles or tank cars will lead to the unwanted

escape of liquid, which could lead to harm to the public.

Provision: 4.7.4.5.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of nearby vapour, which could lead to harm to persons.

Provision: 4.7.4.5.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition
of nearby vapour, which could lead to harm to persons.

Intent 2. To limit the probability that a distant lighting strike will travel through the rails, which could lead
to the creation of a source of ignition, which could lead to the ignition of nearby vapour, which could
lead to harm to persons.

Provision: 4.7.4.5.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of nearby vapour, which could lead to harm to persons.
Intent 2. To direct Code users to Subsection 4.1.4. for requirements regarding electrical equipment.

Provision: 4.7.4.5.(4)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of nearby vapour, which could lead to harm to persons.

Provision: 4.7.4.5.(5)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of nearby vapour, which could lead to harm to persons.

Provision: 4.7.4.6.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the free-fall or splashing of liquid as it enters the tank will lead to the
buildup of static electric charges, which could lead to the ignition of vapour, which could lead to harm
to persons.

Provision: 4.7.5.1.(1)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing the fire, which could lead to the spread of fire, which
could lead to harm to persons.

Intent 2. To supersede the general provisions stated in Article 2.1.5.1. regarding the number and rating of
portable extinguishers.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing the fire, which could lead to the spread of fire, which
could lead to damage to the building or facility.

Intent 2. To supersede the general provisions stated in Article 2.1.5.1. regarding the number and rating of
portable extinguishers.

Provision: 4.7.6.1.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.6.

Provision: 4.8.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.8.

Provision: 4.8.2.1.(1)

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that a fire or explosion involving the pier or wharf operations will lead to
damage to adjacent buildings or facilities.

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion involving the pier or wharf operations will lead to

harm to persons in vehicles or rail cars using nearby bridges or tunnels.

Provision: 4.8.2.1.(2)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion involving the pier or wharf operations will lead to

harm to persons in vehicles or rail cars using nearby bridges or tunnels.

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)
Intent 1. To limit the probability that a fire or explosion involving the pier or wharf operations will lead to

damage to adjacent buildings or facilities.

Provision: 4.8.2.2.(1)

Objective
OH5

Attributions
[F20, F04, F80-OH5]

Intent(s)
Intent 1. To limit the probability that the substructure or deck will fail under normal or fire conditions,

which could lead to failure of flammable-liquid and combustible-liquid installations, which could lead
to the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F20, F04, F80-OS1.1]

Intent(s)

503

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Intent 1. To limit the probability that the substructure or deck will fail under normal or fire conditions,
which could lead to failure of flammable-liquid and combustible-liquid installations, which could lead
to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OP1

Attributions
[F20, F04, F80-OP1.1]

Intent(s)

Intent 1. To limit the probability that the substructure or deck will fail under normal or fire conditions,
which could lead to failure of flammable-liquid and combustible-liquid installations, which could lead
to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Provision: 4.8.3.1.(1)

Objective
OS1

Attributions
[F04, F20-OS1.1]Applies to portion of Code text: “Except as permitted in Sentences (2) and (3), storage tanks
shall be installed on shore …”

Intent(s)

Intent 1. To limit the probability that the substructure or deck will fail under normal or fire conditions,
which could lead to failure of the storage tank or associated piping, which could lead to the escape of
liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead to
harm to persons.

Objective
OH5

Attributions
[F04, F20-OH5] Applies to portion of Code text: “Except as permitted in Sentences (2) and (3), storage tanks
shall be installed on shore …”

Intent(s)

Intent 1. To limit the probability that the substructure or deck will fail under normal or fire conditions,
which could lead to failure of the storage tank or associated piping, which could lead to the escape of
liquid, which could lead to harm to the public.

Intent(s)

Intent 1. To direct Code users to Subsections 4.3.2. to 4.3.7.
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Intent Statements: NFC 2020

Provision: 4.8.3.1.(2)

Objective
OS1

Attributions
[F04, F43, F20-OS1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.3.1.(1) and permit storage tanks to be located in

buildings on piers and wharves, if certain conditions are met [the piers or wharves are of solid-fill or
noncombustible construction, and the tank installation conforms to Subsections 4.3.13. to 4.3.15.].

This is to limit the probability that:
• the substructure or deck will fail under normal or fire conditions, which could lead to failure of

the storage tank or associated piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to harm to persons, and

• there will be an unwanted release of liquid and vapours from the storage tanks, which could lead
to the ignition of the vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F04, F20, F43-OH5]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.3.1.(1) and permit storage tanks to be located in

buildings on piers and wharves, if certain conditions are met [the piers or wharves are of solid-fill or
noncombustible construction, and the tank installation conforms to Subsections 4.3.13. to 4.3.15.].

This is to limit the probability that:
• the substructure or deck will fail under normal or fire conditions, which could lead to failure of

the storage tank or associated piping, which could lead to the escape of liquid, which could lead
to harm to the public, and

• there will be an unwanted release of liquid from the storage tanks, which could lead to harm to
the public.

Provision: 4.8.3.1.(3)

Objective
OS1

Attributions
[F20, F43, F04-OS1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.3.1.(1) and permit storage tanks to be buried in

piers and wharves, if certain conditions are met [the piers or wharves are of solid-fill and the tank
installation conforms to Subsections 4.3.8. to 4.3.12.

This is to limit the probability that:
• the substructure or deck will fail under normal or fire conditions, which could lead to failure of

the storage tank or associated piping, which could lead to the escape of liquid, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to harm to persons, and
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Intent Statements: NFC 2020

• there will be an unwanted release of liquid and vapours from the storage tanks, which could lead
to the ignition of the vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F20, F43, F04-OH5]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.3.1.(1) and permit storage tanks to be buried in

piers and wharves, if certain conditions are met [the piers or wharves are of solid-fill and the tank
installation conforms to Subsections 4.3.8. to 4.3.12.

This is to limit the probability that:
• the substructure or deck will fail under normal or fire conditions, which could lead to failure of

the storage tank or associated piping, which could lead to the escape of liquid, which could lead
to harm to the public, and

• there will be an unwanted release of liquid from the storage tanks, which could lead to harm to
the public.

Provision: 4.8.4.1.(1)

Intent(s)
Intent 1. To expand the application of Section 4.5. [specifically those provisions in Section 4.5. that relate

to the “method of installation and materials”].

Provision: 4.8.4.2.(1)

Objective
OS1

Attributions
[F20, F22-OS1.1]

Intent(s)
Intent 1. To limit the probability that piping and connected equipment will be subject to excessive vibration

or strain, which could lead to the development of cracks or breakage, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons.

Objective
OH5

Attributions
[F20, F22-OH5]

Intent(s)
Intent 1. To limit the probability that piping and connected equipment will be subject to excessive vibration

or strain, which could lead to the development of cracks or breakage, which could lead to the escape
of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F20, F22-OP1.1]

Intent(s)

Intent 1. To limit the probability that piping and connected equipment will be subject to excessive vibration
or strain, which could lead to the development of cracks or breakage, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Provision: 4.8.4.2.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)

Intent 1. To limit the probability that piping supports will contribute to a fire, which could lead to failure
of the piping from fire exposure, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)

Intent 1. To limit the probability that piping supports will contribute to a fire, which could lead to failure of
the piping from fire exposure, which could lead to the escape of liquid, which could lead to the ignition
of vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F02-OH5]

Intent(s)

Intent 1. To limit the probability that piping supports will contribute to a fire, which could lead to failure
of the piping from fire exposure, which could lead to the escape of liquid, which could lead to harm
to the public.
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Intent Statements: NFC 2020

Provision: 4.8.4.2.(3)

Objective
OS1

Attributions
[F04-OS1.2]

Intent(s)
Intent 1. To limit the probability that piping supports will prematurely fail in a fire situation, which could

lead to the escape of liquid, which could lead to the ignition of vapour and spread of fire, which could
lead to harm to persons.

Objective
OH5

Attributions
[F04-OH5]

Intent(s)
Intent 1. To limit the probability that piping supports will prematurely fail in a fire, which could lead to the

escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F04-OP1.2]

Intent(s)
Intent 1. To limit the probability that piping supports will prematurely fail in a fire, which could lead to

the escape of liquid, which could lead to the ignition of vapour, which could lead to the spread of fire,
which could lead to damage to the building or facility.

Provision: 4.8.4.3.(1)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the piping will be physically damaged, which could lead to the escape

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the piping will be physically damaged, which could lead to the escape
of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that the piping will be physically damaged, which could lead to the escape

of liquid, which could lead to harm to the public.

Provision: 4.8.4.4.(1)

Objective
OS1

Attributions
[F21-OS1.1]

Intent(s)
Intent 1. To limit the probability that movement of the pier or wharf will lead to excessive strain on the

piping [including joints and connections], which could lead to failure of the piping, which could lead
to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OP1

Attributions
[F21-OP1.1]

Intent(s)
Intent 1. To limit the probability that movement of the pier or wharf will lead to excessive strain on the

piping [including joints and connections], which could lead to failure of the piping, which could lead
to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Objective
OH5

Attributions
[F21-OH5]

Intent(s)
Intent 1. To limit the probability that movement of the pier or wharf will lead to excessive strain on the

piping [including joints and connections], which could lead to failure of the piping, which could lead
to the escape of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Provision: 4.8.4.5.(1)

Objective
OS1

Attributions
[F12, F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to harm to persons.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F12, F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12, F44-OH5]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a

liquid spill incident], which could lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.8.4.6.(1)

Objective
OS1

Attributions
[F12-OS1.2, OS1.1] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to harm to persons.
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Intent Statements: NFC 2020

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.

Intent 3. To limit the probability that inadequate inspection and maintenance will lead to the unwanted
escape of liquid, which could lead to the spread of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.1, OP1.2] [F82-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Intent 3. To limit the probability that inadequate inspection and maintenance will lead to the unwanted
escape of liquid, which could lead to the spread of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12, F82-OH5]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a

liquid spill incident], which could lead to the spread of liquid, which could lead to harm to the public.
Intent 2. To limit the probability that inadequate inspection and maintenance will lead to the unwanted

escape of liquid, which could lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.8.4.6.(2)

Objective
OS1

Attributions
[F12-OS1.1, OS1.2] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to harm to persons.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Intent 3. To limit the probability that inadequate inspection and maintenance will lead to the unwanted
escape of liquid, which could lead to the spread of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.1, OP1.2] [F82-OP1.1]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a fire

involving the liquid], which could lead to the escape of liquid not being minimized, which could lead
to the spread of fire, which could lead to damage to the building or facility.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a
liquid spill incident], which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Intent 3. To limit the probability that inadequate inspection and maintenance will lead to the unwanted
escape of liquid, which could lead to the spread of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12, F82-OH5]

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in an emergency situation [a

liquid spill incident], which could lead to the spread of liquid, which could lead to harm to the public.
Intent 2. To limit the probability that inadequate inspection and maintenance will lead to the unwanted

escape of liquid, which could lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.8.4.7.(1)

Objective
OS1

Attributions
[F81-OS1.1] [F12-OS1.2, OS1.1]

Intent(s)
Intent 1. To limit the probability that incompatible liquids will be mixed during normal operations, which

could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability of delays or inefficiencies in carrying out emergency response operations

in a fire, which could lead to the escape of liquid not being minimized, which could lead to the spread
of fire, which could lead to harm to persons.

Intent 3. To limit the probability of delays or inefficiencies in carrying out emergency response operations
in a liquid spill incident, which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F81-OP1.1] [F12-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that incompatible liquids will be mixed during normal operations, which

could lead to a fire or explosion, which could lead to damage to the building or facility.
Intent 2. To limit the probability of delays or inefficiencies in carrying out emergency response operations

in a fire, which could lead to the escape of liquid not being minimized, which could lead to the spread
of fire, which could lead to damage to the building or facility.

Intent 3. To limit the probability of delays or inefficiencies in carrying out emergency response operations
in a liquid spill incident, which could lead to the spread of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F12-OH5]

Intent(s)
Intent 1. To limit the probability of delays or inefficiencies in carrying out emergency response operations

in a liquid spill incident, which could lead to the spread of liquid, which could lead to harm to the
public.

Provision: 4.8.4.8.(1)

Intent(s)
Intent 1. To direct Code users to Section 4.4.

Provision: 4.8.4.8.(2)

Intent(s)
Intent 1. To expand the application of Article 4.4.1.1.

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that leaks in underground piping systems will not be identified and cor-

rected, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that leaks in underground piping systems will not be identified and cor-

rected, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that leaks in underground piping systems will not be identified and cor-

rected, which could lead to the spread of liquid, which could lead to harm to the public.

Provision: 4.8.5.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of nearby vapour, which could lead to harm to persons.
Intent 2. To limit the probability that a distant lighting strike will travel through the rails, which could lead

to a source of ignition, which could lead to the ignition of nearby vapour, which could lead to harm
to persons.

Provision: 4.8.5.1.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that stray currents originating from shoreside installations will travel

through the rails, which could lead to buildup of static electric charges, which could lead to the
ignition of nearby vapour, which could lead to harm to persons.

Provision: 4.8.6.1.(1)

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To override general provisions for the location and rating of portable extinguishers in Arti-
cle 2.1.5.1. and Sentence 6.2.1.1.(1).

Objective
OS1

Attributions
[F12, F02-OS1.2] Applies to the requirement for portable extinguishers with a rated capacity.

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed, or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to harm to persons.

Objective
OP1

Attributions
[F12, F02-OP1.2] Applies to the requirement for portable extinguishers with a rated capacity.

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed, or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to damage to the building or facility.

Provision: 4.8.6.1.(2)

Objective
OS1

Attributions
[F12-OS1.2] Applies to the placement and accessibility of portable extinguishers.

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed, which could lead to the spread of fire, which could lead to harm to persons.

Objective
OS1

Attributions
[F34-OS1.2] Applies to the placement of portable extinguishers so they are not accessible to the public.

Intent(s)
Intent 1. To limit the probability that portable extinguishers will be stolen or tampered with, which could

lead to fire suppression operations [using portable extinguishers] being delayed, or ineffective in con-
trolling or suppressing a fire, which could lead to the spread of fire, which could lead to harm to
persons.

Objective
OP1

Attributions
[F12-OP1.2] Applies to the placement and accessibility of portable extinguishers.

515

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Intent(s)

Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-
layed, which could lead to the spread of fire, which could lead to damage to the building or facility.

Objective
OP1

Attributions
[F34-OP1.2] Applies to the placement of portable extinguishers so they are not accessible to the public.

Intent(s)

Intent 1. To limit the probability that portable extinguishers will be stolen or tampered with, which could
lead to fire suppression operations [using portable extinguishers] being delayed, or ineffective in con-
trolling or suppressing a fire, which could lead to the spread of fire, which could lead to damage to
the building or facility.

Provision: 4.8.6.1.(3)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)

Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-
layed, or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to harm to persons.

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)

Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-
layed, or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which
could lead to damage to the building or facility.

Provision: 4.8.6.1.(4)

Intent(s)

Intent 1. To clarify that portable extinguishers on board the vessels shall not be counted in determining the
extinguishers required in Sentence 4.8.6.1.(3).
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Intent Statements: NFC 2020

Provision: 4.8.6.2.(1)

Objective
OS1

Attributions
[F12, F13-OS1.2]

Intent(s)
Intent 1. To limit the probability that delays will occur in notifying emergency responders of a fire, which

could lead to delays in fire suppression operations, which could lead to the spread of fire, which could
lead to harm to persons.

Objective
OP1

Attributions
[F12, F13-OP1.2]

Intent(s)
Intent 1. To limit the probability that delays will occur in notifying emergency responders of a fire, which

could lead to delays in fire suppression operations, which could lead to the spread of fire, which could
lead to damage to the building or facility.

Provision: 4.8.7.1.(1)

Objective
OS1

Attributions
[F01, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that other operations will create a fire or mechanical damage hazard to

the liquid bulk transfer operations, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that other operations will create a fire or mechanical damage hazard to

the liquid bulk transfer operations, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F01, F81-OH5]

Intent(s)

517

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Intent 1. To limit the probability that other operations will create a fire or mechanical damage hazard to the
liquid bulk transfer operations, which could lead to the escape of liquid, which could lead to harm to
the public.

Provision: 4.8.7.1.(2)

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.7.1.(1) in order to permit bulk transfer operations

on general purpose piers and wharves if certain measures are taken [guards or fences are installed
around valves or pumping equipment to prevent entry of unauthorized personnel].

This is to limit the probability that unauthorized persons will gain access to the valves and pumping equip-
ment, which could lead to the unwanted escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to a fire or explosion, which could lead to harm to
persons.

Objective
OP1

Attributions
[F34-OP1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.7.1.(1) in order to permit bulk transfer operations

on general purpose piers and wharves if certain measures are taken [guards or fences are installed
around valves or pumping equipment to prevent entry of unauthorized personnel].

This is to limit the probability that unauthorized persons will gain access to the valves and pumping equip-
ment, which could lead to the unwanted escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to a fire or explosion, which could lead to damage to
the building or facility.

Objective
OH5

Attributions
[F34-OH5]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.7.1.(1) in order to permit bulk transfer operations

on general purpose piers and wharves if certain measures are taken [guards or fences are installed
around valves or pumping equipment to prevent entry of unauthorized personnel].

This is to limit the probability that unauthorized persons will gain access to the valves and pumping equip-
ment, which could lead to the unwanted escape of liquid, which could lead to harm to the public.

Provision: 4.8.7.2.(1)

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To direct Code users to Subsection 4.1.6.

Provision: 4.8.7.2.(2)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the escape of liquid, which could lead to the ignition of vapour from a

nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability of the escape of liquid, which could lead to harm to the public.

Provision: 4.8.7.3.(1)

Objective
OS1

Attributions
[F22, F43-OS1.1] Applies to portion of Code text: “Except as provided in Sentence (2), hose connections on
piping shall be of the bolted flange type …”

Intent(s)
Intent 1. To limit the probability that hose connections will loosen from normal operations, which could

lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Objective
OP1

Attributions
[F22, F43-OP1.1] Applies to portion of Code text: “Except as provided in Sentence (2), hose connections on
piping shall be of the bolted flange type …”

Intent(s)
Intent 1. To limit the probability that hose connections will loosen from normal operations, which could

lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Objective
OP1

Attributions
[F44-OP1.1, OP1.2] Applies to the requirement for shut-off valves.
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in a fire, which could lead to

the escape of liquid not being minimized, which could lead to the spread of fire, which could lead to
damage to the building or facility.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in a liquid spill situation, which
could lead to the spread of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F44-OH5] Applies to the requirement for shut-off valves.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in a liquid spill situation, which

could lead to the spread of liquid, which could lead to harm to the public.

Objective
OH5

Attributions
[F22, F43-OH5] Applies to portion of Code text: “Except as provided in Sentence (2), hose connections on
piping shall be of the bolted flange type …”

Intent(s)
Intent 1. To limit the probability that hose connections will loosen from normal operations, which could

lead to the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
[F44-OS1.1, OS1.2] Applies to the requirement for shut-off valves.

Intent(s)
Intent 1. To limit the probability of delays in shutting off the flow of liquid in a fire, which could lead to

the escape of liquid not being minimized, which could lead to the spread of fire, which could lead to
harm to persons.

Intent 2. To limit the probability of delays in shutting off the flow of liquid in a liquid spill situation, which
could lead to the spread of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Provision: 4.8.7.3.(2)

Objective
OS1

Attributions
[F22, F43-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To supersede the requirements of Sentence 4.8.7.3.(1) for bolted flange type connections and per-
mit cam-locking connections up to a certain size.

This [use of cam-locking connections] is to limit the probability that hose connections will loosen from nor-
mal operations, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F22, F43-OP1.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.7.3.(1) for bolted flange type connections and per-

mit cam-locking connections up to a certain size.
This [use of cam-locking connections] is to limit the probability that hose connections will loosen from nor-

mal operations, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F22, F43-OH5]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.7.3.(1) for bolted flange type connections and per-

mit cam-locking connections up to a certain size.
This [use of cam-locking connections] is to limit the probability that hose connections will loosen from nor-

mal operations, which could lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.8.7.3.(3)

Objective
OH5

Attributions
[F81-OH5]

Intent(s)
Intent 1. To limit the probability that marine vessels will impact and physically damage hose connections,

which could lead to the escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that marine vessels will impact and physically damage hose connections,

which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)

Intent 1. To limit the probability that marine vessels will impact and physically damage hose connections,
which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Provision: 4.8.8.1.(1)

Objective
OS1

Attributions
[F81, F20, F22-OS1.1]

Intent(s)

Intent 1. To limit the probability that working pressure, incompatibility of materials, movement, impact
or vibrations will lead to the failure of the piping or hose, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OP1

Attributions
[F81, F20, F22-OP1.1]

Intent(s)

Intent 1. To limit the probability that working pressure, incompatibility of materials, movement, impact or
vibrations will lead to the failure of the piping or hose, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Objective
OH5

Attributions
[F81, F20, F22-OH5]

Intent(s)

Intent 1. To limit the probability that working pressure, incompatibility of materials, movement, impact or
vibrations will lead to the failure of the piping or hose, which could lead to the escape of liquid, which
could lead to harm to the public.
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Intent Statements: NFC 2020

Provision: 4.8.8.2.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that the piping or hose will fail from normal use and operations, which

could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to harm to persons.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that the piping or hose will fail from normal use and operations, which

could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition
source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
Intent 1. To limit the probability that the piping or hose will fail from normal use and operations, which

could lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.8.8.3.(1)

Objective
OS1

Attributions
[F20, F22-OS1.1]

Intent(s)
Intent 1. To limit the probability that cargo hose and connected equipment will be subjected to excessive

vibration or strain, which could lead to the development of cracks or breakage, which could lead to
the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OP1

Attributions
[F20, F22-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that the cargo hose and connected equipment will be subjected to excessive
vibration or strain, which could lead to the development of cracks or breakage, which could lead to
the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Objective
OH5

Attributions
[F20, F22-OH5]

Intent(s)
Intent 1. To limit the probability that the cargo hose and connected equipment will be subjected to excessive

vibration or strain, which could lead to the development of cracks or breakage, which could lead to
the escape of liquid, which could lead to harm to the public.

Provision: 4.8.9.1.(1)

Objective
OS1

Attributions
[F20, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the cargo hose and connected equipment will be subjected to exces-

sive pressures, which could lead to the failure of the hose, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OP1

Attributions
[F20, F81-OP1.1]

Intent(s)
Intent 1. To limit the probability that the cargo hose and connected equipment will be subjected to excessive

pressures, which could lead to the failure of the hose, which could lead to the escape of liquid, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Objective
OH5

Attributions
[F20, F81-OH5]

Intent(s)
Intent 1. To limit the probability that the cargo hose and connected equipment will be subjected to excessive

pressures, which could lead to the failure of the hose, which could lead to the escape of liquid, which
could lead to harm to the public.
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Intent Statements: NFC 2020

Provision: 4.8.9.2.(1)

Objective
OS1

Attributions
4.8.9.2.(1)(b) [F01, F03-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the cargo pump will spread to adjacent buildings or

structures, which could lead to harm to persons in the adjacent building or facility.
Intent 2. To limit the probability that leakage from the pump operations will spread liquid to an adjacent

property, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons in the adjacent building or facility.

Intent 3. To limit the probability that an ignition source from an adjacent property will ignite vapour from
the pump, which could lead to harm to persons in the building.

Objective
OP1

Attributions
4.8.9.2.(1)(a) [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the cargo pump will spread to other parts of the pier

or wharf, which could lead to damage to the building or facility.

Objective
OS1

Attributions
4.8.9.2.(1)(a) [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the cargo pump will spread to other parts of the pier

or wharf, which could lead to harm to persons.

Objective
OP3

Attributions
4.8.9.2.(1)(b) [F03, F01-OP3.1]

Intent(s)
Intent 1. To limit the probability that a fire involving the cargo pump will spread to adjacent buildings or

structures, which could lead to damage to adjacent buildings or facilities.
Intent 2. To limit the probability that leakage from the pump operationswill spread liquid to adjacent build-

ings or facilities, which could lead to the ignition of vapour from a nearby ignition source, which could
lead to damage to adjacent buildings or facilities.

Intent 3. To limit the probability that an ignition source from adjacent buildings or facilities will ignite
vapour from the pump, which could lead to a fire or explosion, which could lead to damage to adja-
cent buildings or facilities.
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Intent Statements: NFC 2020

Provision: 4.8.9.2.(2)

Objective
OS1

Attributions
[F44, F02, F03, F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.9.2.(1) and permit the installation of cargo pumps

on piers or wharves of combustible construction if certain measures are taken [pumps are located in
pump houses conforming to Subsection 4.8.10., and located not less than 3 m from other buildings].

This is to limit the probability that:
• liquid spillage or leakage will not be contained, which could lead to the spread of liquid outside

of the pump house, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons,

• a fire involving the pump and immediate area will spread to involve the pump house, which
could lead to the spread of fire to other parts of the pier or wharf, which could lead to harm to
persons,

• a fire involving the pump house will spread to adjacent buildings or structures, which could lead
to harm to persons in the adjacent building or facility,

• leakage or spillage from the pump operations will spread liquid to an adjacent property, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons in the adjacent building or facility, and

• an ignition source in an adjacent property will ignite vapour from the pump, which could lead
to harm to persons in the building.

Objective
OP3

Attributions
[F44, F02, F03-OP3.1]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.8.9.2.(1) and permit the installation of cargo pumps

on piers or wharves of combustible construction if certain measures are taken [pumps are located in
pump houses conforming to Subsection 4.8.10., and located not less than 3 m from other buildings].

This is to limit the probability that:
• liquid spillage or leakage will not be contained, which could lead to the spread of liquid outside

of the pump house and to adjacent buildings and facilities, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to adjacent buildings and
facilities,

• a fire involving the pump house will spread to adjacent buildings and facilities, which could lead
to damage to adjacent buildings and facilities, and

• leakage or spillage from the pump operations will spread liquid to adjacent buildings and facil-
ities, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to adjacent buildings and facilities.

Attributions
4.8.9.2.(2)(a)

526

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Intent(s)
Intent 1. To direct Code users to Subsection 4.8.10.

Provision: 4.8.10.1.(1)

Objective
OS1

Attributions
[F02-OS1.2] Applies to portion of Code text: “Pump houses shall be of noncombustible construction…”

Intent(s)
Intent 1. To limit the probability that a fire in the pump house will spread to other parts of the pier or wharf,

which could lead to harm to persons.

Objective
OP3

Attributions
[F02-OP3.1] Applies to portion of Code text: “Pump houses shall be of noncombustible construction…”

Intent(s)
Intent 1. To limit the probability that a fire in the pump house will spread to other parts of the pier or wharf,

which could lead to damage to adjacent buildings and facilities.

Objective
OP3

Attributions
[F44-OP3.1] Applies to the construction of the floors.

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will not be contained, which could lead to

the spread of liquid outside of the pump house and to adjacent buildings and facilities, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to damage to adjacent
buildings and facilities.

Objective
OH5

Attributions
[F44-OH5] Applies to the construction of the floors.

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will not be contained, which could lead to

the spread of liquid outside of the pump house, which could lead to harm to the public.

Objective
OS1

Attributions
[F44-OS1.1] Applies to the construction of the floors.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that liquid spillage or leakage will not be contained, which could lead to
the spread of liquid outside of the pump house, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Provision: 4.8.11.1.(1)

Objective
OS1

Attributions
[F44, F12, F43, F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of fire, which could lead to harm to persons.

Intent 3. To limit the probability that liquid spillage or leakage will occur during transfer operations, which
could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Intent 4. To limit the probability that ignition sources will not be controlled, which could lead to the ignition
of vapour, which could lead to harm to persons.

Objective
OH5

Attributions
[F44, F43, F12-OH5]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to harm to the public.
Intent 2. To limit the probability that liquid spillage or leakage will occur during transfer operations, which

could lead to harm to the public.

Objective
OP1

Attributions
[F44, F12-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of fire, which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Provision: 4.8.11.1.(2)

Objective
OS1

Attributions
[F43, F44, F12-OS1.1]

Intent(s)

Intent 1. To limit the probability of spillage or leakage of liquid during transfer operations, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that, in the event of an unwanted release, the escape of liquid will not be
minimized, which could lead to the spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to harm to persons.

Intent 3. To limit the probability that, in the event of spillage of liquid, proper actions will not be taken,
which could lead to the spread of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F43, F44, F12-OP1.1]

Intent(s)

Intent 1. To limit the probability of spillage or leakage of liquid during transfer operations, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the build-
ing or facility.

Intent 2. To limit the probability that, in the event of an unwanted release, the escape of liquid will not be
minimized, which could lead to the spread of liquid, which could lead to the ignition of vapour from
a nearby ignition source, which could lead to damage to the building or facility.

Intent 3. To limit the probability that, in the event of spillage of liquid, proper actions will not be taken,
which could lead to the spread of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F43, F44, F12-OH5]

Intent(s)

Intent 1. To limit the probability of spillage or leakage of liquid during transfer operations, which could
lead to harm to the public.

Intent 2. To limit the probability that, in the event of an unwanted release, the escape of liquid will not be
minimized, which could lead to the spread of liquid, which could lead to harm to the public.

Intent 3. To limit the probability that, in the event of spillage of liquid, proper actions will not be taken,
which could lead to the spread of liquid, which could lead to harm to the public.
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Intent Statements: NFC 2020

Provision: 4.8.11.1.(3)

Objective
OH5

Attributions
4.8.11.1.(3)(c) [F44-OH5] Applies to portion of Code text: “… if leakage occurs, stop the operations.”

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will not be minimized, which could lead to

the spread of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
4.8.11.1.(3)(a) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that ignition sources will not be controlled, which could lead to the ignition

of vapour, which could lead to harm to persons.

Objective
OS1

Attributions
4.8.11.1.(3)(b) [F43-OS1.1]
4.8.11.1.(3)(c) [F43-OS1.1] Applies to portion of Code text: “… inspect the hose and connections for leakage
…”

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will occur during transfer operations, which

could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Objective
OH5

Attributions
4.8.11.1.(3)(b) [F43-OH5]
4.8.11.1.(3)(c) [F43-OH5] Applies to portion of Code text: “… inspect the hose and connections for leakage
…”

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will occur during transfer operations, which

could lead to harm to the public.

Objective
OS1

Attributions
4.8.11.1.(3)(c) [F44-OS1.1] Applies to portion of Code text: “… if leakage occurs, stop the operations.”

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that liquid spillage or leakage will not be minimized, which could lead to
the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OP1

Attributions
4.8.11.1.(3)(c) [F44-OP1.1] Applies to portion of Code text: “… if leakage occurs, stop the operations.”

Intent(s)
Intent 1. To limit the probability that liquid spillage or leakage will not be minimized, which could lead to

the spread of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Provision: 4.8.11.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static charges will build up, which could lead to the ignition of vapour,

which could lead to harm to persons.
Intent 2. To waive the requirement for bonding connections when this could lead to an ignition hazard

caused by stray currents associated with cathodic corrosion protection systems on the shore, pier or
wharf, which could lead to the ignition of vapour, which could lead to harm to persons.

Provision: 4.8.11.2.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static charges will build up, which could lead to the ignition of vapour,

which could lead to harm to persons.

Provision: 4.8.11.3.(1)

Objective
OS1

Attributions
[F21-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that movement of the vessel will lead to the failure of the hose, which could
lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Objective
OP1

Attributions
[F21-OP1.1]

Intent(s)
Intent 1. To limit the probability that movement of the vessel will lead to the failure of the hose, which could

lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F21-OH5]

Intent(s)
Intent 1. To limit the probability that movement of the vessel will lead to the failure of the hose, which could

lead to the escape of liquid, which could lead to harm to the public.

Provision: 4.8.11.3.(2)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that joints and couplings will leak, which could lead to the escape of liquid,

which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that joints and couplings will leak, which could lead to the escape of liquid,

which could lead to harm to the public.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that joints and couplings will leak, which could lead to the escape of liquid,
which could lead to the ignition of vapour from a nearby ignition source, which could lead to damage
to the building or facility.

Provision: 4.8.11.3.(3)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that flanged joints will leak, which could lead to the escape of liquid, which

could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to per-
sons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that flanged joints will leak, which could lead to the escape of liquid, which

could lead to harm to the public.

Objective
OP1

Attributions
[F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that flanged joints will leak, which could lead to the escape of liquid, which

could lead to the ignition of vapour from a nearby ignition source, which could lead to damage to the
building or facility.

Provision: 4.8.11.3.(4)

Objective
OS1

Attributions
[F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid leakage will not be contained, which could lead to the spread

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to harm to persons.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that liquid leakage will not be contained, which could lead to the spread

of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F44-OP1.1]

Intent(s)
Intent 1. To limit the probability that liquid leakage will not be contained, which could lead to the spread

of liquid, which could lead to the ignition of vapour from a nearby ignition source, which could lead
to damage to the building or facility.

Provision: 4.8.11.4.(1)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the escape or spill of liquid, which could lead to the ignition of vapour

from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability of the escape or spill of liquid, which could lead to harm to the public.

Provision: 4.8.11.4.(2)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the escape or spill of liquid, which could lead to the ignition of vapour

from a nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability of the escape or spill of liquid, which could lead to harm to the public.

Provision: 4.9.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.9.

Provision: 4.9.1.1.(2)

Intent(s)
Intent 1. To exempt distilleries [which are required to conform to Section 4.10.] from the application of

Section 4.9.

Provision: 4.9.2.1.(1)

Intent(s)
Intent 1. To direct Code users to Sentences 4.9.2.1.(2) to (4).

Provision: 4.9.2.1.(2)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving the outdoor processing equipment will lead to harm

to persons in outdoor areas or adjacent buildings.

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)
Intent 1. To limit the probability that a fire involving the outdoor processing equipment will spread to ad-

jacent buildings or facilities, which could lead to damage to adjacent buildings or facilities.
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Intent Statements: NFC 2020

Provision: 4.9.2.1.(3)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)

Intent 1. To limit the probability that a fire involving the outdoor processing equipment will lead to harm
to persons in outdoor areas or adjacent buildings.

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)

Intent 1. To limit the probability that a fire involving the outdoor processing equipment will spread to ad-
jacent buildings or facilities, which could lead to damage to adjacent buildings or facilities.

Provision: 4.9.2.1.(4)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)

Intent 1. To supersede the requirements of Sentences 4.9.2.1.(2) and (4) and allow unprotected equipment
if certain measures are taken [distances are increased].

This is to limit the probability that a fire involving the outdoor processing equipment will lead to harm to
persons in outdoor areas or adjacent buildings.

Objective
OP3

Attributions
[F03-OP3.1]

Intent(s)

Intent 1. To supersede the requirements of Sentences 4.9.2.1.(2) and (4) and allow unprotected equipment
if certain measures are taken [distances are increased].

This is to limit the probability that a fire involving the outdoor processing equipment will spread to adjacent
buildings or facilities, which could lead to damage to adjacent buildings or facilities.
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Intent Statements: NFC 2020

Provision: 4.9.3.1.(1)

Objective
OS1

Attributions
[F02-OS1.3]

Intent(s)
Intent 1. To limit the probability that an explosion in the room or building will lead to structural or me-

chanical damage to the room or the building, which could lead to harm to persons in other parts of
the building.

Objective
OP1

Attributions
[F02-OP1.3]

Intent(s)
Intent 1. To limit the probability that an explosion in the room or building will lead to structural or me-

chanical damage to the room or the building, which could lead to damage to the building or facility
due to fire or explosion.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that deflagration in a room will lead to critical structural and mechanical

damage to a building, which could lead to damage to an adjacent building or facility due to fire or
explosion.

Provision: 4.9.3.2.(1)

Intent(s)
Intent 1. To expand the application of theNBC to existing buildings in regard to the fire separations of areas

where unstable liquids are handled or where small scale unit chemical processes occur.

Provision: 4.9.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour will accumulate in low areas such as basements or pits in

sufficient quantity to form an ignitable mixture, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 4.9.3.4.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will accumulate in sufficient quantity to form an ignitable

mixture, which could lead to their ignition from a nearby ignition source, which could lead to a fire or
explosion, which could lead to harm to persons.

Provision: 4.9.4.1.(1)

Objective
OS1

Attributions
4.9.4.1.(1)(a) [F43, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of the escape of liquid or vapour, which could lead to the accumulation of

vapour in sufficient quantity to form an ignitable mixture, which could lead to their ignition from a
nearby ignition source, which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OH5

Attributions
4.9.4.1.(1)(b) [F44-OH5]

Intent(s)
Intent 1. To limit the probability that an accidental escape of liquid will not be minimized, which could lead

to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
4.9.4.1.(1)(b) [F44-OP1.1]

Intent(s)
Intent 1. To limit the probability that an accidental escape of liquid will not be minimized, which could lead

to the spread of liquid, which could lead to the accumulation of vapour in sufficient quantity to form
an ignitable mixture, which could lead to the ignition of the vapour from a nearby ignition source,
which could lead to a fire or explosion, which could lead to damage to the building or facility.

Objective
OH5

Attributions
4.9.4.1.(1)(a) [F43-OH5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability of the escape of liquid, which could lead to harm to the public.

Objective
OS1

Attributions
4.9.4.1.(1)(b) [F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that an accidental escape of liquid will not be minimized, which could lead

to the spread of liquid, which could lead to the accumulation of vapour in sufficient quantity to form
an ignitable mixture, which could lead to the ignition of the vapour from a nearby ignition source,
which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 4.9.4.2.(1)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.3]

Intent(s)
Intent 1. To exempt certain rooms and buildings from the application of Sentence 4.9.3.1.(1), which would

otherwise require explosion venting, if certain measures are taken.
This is to limit the probability that an explosion involving the processing equipment will:

• occur, which could lead to harm to nearby persons, and
• lead to damage to the equipment, which could lead to harm to nearby persons.

Objective
OS1

Attributions
4.9.4.2.(1)(a), 4.9.4.2.(1)(b) [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that an explosion involving the processing equipment will lead to damage

to the equipment, which could lead to harm to nearby persons.

Objective
OP1

Attributions
4.9.4.2.(1)(a), 4.9.4.2.(1)(b) [F02-OP1.3]

Intent(s)
Intent 1. To limit the probability that an explosion involving the processing equipment will lead to damage

to the equipment, which could lead to damage to the building or facility.

Objective
OP1

Attributions
[F02-OP1.3]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To exempt certain rooms and buildings from the application of Sentence 4.9.3.1.(1), which would

otherwise require explosion venting, if certain measures are taken.
This is to limit the probability that an explosion involving the processing equipment will lead to damage to

the equipment, which could lead to damage to the building or facility.

Objective
OS1

Attributions
4.9.4.2.(1)(c) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that an explosion involving the processing equipment will occur, which

could lead to harm to nearby persons.

Provision: 4.9.4.3.(1)

Intent(s)
Intent 1. To clarify which factors to consider when evaluating the risks of fire and explosion at a process

plant.

Provision: 4.9.4.3.(2)

Intent(s)
Intent 1. To prompt the identification of measures to minimize the risks determined in Sentence 4.9.4.3.(1).

Provision: 4.9.4.3.(3)

Objective
OS1

Attributions
[F03, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability of the spread of fire to other parts of the building or outdoor area, which

could lead to harm to persons.

Objective
OP1

Attributions
[F03, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability of the spread of fire to other parts of the building or outdoor area, which

could lead to damage to the building or facility.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To direct Code users to Part 2.

Provision: 4.9.4.4.(1)

Intent(s)
Intent 1. To direct Code users to Article 4.1.5.5. [which in turn refers to Section 2.8.].

Provision: 4.10.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.10.

Provision: 4.10.1.1.(2)

Intent(s)
Intent 1. To exclude flammable liquids or combustible liquids other than distilled beverage alcohols from

the application of Section 4.10. [and, as a result, to limit the application of Section 4.10. to distilled
beverage alcohols].

Intent 2. To direct Code users to other Sections of Part 4.

Provision: 4.10.1.1.(3)

Intent(s)
Intent 1. To clarify that the specific requirements in Section 4.10. are intended to take precedence over the

more general provisions of Part 4 [more specifically Sections 4.1. to 4.5.] in case of conflict.

Provision: 4.10.2.1.(1)

Intent(s)
Intent 1. To classify buildings or parts of buildings based on use and occupancy in order to determine ap-

plicable requirements in the Code.

Provision: 4.10.2.1.(2)

Intent(s)
Intent 1. To supersede Sentence 4.10.2.1.(1) in order to permit a less stringent occupancy classification for

what is expected to be a relatively lower fire hazard.

Provision: 4.10.3.1.(1)

Objective
OH5

Attributions
[F20, F80, F43-OH5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To exempt certain storage containers from the application of Sentence 4.3.1.2.(1), which would
otherwise require the containers to conform to certain standards, if certain conditions are met [the con-
tainers are designed, fabricated and tested for the anticipated maximum working pressure, operating
temperature, internal corrosion conditions and structural stresses to which they could be subjected],
on the basis that these conditions provide an equivalent level of safety.

This is to limit the probability that working pressure, operating temperature, internal corrosion conditions
or structural stresses will lead to failure of the storage containers, which could lead to the escape of
liquid from the containers, which could lead to harm to the public.

Objective
OS1

Attributions
[F20, F80, F43, F01-OS1.1]

Intent(s)
Intent 1. To exempt certain storage containers from the application of Sentence 4.3.1.2.(1), which would

otherwise require the containers to conform to certain standards, if certain conditions are met [the con-
tainers are designed, fabricated and tested for the anticipated maximum working pressure, operating
temperature, internal corrosion conditions and structural stresses to which they could be subjected],
on the basis that these conditions provide an equivalent level of safety.

This is to limit the probability that working pressure, operating temperature, internal corrosion conditions
or structural stresses will lead to failure of the storage containers, which could lead to:
• the escape of liquid from the containers, which could lead to the ignition of vapour from a nearby

ignition source, which could lead to harm to persons, and
• the release of vapour from the containers, which could lead to the ignition of the vapour from a

nearby ignition source, which could lead to harm to persons.

Provision: 4.10.3.2.(1)

Objective
OS1

Attributions
[F02, F04-OS1.2] Applies to the use of timber supports.

Intent(s)
Intent 1. To exempt timber supports from the application of Sentence 4.3.3.1.(1), which would otherwise

require the supports to be made of concrete, masonry or steel, on the basis that such supports provide
an equivalent level of safety.

This is to limit the probability that:
• the supports will contribute to a fire under the tank, which could lead to failure of the tank from

exposure to the fire, which could lead to the growth and spread of fire, which could lead to harm
to persons, and

• a fire will lead to the premature failure [collapse] of the supports, which could lead to the collapse
of the tank, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Intent(s)
Intent 1. To direct Code users to Subsection 4.3.3.
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Intent Statements: NFC 2020

Provision: 4.10.3.2.(2)

Objective
OS1

Attributions
[F02-OS1.2] Applies to supports having less than a 2 h fire-resistance rating being protected by an automatic
fire suppression system.

Intent(s)
Intent 1. To exempt supports having less than a 2 h fire-resistance rating from the application of

Sentence 4.3.3.1.(3), which would otherwise require a minimum 2 h fire-resistance rating, if certain
measures are taken [the supports are protected by an automatic fire suppression system].

This is to limit the probability that a fire will not be suppressed or controlled, which could lead to the spread
of the fire, which could lead to an exposure of the supports to the fire, which could lead to the prema-
ture failure [collapse] of the supports, which could lead to the collapse of the tank, which could lead to
the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Intent(s)
Intent 1. To direct Code users to Article 2.1.3.5., Sentence 6.4.1.1.(1) and Article 6.6.1.1.

Provision: 4.10.3.2.(3)

Objective
OS1

Attributions
[F02-OS1.2] Applies to the protection of the area underneath any storage tank that is greater than 1.2 m in
diameter.

Intent(s)
Intent 1. To limit the probability that a fire will not be suppressed or controlled, which could lead to the

spread of the fire, which could lead to an exposure of the supports to the fire, which could lead to the
premature failure [collapse] of the supports, which could lead to the collapse of the tank, which could
lead to the escape of liquid, which could lead to the ignition of vapour from a nearby ignition source,
which could lead to harm to persons.

Intent(s)
Intent 1. To direct Code users to Article 2.1.3.5., Sentence 6.4.1.1.(1) and Article 6.6.1.1.

Provision: 4.10.3.3.(1)

Objective
OS1

Attributions
[F81, F20, F04, F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To exempt vents from the application of Subsections 4.3.4. and 4.3.5., which would otherwise im-
pose certain vent requirements, if certain measures are taken [vents conform with good engineering
practice].

This is to limit the probability that:
• excessive internal tank vacuumor pressurewill develop in normal or fire conditions, which could

lead to the failure of the tank, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons, and

• vapour will accumulate inside or outside the building, which could lead to the ignition of the
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20, F04-OH5]

Intent(s)
Intent 1. To exempt vents from the application of Subsections 4.3.4. and 4.3.5., which would otherwise im-

pose certain vent requirements, if certain measures are taken [vents conform with good engineering
practice].

This is to limit the probability that excessive internal tank vacuum or pressure will develop in normal or fire
conditions, which could lead to the failure of the tank, which could lead to the escape of liquid, which
could lead to harm to the public.

Provision: 4.10.4.1.(1)

Intent(s)
Intent 1. To direct Code users to Article 2.1.3.1., which in turn references the NBC. This, in effect, expands

the application of the NBC [to existing buildings, where more than 25 000 L of distilled beverage alco-
hol are stored in storage tanks, drums or barrels inside such buildings].

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire will not be suppressed or controlled, which could lead to the

spread of the fire to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire will not be suppressed or controlled, which could lead to the

spread of the fire to other parts of the building, which could lead to damage to the building.
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Intent Statements: NFC 2020

Provision: 4.10.4.2.(1)

Intent(s)
Intent 1. To direct Code users to Part 3.

Provision: 4.10.5.1.(1)

Objective
OS1

Attributions
[F20, F80-OS1.1]

Intent(s)
Intent 1. To limit the probability that working pressures, operating temperatures, internal corrosion or

structural stresses will lead to the failure of the piping or pumping system, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to harm to persons.

Objective
OH5

Attributions
[F20, F80-OH5]

Intent(s)
Intent 1. To limit the probability that working pressures, operating temperatures, internal corrosion or

structural stresses will lead to the failure of the piping or pumping system, which could lead to the
escape of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F20, F80-OP1.1]

Intent(s)
Intent 1. To limit the probability that working pressures, operating temperatures, internal corrosion or

structural stresses will lead to the failure of the piping or pumping system, which could lead to the
escape of liquid, which could lead to the ignition of vapour from a nearby ignition source, which
could lead to damage to the building or facility.

Provision: 4.10.6.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To exempt distilleries from the application of Subsection 4.1.7. if certain measures are taken [areas

where alcohol vapours are released are provided with natural or mechanical ventilation].
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Intent Statements: NFC 2020

These measures are to limit the probability that vapours will accumulate in sufficient quantity to form an
ignitable mixture, which could lead to their ignition from a nearby ignition source, which could lead
to a fire or explosion, which could lead to harm to persons.

Provision: 4.10.7.1.(1)

Objective
OS1

Attributions
[F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that escaped liquids will create a fire or lead to the spread of a fire outside

the spill area, which could lead to harm to persons, including emergency responders, in other parts of
the building, adjacent buildings or adjacent outdoor areas.

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that escaped liquids will lead to harm to the public.

Provision: 4.10.8.1.(1)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To exempt portable extinguishers from the application of [and to supersede] Sentence 4.10.8.1.(1),

if certain measures are taken [hose stations installed at each exit and spaced so that the travel distance
to each station is not greater than 25 m].

This is to limit the probability that fire suppression operations using portable extinguishers will be delayed
or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire, which
could lead to harm to persons.

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To exempt portable extinguishers from the application of [and to supersede] Sentence 4.10.8.1.(1),

if certain measures are taken [hose stations installed at each exit and spaced so that the travel distance
to each station is not greater than 25 m].
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Intent Statements: NFC 2020

This is to limit the probability that fire suppression operations using portable extinguishers will be delayed
or ineffective in controlling or suppressing a fire, which could lead to the spread of fire, which could
lead to damage to the building or facility.

Provision: 4.10.8.1.(2)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.1.(1), which would otherwise require portable

extinguishers, and permit hose stations, if certain measures are taken [with respect to the location and
spacing of the hose stations].

This is to limit the probability that fire suppression operations using hose stations will be delayed or inef-
fective in controlling or suppressing a fire, which could lead to the spread of the fire, which could lead
to harm to persons.

Intent 2. To expand the application of Article 2.1.5.1.

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.1.(1), which would otherwise require portable

extinguishers, and permit hose stations, if certain measures are taken [with respect to the location and
spacing of the hose stations].

This is to limit the probability that fire suppression operations using hose stations will be delayed or inef-
fective in controlling or suppressing a fire, which could lead to the spread of the fire, which could lead
to damage to the building or facility.

Intent 2. To expand the application of Article 2.1.5.1.

Provision: 4.10.8.1.(3)

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.1.(1), if certain measures are taken [hose stations

installed at each exit and spaced so that the travel distance to each station is not greater than 25 m].
This is to limit the probability that fire suppression operations using portable extinguishers will be delayed

or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire, which
could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.1.(1), if certain measures are taken [hose stations

installed at each exit and spaced so that the travel distance to each station is not greater than 25 m].
This is to limit the probability that fire suppression operations using portable extinguishers will be delayed

or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire, which
could lead to damage to the building or facility.

Provision: 4.10.8.2.(1)

Intent(s)
Intent 1. To direct Code users to Article 2.1.3.1., which in turn references the NBC.

Objective
OS1

Attributions
[F12, F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using standpipe and hose systems will be

delayed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to harm to persons.

Objective
OP1

Attributions
[F12, F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using standpipe and hose systems will be

delayed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to damage to the building or facility.

Provision: 4.10.8.2.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.2.(1), which would otherwise require standpipe

and hose stations conforming to Article 2.1.3.1. [which references the NBC, which references certain
design and installation standards, which would require supply from risers], and permit small hose
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Intent Statements: NFC 2020

stations to be supplied from interior sprinkler piping, if certain measures are provided [the building
is sprinklered in conformance with Article 2.1.3.1.].

This is to limit the probability that fire suppression operations using small hose stations will be ineffective
in controlling or suppressing a fire, which could lead to the spread of the fire, which could lead to
harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To supersede the requirements of Sentence 4.10.8.2.(1), which would otherwise require standpipe

and hose stations conforming to Article 2.1.3.1. [which references the NBC, which references certain
design and installation standards, which would require supply from risers], and permit small hose
stations to be supplied from interior sprinkler piping, if certain measures are provided [the building
is sprinklered in conformance with Article 2.1.3.1.].

This is to limit the probability that fire suppression operations using small hose stations will be ineffective
in controlling or suppressing a fire, which could lead to the spread of the fire, which could lead to
damage to the building.

Provision: 4.11.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.11.

Provision: 4.11.2.1.(1)

Objective
OS1

Attributions
[F02, F12-OS1.1]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to harm to persons.

Intent 2. To supersede the application of Article 2.1.5.1., which would otherwise require portable extin-
guishers with a lower rating.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to damage to the building or facility.
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Intent Statements: NFC 2020

Intent 2. To supersede the application of Article 2.1.5.1., which would otherwise require portable extin-
guishers with a lower rating.

Provision: 4.11.2.1.(2)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to damage to the building or facility.

Provision: 4.11.2.2.(1)

Intent(s)
Intent 1. To direct Code users to Section 5.2.

Provision: 4.11.2.3.(1)

Objective
OS1

Attributions
4.11.2.3.(1)(a) [F01, F44-OS1.1]
4.11.2.3.(1)(a) [F02, F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that:

• vapour from a tank vehicle will accumulate in sufficient quantity to form an ignitable mixture,
which could lead to the ignition of the vapour from a nearby ignition source, which could lead
to harm to persons,

• a fire involving a tank vehiclewill not be suppressed or controlled, which could lead to the spread
of fire to the building, which could lead to harm to persons,

• a spill of liquid from a tank vehicle will not be contained or controlled, which could lead to the
spread of liquid outside of the spill area, which could lead to the ignition of the vapour from a
nearby ignition source, which could lead to harm to persons, and
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Intent Statements: NFC 2020

• ignition sources near a tank vehicle will not be minimized, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
4.11.2.3.(1)(a) [F01, F44-OP1.1]
4.11.2.3.(1)(a) [F02, F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that:

• vapour from a tank vehicle will accumulate in sufficient quantity to form an ignitable mixture,
which could lead to the ignition of the vapour from a nearby ignition source, which could lead
to damage to the building or facility,

• a fire involving a tank vehiclewill not be suppressed or controlled, which could lead to the spread
of fire to the building, which could lead to damage to the building or facility,

• a spill of liquid from a tank vehicle will not be contained or controlled, which could lead to the
spread of liquid outside of the spill area, which could lead to the ignition of the vapour from a
nearby ignition source, which could lead to damage to the building or facility, and

• ignition sources near a tank vehicle will not be minimized, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
4.11.2.3.(1)(a) [F44-OH5]

Intent(s)
Intent 1. To limit the probability that a spill of liquid from a tank vehicle will not be contained or controlled,

which could lead to the spread of liquid outside of the spill area, which could lead to harm to the
public.

Objective
OS1

Attributions
4.11.2.3.(1)(b) [F43, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that an increase in the ambient temperature will lead to the thermal ex-

pansion of liquid, which could lead to the escape of liquid, which could lead to the ignition of vapour
from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that an increase in the ambient temperature will lead to the thermal ex-
pansion of liquid, which could lead to the release of vapour, which could lead to the ignition of the
vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OS1

Attributions
4.11.2.3.(1)(c) [F43, F01-OS1.1]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability of the escape of liquid from a tank vehicle, which could lead to the accu-

mulation and subsequent ignition of vapour from a nearby ignition source, which could lead to harm
to persons.

Provision: 4.11.2.4.(1)

Objective
OS1

Attributions
[F81, F34-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a malfunction of the tank vehicle or inappropriate actions from unau-

thorized persons will lead to a fire or explosion involving the tank vehicle, which could lead to harm
to nearby persons.

Intent 2. To limit the probability that a fire or explosion involving the tank vehicle will spread to a nearby
building, which could lead to harm to persons in the adjacent building.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that a fire or explosion involving the tank vehicle will spread to an adjacent

building, which could lead to damage to adjacent buildings or facilities.

Provision: 4.11.2.4.(2)

Objective
OS1

Attributions
[F81-OS1.1] [F03-OS1.2]

Intent(s)
Intent 1. To supersede the time limitation of Sentence 4.11.2.4.(1) in order to permit a tank vehicle to be left

unattended for more than 1 hour if certain conditions are met.
This is to limit the probability that:

• the tank vehicle will become involved in a vehicular accident or other impacts, which could lead
to damage to the tank vehicle, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons nearby,
and

• a fire or explosion involving the tank vehicle will spread to a nearby building, which could lead
to harm to persons in the adjacent building.
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Intent Statements: NFC 2020

Objective
OP3

Attributions
[F81, F03-OP3.1]

Intent(s)
Intent 1. To supersede the time limitation of Sentence 4.11.2.4.(1) in order to permit a tank vehicle to be left

unattended for more than 1 hour if certain conditions are met.
This is to limit the probability that:

• the tank vehicle will become involved in a vehicular accident or other impacts, which could lead
to damage to the tank vehicle, which could lead to the escape of liquid, which could lead to
the ignition of vapour from a nearby ignition source, which could lead to damage to adjacent
buildings or facilities, and

• a fire or explosion involving the tank vehicle will spread to an adjacent building, which could
lead to damage to adjacent buildings or facilities.

Provision: 4.11.3.1.(1)

Intent(s)
Intent 1. To expand the application of Subsection 4.7.4., which would otherwise apply only to bulk plants,

to the loading and unloading of tank vehicles.

Provision: 4.11.3.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that nearby ignition sources will ignite vapour, which could lead to harm

to persons.
Intent 2. To expand the application of Articles 4.6.3.3. and 4.6.8.7.

Objective
OS1

Attributions
[F20, F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that flammable liquid or combustible liquid residue will react with the

compressed air, which could lead to a fire or explosion, which could lead to harm to persons.
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Provision: 4.11.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electric charges will build up, which could lead to the ignition

of vapour, which could lead to harm to persons.
Intent 2. To expand the application of Articles 4.1.8.2. and 4.7.4.5.

Provision: 4.11.3.4.(1)

Objective
OS1

Attributions
[F44-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to harm to persons.

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to harm to the public.

Objective
OP1

Attributions
[F44-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that the escape of liquid will not be minimized in the event of an unwanted

release, which could lead to the spread of liquid, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that the escape of liquid will not be minimized in the event of a fire, which
could lead to the spread of the fire, which could lead to damage to the building or facility.
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Provision: 4.11.3.5.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that Class II or IIIA liquids will become contaminated with [more volatile]

Class I liquids, which could lead to the accumulation of vapour in sufficient quantity to form an ig-
nitable mixture, which could lead to the ignition of the vapour from a nearby ignition source, which
could lead to harm to persons.

Provision: 4.11.3.6.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapour will be ignited by the engine, which could lead to a fire or

explosion, which could lead to harm to persons.
Intent 2. To limit the probability that the vapour from Class I liquid will be drawn into the engine's intake

system, which could lead to running away, over-revving or overheating of the engine, which could
lead to a fire, which could lead to harm to persons.

Provision: 4.11.3.7.(1)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that the tank will be overfilled, which could lead to the escape of liquid,

which could lead to the ignition of vapour from a nearby ignition source, which could lead to harm to
persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that the tank will be overfilled, which could lead to the escape of liquid,

which could lead to harm to the public.
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Provision: 4.11.3.7.(2)

Objective
OS1

Attributions
[F81, F20, F43-OS1.1]

Intent(s)

Intent 1. To limit the probability that excessive pressure will build up in the receiving tank, which could
lead to failure of the tank, which could lead to the escape of liquid, which could lead to the ignition of
vapour from a nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that excessive back pressure will build up in the receiving tank, which
could lead to overflow from the tank, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
[F81, F20, F43-OH5]

Intent(s)

Intent 1. To limit the probability that excessive pressure will build up in the receiving tank, which could
lead to failure of the tank, which could lead to the escape of liquid, which could lead to harm to the
public.

Intent 2. To limit the probability that excessive back pressure will build up in the receiving tank, which
could lead to overflow from the tank, which could lead to the escape of liquid, which could lead to
harm to the public.

Provision: 4.11.3.7.(3)

Objective
OS1

Attributions
[F81, F01, F02-OS1.1]

Intent(s)

Intent 1. To limit the probability that:

• the tank vehicle will become involved in a vehicular accident or other impacts, which could lead
to damage to the tank vehicle, which could lead to the escape of liquid, which could lead to the
ignition of vapour from a nearby ignition source, which could lead to harm to persons nearby,

• an ignition source located outside of the fuel-dispensing station area will ignite vapour from the
tank vehicle, which could lead to a fire or explosion, which could lead to harm to nearby persons,
and

• a fire or explosion involving the tank vehicle will lead to harm to nearby persons.
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Intent Statements: NFC 2020

Provision: 4.11.3.8.(1)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of a fire or explosion hazard [e.g., due to an ignition source located outside

a designated fuel-dispensing area or due to proximity to open flames, building openings, or other
hazards], which could lead to the ignition of vapour, which could lead to harm to persons.

Intent 2. To limit the probability that liquid will escape and spread outside the filling area, which could
lead to the ignition of vapour from a nearby ignition source, which could lead to harm to persons.

Intent 3. To limit the probability that a vehicle will be involved in a vehicular accident or that objects will
make impact on the vehicle while it is being refuelled, which could lead to damage to the vehicle,
which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to harm to persons.

Objective
OP1

Attributions
[F43, F01-OP1.1]

Intent(s)
Intent 1. To limit the probability of a fire or explosion hazard [e.g., due to an ignition source located outside

a designated fuel-dispensing area or due to proximity to open flames, building openings, or other
hazards], which could lead to the ignition of vapour, which could lead to damage to the building or
facility.

Intent 2. To limit the probability that liquidwill escape and spread outside the filling area, which could lead
to the ignition of vapour from a nearby ignition source, which could lead to damage to the building
or facility.

Intent 3. To limit the probability that a vehicle will be involved in a vehicular accident or that objects will
make impact on the vehicle while it is being refuelled, which could lead to damage to the vehicle,
which could lead to the escape of liquid, which could lead to the ignition of vapour from a nearby
ignition source, which could lead to damage to the building or facility.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will escape and spread outside the filling area, which could

lead to harm to the public.
Intent 2. To limit the probability that a vehicle will be involved in a vehicular accident or that objects will

make impact on the vehicle while it is being refuelled, which could lead to damage to the vehicle,
which could lead to the escape of liquid, which could lead to harm to the public.
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Provision: 4.11.3.8.(2)

Objective
OS1

Attributions
4.11.3.8.(2)(a) [F01-OS1.1]
4.11.3.8.(2)(a) [F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that an ignition source from an adjacent building or facility will ignite

vapours generated by the dispensing operations, which could lead to harm to persons.
Intent 2. To limit the probability that a fire originating in the dispensing area will spread to adjacent build-

ings, tanks or facilities, which could lead to harm to persons.

Objective
OP3

Attributions
4.11.3.8.(2)(a) [F01, F03-OP3.1]

Intent(s)
Intent 1. To limit the probability that vapour generated by the dispensing operations will accumulate in

or near adjacent buildings, tanks or facilities, which could lead to the ignition of the vapour from an
ignition source in or near adjacent buildings or facilities, which could lead to a fire or explosion, which
could lead to damage to adjacent buildings or facilities.

Intent 2. To limit the probability that a fire originating in the dispensing area will spread to adjacent build-
ings, tanks or facilities, which could lead to damage to adjacent buildings or facilities.

Objective
OS1

Attributions
4.11.3.8.(2)(b) [F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire suppression operations using portable extinguishers will be de-

layed or ineffective in controlling or suppressing a fire, which could lead to the spread of the fire,
which could lead to harm to persons.

Attributions
4.11.3.8.(2)(c)

Intent(s)
Intent 1. To direct Code users to Subsection 4.6.5. for requirements regarding delivery hoses and automat-

ically closing hose nozzle valves.

Objective
OS1

Attributions
4.11.3.8.(2)(d) [F43, F44-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that liquid will escape, which could lead to the ignition of vapour from a
nearby ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that liquid will spread beyond the spill area, which could lead to the igni-
tion of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OS1

Attributions
4.11.3.8.(2)(e) [F44-OS1.1]

Intent(s)
Intent 1. To limit the probability that liquid will spread beyond the spill area, which could lead to the igni-

tion of vapour from a nearby ignition source, which could lead to harm to persons.

Objective
OH5

Attributions
4.11.3.8.(2)(e) [F44-OH5]

Intent(s)
Intent 1. To limit the probability that liquid will spread beyond the spill area, which could lead to harm to

the public.

Provision: 4.12.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 4.12.

Provision: 4.12.1.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that storage containers of flammable or combustible liquids used for fuel

on farms in quantities exceeding 100 Lwill be exposed to a collision from a vehicle, which could lead to
the accidental ignition of the flammable or combustible liquids, which could lead to a fire or explosion
(i.e., boiling liquid expanding vapour explosion) involving the storage containers, which could lead
to harm to persons.

Provision: 4.12.1.2.(2)

Objective
OS1

Attributions
[F02-OS1.1] [F03-OS1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that a fire involving a vehicle, equipment or a container that is being filled

directly from the storage container referred to in Sentence 4.12.1.2.(1) will lead to an explosion (i.e.,
boiling liquid expanding vapour explosion) or to the spread of fire beyond the point of origin, which
could lead to harm to persons.

Provision: 4.12.1.2.(3)

Intent(s)
Intent 1. To supersede the minimum distance requirement for storage containers of flammable liquids or

combustible liquids stated in Sentence 4.12.1.2.(1) and allow underground storage tanks for flammable
liquids or combustible liquids to be separated from buildings and property lines by a lesser distance,
on the basis that underground storage tanks pose a lower risk than aboveground storage containers.

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To reduce the distance from adjacent buildings required in Sentence 4.12.1.2.(1) if the storage tanks

of flammable or combustible liquids are underground.

Provision: 4.12.1.2.(4)

Intent(s)
Intent 1. To direct Code users to Sentence 4.3.2.3.(1).

Provision: 4.12.1.3.(1)

Objective
OS3

Attributions
[F31, F34-OS3.4]

Intent(s)
Intent 1. To limit the probability that storage areas for flammable or combustible liquid pesticides will be

accessible from the inside and intruded by unwanted entry, which could lead to persons being exposed
to hazardous substances, which could lead to the release of hazardous substances, which could lead
to harm to persons.

Provision: 5.1.1.1.(1)

Intent(s)
Intent 1. To state the application of Part 5 of the NFC.
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Intent Statements: NFC 2020

Provision: 5.1.1.2.(1)

Objective
OS1

Attributions
[F01, F02-OS1.1]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as explosives will lead to or be involved

in a fire or explosion, which could lead to harm to persons, including emergency responders.

Provision: 5.1.1.3.(1)

Objective
OS1

Attributions
[F01, F02-OS1.1]

Intent(s)
Intent 1. To limit the probability that fireworkswill lead to or be involved in a fire or explosion, which could

lead to harm to persons, including emergency responders.

Provision: 5.1.2.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that electrical equipment will ignite gases or vapours, combustible dusts

or combustible fibres, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.1.2.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that electrical installations will lead to a fire or explosion, which could lead

to harm to persons.

Intent(s)
Intent 1. To exempt electrical installations from the application of provincial or territorial legislation or the

CEC, if such electrical equipment:
• is not located in areas in which flammable gases or vapours, combustible dusts or combustible

fibres are present in quantities sufficient to create a fire or explosion hazard, and
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Intent Statements: NFC 2020

• provides a level of fire safety equivalent to the one provided in provincial or territorial legislation
or the CEC.

Provision: 5.1.3.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the accumulation of flammable vapours or gases, combustible dusts

or combustible fibres to ignitable concentrations in areas where they can be in the presence of ignition
sources will lead to a fire or explosion, which could lead to harm to persons.

Intent 2. To require upgrading of ventilation measures in existing buildings to the standards required for
new buildings in the NBC and NFC Part 5.

Provision: 5.1.4.1.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.1.3.

Provision: 5.1.5.1.(1)

Intent(s)
Intent 1. To direct Code users to Section 2.8. for requirements regarding the preparation of a fire safety

plan.

Provision: 5.2.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 5.2.

Provision: 5.2.1.1.(2)

Objective
OS1

Attributions
[F01-OS1.1] Applies to portion of Code text: “… hot works described in Sentence (1) shall conform to 
CSA W117.2, “Safety in welding, cutting and allied processes.”

Intent(s)
Intent 1. To limit the probability that performing hot works or the use of hot work equipment will ignite

combustible materials, vapours, gases, dusts, fibres, etc., which could lead to a fire or explosion, which
could lead to harm to persons.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To clarify that the requirements in Section 5.2. supersede those prescribed in the standard refer-
enced in this Sentence in case of conflict.

Provision: 5.2.1.2.(1)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that the use of hot work equipment in an unsafe manner will lead to a fire

or explosion, which could lead to harm to persons.

Provision: 5.2.2.1.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that inadequate maintenance of hot work equipment will lead to a fire or

explosion, which could lead to harm to persons.

Provision: 5.2.2.2.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that leakage or defects in hot work equipment while in use will lead to a

fire or explosion, which could lead to harm to persons.

Provision: 5.2.2.2.(2)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that the use of faulty or defective hot work equipment will lead to a fire

or explosion, which could lead to harm to persons.
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Provision: 5.2.2.3.(1)

Objective
OS1

Attributions
[F43, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that a release of gases from hot work equipment when it is not in use will

lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.2.2.3.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that energized hot work equipment will ignite materials when it is not in

use, which could lead to harm to persons.

Provision: 5.2.2.4.(1)

Objective
OS1

Attributions
[F81, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that hot work equipment and processes will lead to a fire or explosion,

which could lead to harm to persons.

Provision: 5.2.2.4.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that a chemical reaction between unalloyed copper and acetylene will lead

to the formation of metallic acetylides, which can be extremely shock-sensitive and explosive, which
could lead to an explosion, which could lead to harm to persons.
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Provision: 5.2.2.4.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that contact of an oxidizer [oxygen] with combustible organic materials

[oil or grease] will lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.2.2.4.(4)

Intent(s)
Intent 1. To direct Code users to Part 3.

Provision: 5.2.3.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that hot works will ignite combustible or flammable materials in areas

where the hot works are conducted, which could lead to harm to persons.

Provision: 5.2.3.1.(2)

Objective
OS1

Attributions
5.2.3.1.(2)(c) [F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to harm to persons.

Objective
OP1

Attributions
5.2.3.1.(2)(c) [F01-OP1.1] [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to damage to the building or facility.

Attributions
5.2.3.1.(2)(b)
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Intent(s)
Intent 1. To state the application of Article 5.2.3.3.

Attributions
5.2.3.1.(2)(a)

Intent(s)
Intent 1. To state the application of Article 5.2.3.2.

Provision: 5.2.3.1.(3)

Objective
OS1

Attributions
5.2.3.1.(3)(a) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that hot works will ignite combustible materials in adjacent areas, which

could lead to harm to persons.

Attributions
5.2.3.1.(3)(b)

Intent(s)
Intent 1. To expand the application of Sentence 5.2.3.1.(2), and Articles 5.2.3.2. and 5.2.3.3.

Provision: 5.2.3.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that hot works will ignite combustible and flammable material, dust or

residue, which could lead to harm to persons.

Provision: 5.2.3.2.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that hot works will ignite combustible and flammable material, dust or

residue, which could lead to harm to persons.
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Provision: 5.2.3.2.(3)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to damage to the building or facility.

Provision: 5.2.3.2.(4)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that a flammable or explosive atmosphere will be ignited, which could

lead to harm to persons.

Provision: 5.2.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that hot works will lead to the initiation and spread of fire, which could

lead to damage to the building or facility.
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Intent Statements: NFC 2020

Provision: 5.2.3.4.(1)

Objective
OS1

Attributions
[F01-OS1.1] Applies to the restriction of hot works.

Intent(s)
Intent 1. To exempt certain situations where hazardous conditions have been eliminated from the prohibi-

tion to conduct hot works.
Intent 2. To limit the probability that flammable vapours or gases will be ignited, which could lead to harm

to persons.

Provision: 5.2.3.4.(2)

Objective
OS3

Attributions
[F81, F20-OS3.1]

Intent(s)
Intent 1. To limit the probability that increased temperature caused by hot works will lead to overpres-

surization of a container, which could lead to rupture of the container, which could lead to harm to
persons.

Provision: 5.2.3.4.(3)

Objective
OS1

Attributions
[F01-OS1.1] Applies to portion of Code text: “Hot work shall not be performed on metal objects that are in
contact with combustible materials unless …”

Intent(s)
Intent 1. To limit the probability that heat from hot works that conducts through metal objects to com-

bustible materials will ignite the combustible materials, which could lead to harm to persons.

Intent(s)
Intent 1. To exempt hot works where safety precautions are taken to prevent ignition of combustible mate-

rials by conduction, from the prohibition to perform hot works.

Provision: 5.2.3.5.(1)

Objective
OS1

Attributions
5.2.3.5.(1)(b) [F81-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that hot works will cause overpressurization of piping or heat gases to
their ignition point, which could lead to a fire or explosion, which could lead to harm to persons.

Attributions
5.2.3.5.(1)(a)

Intent(s)
Intent 1. To expand the application of Sentence 5.2.3.4.(1).

Provision: 5.2.3.6.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability of delays or ineffectiveness in locating and using extinguishers in a fire

emergency, which could lead to the spread of fire beyond the point of origin, which could lead to
harm to persons.

Provision: 5.2.3.7.(1)

Intent(s)
Intent 1. To direct Code users to Section 2.8. for requirements regarding the preparation of a fire safety

plan.

Provision: 5.3.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 5.3.

Provision: 5.3.1.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that accumulations of combustible dusts will be ignited by hot surfaces in

the building or on machinery, or by any ignition source in the presence of a cloud of dust generated
by shocks, vibrations, a primary explosion or by dust removal operations, which could lead to a fire
or to a primary or secondary explosion, which could lead to harm to persons.

Intent 2. To limit the probability that sparks or heat from cleaning or dust removal equipment will ignite
accumulations of combustible dusts or clouds of dust, which could lead to harm to persons.
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Intent Statements: NFC 2020

Intent 3. To limit the probability that the dispersal of combustible dusts into the atmosphere of the building
will lead to an ignitable or hazardous accumulation of dust, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 5.3.1.2.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that electric cleaning equipment will generate heat or sparks, which could

lead to the ignition of combustible dusts, which could lead to a fire or explosion, which could lead to
harm to persons.

Provision: 5.3.1.2.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To remove from the application of Clause 5.3.1.2.(1)(c) and permit the use of compressed air or

similar methods if:
• vacuum methods are impracticable, and
• measures are taken to eliminate all possible sources of ignition from the dust removal area where

hazardous conditions are created by the displacement of dust.
This is to limit the probability that the dust will be ignited by sources of ignition, which could lead to harm

to persons.

Provision: 5.3.1.3.(1)

Intent(s)
Intent 1. To clarify that dust-collecting systems should be provided where dust accumulations and sus-

pended dusts create a fire and explosion hazard inside a building.

Provision: 5.3.1.3.(2)

Objective
OS1

Attributions
5.3.1.3.(2)(b) [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that combustible materials in the dust collection system will increase the

combustible loading, which could lead to the spread of fire, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
5.3.1.3.(2)(c) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of sparks in the fan assembly, which could lead to the ignition of accumu-

lated dust or clouds of dust, which could lead to harm to persons.

Objective
OP1

Attributions
5.3.1.3.(2)(c) [F01-OP1.1]

Intent(s)
Intent 1. To limit the probability of sparks in the fan assembly, which could lead to the ignition of accumu-

lated dust or clouds of dust, which could lead to damage to the building or facility.

Objective
OP1

Attributions
5.3.1.3.(2)(b) [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustible materials in the dust collection system will increase the

combustible loading, which could lead to the spread of fire, which could lead to damage to the build-
ing.

Objective
OS1

Attributions
5.3.1.3.(2)(a) [F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible dust accumulations and dusts in suspension will reach

unsafe concentrations or quantities in the building, which could lead to a fire or explosion in the pres-
ence of an ignition source, which could lead to harm to persons.

Intent 2. To limit the probability that combustible dust will return into the atmosphere of the building,
which could lead to an ignitable or hazardous accumulation of dust, which could lead to a fire or ex-
plosion, which could lead to harm to persons.

Objective
OP1

Attributions
5.3.1.3.(2)(a) [F01-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that combustible dust accumulations and dusts in suspension will reach
unsafe concentrations or quantities in the building, which could lead to a fire or explosion in the pres-
ence of an ignition source, which could lead to damage to the building or facility.

Intent 2. To limit the probability that combustible dust will return into the atmosphere of the building,
which could lead to an ignitable or hazardous accumulation of dust, which could lead to a fire or ex-
plosion, which could lead to damage to the building or facility.

Provision: 5.3.1.4.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion in the dust collector will lead to damage to the

building.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion in the dust collector will lead to harm to persons.

Provision: 5.3.1.4.(2)

Objective
OP1

Attributions
[F02, F03-OP1.2] [F01-OP1.1]

Intent(s)
Intent 1. To remove from the application of Sentence 5.3.1.4.(1) and permit dust collectors to be located

inside a building if they are provided with safety measures that would limit the probability of fire or
explosion in the dust collector, which could lead to damage to the building.

Objective
OS1

Attributions
[F02, F03-OS1.2] [F01-OS1.1]

Intent(s)
Intent 1. To remove from the application of Sentence 5.3.1.4.(1) and permit dust collectors to be located

inside a building if they are provided with safety measures that would limit the probability of fire or
explosion in the dust collector, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.3.1.4.(3)

Objective
OS1

Attributions
5.3.1.4.(3)(b) [F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion inside a dust collector will spread beyond the dust

collector and inside the building, which could lead to harm to persons.

Objective
OP1

Attributions
5.3.1.4.(3)(b) [F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire or explosion inside a dust collector will spread beyond the dust

collector and inside the building, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. [Clause 5.3.1.4.(3)(a)] To limit the probability that dustwill return into the atmosphere of the build-

ing, which could lead to an ignitable or hazardous accumulation of dust, which could lead to a fire or
explosion, which could lead to harm to persons.

Intent 2. [Clause 5.3.1.4.(3)(b)] To limit the probability that a fire or explosion inside a dust collector will
spread beyond the dust collector and inside the building, which could lead to harm to persons.

Intent 3. To permit exhaust air to return to the building if measures are taken that would limit the proba-
bility that ignitable concentrations of dusts will return into the building, which could lead to a fire or
explosion in the dust collecting system, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To permit exhaust air to return to the building if measures are taken that would limit the proba-

bility that ignitable concentrations of dusts will return into the building, which could lead to a fire or
explosion in the dust collecting system, which could lead to damage to the building.
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Intent Statements: NFC 2020

Provision: 5.3.1.5.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the buildup of a static electrical charge will generate sparks of suffi-

cient energy to lead to an explosion in an atmosphere containing combustible dusts, which could lead
to harm to persons.

Provision: 5.3.1.5.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that the buildup of a static electrical charge will generate sparks of suffi-

cient energy to lead to an explosion in an atmosphere containing combustible dusts, which could lead
to harm to persons.

Provision: 5.3.1.6.(1)

Objective
OS1

Attributions
[F02-OS1.3]

Intent(s)
Intent 1. To limit the probability that a dust explosion in a building will lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.3]

Intent(s)
Intent 1. To limit the probability that a dust explosion in a building will lead to damage to the building.

Provision: 5.3.1.6.(2)

Objective
OP1

Attributions
[F02-OP1.3]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that a dust explosionwill lead to critical structural andmechanical damage
to the building, which could lead to the failure of structural or mechanical systems, which could lead
to damage to the building.

Objective
OS1

Attributions
[F02-OS1.3]

Intent(s)
Intent 1. To limit the probability that a dust explosionwill lead to critical structural andmechanical damage

to the building, which could lead to the failure of structural or mechanical systems, which could lead
to harm to persons.

Provision: 5.3.1.7.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To remove from the application of Article 5.3.1.6. buildings in which:

• it is impracticable to provide adequate explosion venting to the outdoors, and
• the activity creating a combustible dust explosion hazard is provided with safety measures de-

signed to limit the probability of a dust explosion, which could lead to harm to persons.

Provision: 5.3.1.7.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability of a dust explosion, which could lead to harm to persons.

Provision: 5.3.1.8.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that dust accumulations and suspended dusts will reach unsafe concentra-

tions or quantities, which could lead to a fire or explosion in the presence of an ignition source, which
could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.3.1.9.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that foreign material will enter into processing equipment or dusty atmo-

spheres and will generate sparks or heat of sufficient energy to lead to the ignition of combustible
dusts, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.3.1.10.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible dusts will be ignited by sources such as sparks, open

flames or heat, which could lead to a fire or explosion, which could lead to harm to persons.

Intent(s)
Intent 1. To exempt devices, operations or activities that produce open flames, sparks or heat from the ap-

plication of Sentence 5.3.1.10.(1), which would otherwise prohibit such ignition sources, if measures
are taken to control the ignition sources in a manner that will not create a fire or explosion hazard.

Provision: 5.3.1.10.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that portable electrical equipment will ignite combustible dusts, which

could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.3.1.10.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that smoking material will ignite combustible dusts, which could lead to

a fire or explosion, which could lead to harm to persons.

576

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Provision: 5.3.2.1.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustible materials in the dust collecting system will increase the

combustible loading or contribute to the spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that the accumulation of wood dust particles and shavings will reach un-

safe concentrations or quantities, which could lead to a fire or explosion in the presence of an ignition
source, which could lead to harm to persons.

Intent 2. To limit the probability that displacement of dust into the atmosphere of a building will lead to an
ignitable or hazardous accumulation of dust, which could lead to a fire or explosion in the presence
of an ignition source, which could lead to harm to persons.

Intent 3. To limit the probability that combustible materials in the dust collecting system will increase the
combustible loading or contribute to the spread of fire, which could lead to harm to persons.

Intent 4. To limit the probability that the operation of the dust collecting systemwill generate heat or sparks
and ignite dust accumulation or clouds of dust, which could lead to a fire or explosion, which could
lead to harm to persons.

Provision: 5.3.2.1.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that sparks or heatwill ignitewood dust, particles, shavings or combustible

vapours, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.3.2.2.(1)

Objective
OS1

Attributions
[F01-OS1.1] Applies to portion of Code text: “Loose shavings and sawdust shall be collected at frequent
intervals …”

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that loose shavings and sawdust will accumulate in quantities that could
lead to a fire or explosion in the presence of an ignition source, which could lead to harm to persons.

Intent(s)
Intent 1. To expand the application of Sentence 2.4.1.3.(4).

Provision: 5.3.2.3.(1)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To supersede the requirements in Article 2.1.5.1. and Sentence 6.2.1.1.(1) for the placement of ex-

tinguishers in order to limit the probability of delays in locating portable extinguishers, which could
lead to delays in carrying out fire suppression operations using the portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Intent(s)
Intent 1. To state the application of Article 2.1.5.1. and Sentence 6.2.1.1.(1).

Provision: 5.3.3.1.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that stored products will overheat, which could lead to spontaneous igni-

tion, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.3.3.1.(2)

Intent(s)
Intent 1. To exempt grain storage bins from the application of the requirement for mechanical exhaust ven-

tilation [dust-collecting system] in Sentence 5.3.1.3.(1), and to permit them to be ventilated by open
vent stacks only if mechanical exhaust ventilation is impracticable, and if the open vent stacks:
• are large enough to allow for air displacement as the bin is emptied or filled, so that the bin does

not become significantly pressurized or depressurized,
• prevent dust accumulating in vents from obstructing their effectiveness,
• vent to the exterior the dust-laden air displaced from the bins, and
• prevent entry of rain or snow from impairing effectiveness of the vents.
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Intent Statements: NFC 2020

Provision: 5.3.3.2.(1)

Objective
OS1

Attributions
[F81, F11, F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that malfunctioning equipment will lead to the generation of heat, flames

or sparks, which could lead to the ignition of combustible dusts, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 5.3.3.2.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that static electricity buildup on the conveyor systems will generate sparks

of sufficient energy to ignite combustible dusts, which could lead to a fire or explosion, which could
lead to harm to persons.

Provision: 5.3.3.2.(3)

Objective
OS1

Attributions
[F01, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that a buildup of friction heat in the bearings will ignite combustible dusts

or material, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.3.3.2.(4)

Intent(s)
Intent 1. To state the application of Sentence 5.3.1.6.(2).

Provision: 5.3.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that foreign material entering into processing and conveying equipment
will generate sparks or heat of sufficient energy to ignite combustible dusts, which could lead to a fire
or explosion, which could lead to harm to persons.

Provision: 5.3.3.4.(1)

Intent(s)
Intent 1. To expand the application of theNBC to existing buildings in regard to spray nozzles for standpipe

and hose systems in grain handling and storage facilities.

Provision: 5.4.1.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.1.

Provision: 5.4.1.2.(1)

Objective
OS1

Attributions
[F01, F82-OS1.1] [F02, F03, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that baking and drying processes where flammable vapours are given off

will lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability that a fire or explosion caused by baking and drying processes where

flammable vapours are given off will spread beyond the point of origin, which could lead to harm to
persons.

Objective
OP1

Attributions
[F01, F82-OP1.1] [F02, F03, F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that baking and drying processes where flammable vapours are given off

will lead to a fire or explosion, which could lead to damage to the building or facility.
Intent 2. To limit the probability that a fire or explosion caused by baking and drying processes where

flammable vapours are given off will spread beyond the point of origin, which could lead to damage
to the building or facility.

Provision: 5.4.2.1.(1)

Objective
OS1

Attributions
[F01, F81-OS1.1] [F02, F03, F81-OS1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that dry cleaning operations will lead to a fire or explosion, which could

lead to harm to persons.
Intent 2. To limit the probability that a fire or explosion caused by dry cleaning operations will spread be-

yond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F81-OP1.1] [F02, F03, F81-OP1.2]

Intent(s)
Intent 1. To limit the probability that dry cleaning operations will lead to a fire or explosion, which could

lead to damage to the building or facility.
Intent 2. To limit the probability that a fire or explosion caused by dry cleaning operations will spread be-

yond the point of origin, which could lead to damage to the building or facility.

Provision: 5.4.3.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.3.

Provision: 5.4.3.2.(1)

Objective
OS3

Attributions
[F13-OS3.4]

Intent(s)
Intent 1. To limit the probability that appropriate safety measures will not be taken, which could lead to

short-term exposure to toxic fumigants from fumigation or thermal insecticide fogging operations,
which could lead to harm to persons.

Objective
OS1

Attributions
[F13-OS1.1]

Intent(s)
Intent 1. To limit the probability that appropriate safety measures will not be taken, which could lead to

the ignition of vapours from fumigation or thermal insecticide fogging operations, which could lead
to a fire or explosion, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.4.3.2.(2)

Objective
OS3

Attributions
[F11-OS3.4]

Intent(s)

Intent 1. To limit the probability that appropriate safety measures will not be taken, which could lead to
short-term exposure to toxic fumigants from fumigation or thermal insecticide fogging operations,
which could lead to harm to persons.

Objective
OS1

Attributions
[F11-OS1.1]

Intent(s)

Intent 1. To limit the probability that appropriate safety measures will not be taken, which could lead to
the ignition of vapours from fumigation or thermal insecticide fogging operations, which could lead
to a fire or explosion, which could lead to harm to persons.

Provision: 5.4.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)

Intent 1. To limit the probability that fumigants will be ignited, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 5.4.3.4.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)

Intent 1. To limit the probability that electrical discharge will ignite fumigants, which could lead to a fire
or explosion, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.4.3.5.(1)

Objective
OS1

Attributions
[F81-OS1.2]

Intent(s)
Intent 1. To limit the probability that accidental actuation of a fire suppression or fire alarm system will

make it unavailable in case of a fire emergency, which could lead to delayed notification of occupants
and spread of the fire to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F81-OP1.2]

Intent(s)
Intent 1. To limit the probability that accidental actuation of a fire suppression system will make it unavail-

able in case of a fire emergency, which could lead to the spread of fire to other parts of the building,
which could lead to damage to the building.

Provision: 5.4.3.6.(1)

Objective
OS3

Attributions
[F34-OS3.4]

Intent(s)
Intent 1. To limit the probability that short-term exposure to toxic fumigants will lead to harm to persons

in the premises undergoing fumigation.

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that inappropriate actions of unauthorized personswill lead to the ignition

of fumigants, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.4.3.6.(2)

Objective
OS3

Attributions
[F34-OS3.4]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that short-term exposure to toxic fumigants will lead to harm to persons
in the premises undergoing fumigation.

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that inappropriate actions of unauthorized personswill lead to the ignition

of fumigants, which could lead to harm to persons.

Provision: 5.4.3.6.(3)

Objective
OS3

Attributions
[F34-OS3.4]

Intent(s)
Intent 1. To limit the probability that short-term exposure to toxic fumigants will lead to harm to persons

in the premises undergoing fumigation.

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that inappropriate actions of unauthorized personswill lead to the ignition

of fumigants, which could lead to harm to persons.

Provision: 5.4.4.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.4.
Intent 2. To direct Code users to Part 4.

Provision: 5.4.4.2.(1)

Objective
OS3

Attributions
[F34-OS3.4]

Intent(s)
Intent 1. To limit the probability that short-term exposure to toxic vapours will lead to harm to persons in

the premises where floor finishing operations are conducted.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will ignite in the premises where floor finishing operations

are conducted, which could lead to harm to persons.
Intent 2. To limit the probability that inappropriate actions of unauthorized personswill lead to the ignition

of flammable liquids and combustible liquids, which could lead to harm to persons.

Provision: 5.4.4.3.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will accumulate to ignitable concentrations in areas where

they can be in the presence of ignition sources, which could lead to a fire or explosion, which could
lead to harm to persons.

Provision: 5.4.4.3.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that mechanical ventilation systems will ignite vapours, which could lead

to a fire or explosion, which could lead to harm to persons.

Provision: 5.4.4.4.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will ignite, which could lead to a fire or explosion, which

could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.4.4.5.(1)

Objective
OP1

Attributions
[F02-OP1.2] Applies to the daily removal of contents.

Intent(s)
Intent 1. To limit the probability that combustible content will increase, which could lead to the spread of

a fire involving waste rags beyond the point of origin, which could lead to damage to the building.

Objective
OS1

Attributions
[F02-OS1.2] Applies to the daily removal of contents.

Intent(s)
Intent 1. To limit the probability that combustible content will increase, which could lead to the spread of

a fire involving waste rags beyond the point of origin, which could lead to harm to persons.

Objective
OS1

Attributions
[F01-OS1.1] Applies to the disposal of contents in a manner that will not create a fire hazard.

Intent(s)
Intent 1. To limit the probability that waste rags andmaterials and the vapours they generate will be ignited

by spontaneous ignition or external sources of ignition, which could lead to harm to persons.

Intent(s)
Intent 1. To expand the application of Sentence 2.4.1.3.(4).

Provision: 5.4.5.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.5.

Provision: 5.4.5.2.(1)

Objective
OS1

Attributions
[F01, F82-OS1.1] [F02, F03, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that spray coating processes will lead to a fire or explosion, which could

lead to harm to persons.
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Intent Statements: NFC 2020

Intent 2. To limit the probability that a fire or explosion caused by spray coating processes will spread be-
yond the point of origin, which could lead to harm to persons.

Provision: 5.4.6.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.6.

Provision: 5.4.6.2.(1)

Objective
OS1

Attributions
[F01, F82-OS1.1] [F02, F03, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that dipping and coating processes will lead to a fire or explosion, which

could lead to harm to persons.
Intent 2. To limit the probability that a fire or explosion caused by dipping and coating processeswill spread

beyond the point of origin, which could lead to harm to persons.

Provision: 5.4.7.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.4.7.

Provision: 5.4.7.1.(2)

Intent(s)
Intent 1. To clarify the minimum volume of ethanol in water that is considered as a flammable liquid in the

context of the NFC.

Provision: 5.4.7.2.(1)

Intent(s)
Intent 1. To direct Code users to Part 3.

Provision: 5.5.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 5.5.

Provision: 5.5.1.1.(2)

Intent(s)
Intent 1. To direct Code users to Parts 3, 4 and 5.
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To clarify that the specific provisions of Section 5.5. override the more general requirements in

Parts 3, 4 and 5 in case of conflict.

Provision: 5.5.2.1.(1)

Intent(s)
Intent 1. To expand the application of Articles 3.2.7.7. and 3.2.7.8.

Provision: 5.5.2.2.(1)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To expand the application of the NBC to existing buildings in regard to the fire separations of

laboratories.

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire in a laboratory will spread to other parts of the building, which

could lead to damage to the building.
Intent 2. To limit the probability that the laboratory room fire separation will have insufficient resistance to

fire, which could lead to the premature failure of the fire separation in a fire within the room, which
could lead to the spread of the fire from the room to other parts of the building, which could lead to
damage to the building.

Intent(s)
Intent 1. To make the NBC [with respect to requirements pertaining to fire-resistance ratings of fire sepa-

rations] applicable to existing laboratories [as opposed to only new laboratories].

Provision: 5.5.3.1.(1)

Intent(s)
Intent 1. To direct Code user to Section 2.8. for requirements regarding the preparation of a fire safety plan.

Provision: 5.5.3.1.(2)

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To direct Code users to Section 2.8. for requirements regarding the preparation of a fire safety
plan.

Intent(s)
Intent 1. To clarify that the specific requirements in Sentences 2.8.3.2.(2) to (6) take precedence over the

general provisions of Section 2.8. and Subsection 5.1.5.

Provision: 5.5.3.1.(3)

Intent(s)
Intent 1. To expand the application of Article 3.2.7.15.

Provision: 5.5.3.1.(4)

Intent(s)
Intent 1. To expand the application of Article 3.2.7.13.

Provision: 5.5.3.1.(5)

Intent(s)
Intent 1. To expand the application of Article 3.2.7.14.

Provision: 5.5.3.1.(6)

Objective
OS1

Attributions
[F34-OS1.1]

Intent(s)
Intent 1. To limit the probability that the actions of unauthorized or improperly trained persons will lead

to an unwanted escape of dangerous goods or a fire hazard, which could lead to a fire or explosion,
which could lead to harm to persons.

Objective
OS3

Attributions
[F34-OS3.4]

Intent(s)
Intent 1. To limit the probability that the actions of unauthorized or improperly trained persons will lead to

an unwanted escape of dangerous goods, which could lead to harm to persons, including emergency
responders.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F34-OH5]

Intent(s)
Intent 1. To limit the probability that the actions of unauthorized or improperly trained persons will lead

to an unwanted escape of dangerous goods, which could lead to harm to the public.

Provision: 5.5.3.2.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible materials will be involved in a fire,

which could lead to the spread of fire from the laboratory to other parts of the building, which could
lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible materials will be involved in a

fire, which could lead to the spread of the fire from the laboratory to other parts of the building, which
could lead to damage to the building.

Provision: 5.5.3.2.(2)

Objective
OS1

Attributions
[F02-OS1.2] Applies to storing outside the laboratory.

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible materials will be involved in a

fire, which could lead to the spread of the fire from the laboratory to other parts of the building, which
could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2] Applies to storing outside the laboratory.

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that excessive quantities of combustible materials will be involved in a fire,
which could lead to the spread of fire from the laboratory to other parts of the building, which could
lead to damage to the building.

Intent(s)
Intent 1. To direct Code users to Section 3.2.

Provision: 5.5.3.3.(1)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2] Applies to portion of Code text: “Absorbent and neutralizing materials shall be
provided in the laboratory and in the dangerous goods storage areas …”

Intent(s)
Intent 1. To limit the probability of ignition of the escaped product or its reaction with incompatible prod-

ucts, which could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability of excessive combustible and hazardous content, which could lead to the

spread of a fire involving the escaped product beyond the point of origin, which could lead to harm
to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2] Applies to portion of Code text: “Absorbent and neutralizing materials shall be
provided in the laboratory and in the dangerous goods storage areas …”

Intent(s)
Intent 1. To limit the probability of ignition of the escaped product or its reaction with incompatible prod-

ucts, which could lead to a fire or explosion, which could lead to damage to the building.
Intent 2. To limit the probability of excessive combustible and hazardous content, which could lead to the

spread of a fire involving the escaped product beyond the point of origin, which could lead to damage
to the building.

Intent(s)
Intent 1. To expand the application of Sentence 3.2.7.11.(2).

Provision: 5.5.3.4.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that electrical equipment will ignite vapours, which could lead to a fire or

explosion, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.5.3.4.(2)

Objective
OP1

Attributions
5.5.3.4.(2)(b) [F02-OP1.2] [F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to damage to the building.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to damage to the building.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to damage to the building.

Objective
OS1

Attributions
5.5.3.4.(2)(b) [F02-OS1.2] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to harm to persons.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to harm to persons.

Attributions
5.5.3.4.(2)(a)

Intent(s)
Intent 1. To state the application of Sentence 5.5.3.4.(1).
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Intent Statements: NFC 2020

Provision: 5.5.3.5.(1)

Objective
OS1

Attributions
[F01-OS1.1] Applies to portion of Code text: “Smoking shall not be permitted in a laboratory …”

Intent(s)

Intent 1. To limit the probability that smoking material will lead to a fire or explosion, which could lead to
harm to persons.

Intent(s)

Intent 1. To state the application of Article 2.4.2.2.

Provision: 5.5.3.5.(2)

Objective
OS1

Attributions
5.5.3.5.(2)(a) [F11-OS1.1]

Intent(s)

Intent 1. To limit the probability that persons will not be notified in the event of equipment overheating,
which could lead to corrective action not being taken, which could lead to a fire or explosion, which
could lead to harm to persons.

Objective
OP1

Attributions
5.5.3.5.(2)(a) [F11-OP1.1]

Intent(s)

Intent 1. To limit the probability that persons will not be notified in the event of equipment overheating,
which could lead to corrective action not being taken, which could lead to a fire or explosion, which
could lead to damage to the building.

Objective
OS1

Attributions
5.5.3.5.(2)(b) [F01-OS1.1]

Intent(s)

Intent 1. To limit the probability that overheating of equipment will lead to a fire or explosion, which could
lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 5.5.3.5.(3)

Objective
OS1

Attributions
[F01, F02-OS1.1, OS1.2]

Intent(s)
Intent 1. To override the prohibition for ignition sources in Sentence 4.1.5.2.(1) and the requirement for

electrical equipment in Sentences 4.1.4.1.(1) and 5.5.3.4.(1) if:
• the ignition source is necessary for the conduct of laboratory operations [i.e., is an integral part

of them], and
• measures are taken to limit the probability that the ignition source will lead to an uncontrolled

fire and spread beyond the point of origin, which could lead to harm to persons.
Intent 2. To state the application of Article 5.5.4.2., with respect to the exhausting of flammable vapours

and combustion fumes.

Provision: 5.5.3.6.(1)

Objective
OS1

Attributions
[F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that ineffectiveness or failure of the components [electrical equipment,

mechanical systems, piping, valves, and automatic and manual control and safety devices] will lead
to an unwanted release of dangerous goods, which could lead to a fire or explosion, which could lead
to harm to persons.

Intent 2. To limit the probability that the components [electrical equipment, mechanical systems, piping,
valves, and automatic and manual control and safety devices] will not operate as originally intended
in a fire situation, which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OS3

Attributions
[F82-OS3.4]

Intent(s)
Intent 1. To limit the probability that ineffectiveness or failure of the components [electrical equipment,

mechanical systems, piping, valves, and automatic and manual control and safety devices] will lead
to an unwanted release of dangerous goods, which could lead to harm to persons.

Objective
OH5

Attributions
[F82-OH5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that ineffectiveness or failure of the components [electrical equipment,
mechanical systems, piping, valves, and automatic and manual control and safety devices] will lead
to an unwanted release of dangerous goods, which could lead to harm to the public.

Objective
OP1

Attributions
[F82-OP1.1]

Intent(s)
Intent 1. To limit the probability that ineffectiveness or failure of the components [electrical equipment,

mechanical systems, piping, valves, and automatic and manual control and safety devices] will lead
to an unwanted release of dangerous goods, which could lead to a fire or explosion, which could lead
to damage to the building.

Intent 2. To limit the probability that the components [electrical equipment, mechanical systems, piping,
valves, and automatic and manual control and safety devices] will not operate as originally intended
in a fire situation, which could lead to a fire or explosion, which could lead to damage to the building.

Provision: 5.5.3.6.(2)

Objective
OS1

Attributions
[F02-OS1.2] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to harm to persons.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to damage to the building.
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Intent Statements: NFC 2020

Provision: 5.5.4.1.(1)

Attributions
5.5.4.1.(1)(a)

Intent(s)
Intent 1. To direct Code users to Article 6.2.12.2. of the NBC for requirements regarding the design of con-

tinuous mechanical ventilation systems for laboratories.

Objective
OS1

Attributions
5.5.4.1.(1)(b) [F81, F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to harm to persons.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.5.4.2.(1)

Intent(s)
Intent 1. To direct Code users to Articles 6.3.4.3. and 6.3.4.4. of the NBC for requirements regarding the

design of power-ventilated enclosures for laboratories.

Provision: 5.5.4.2.(2)

Objective
OS1

Attributions
[F02-OS1.2] Applies to portion of Code text: “A power-ventilated enclosure required in Sentence (1) shall
not be used for the storage of dangerous goods…”

Intent(s)
Intent 1. To limit the probability that an excessive combustible content will increase fire severity, which

could lead to a fire in a power-ventilated enclosure beyond the point of origin and to other parts of the
building, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02-OP1.2] Applies to portion of Code text: “A power-ventilated enclosure required in Sentence (1) shall
not be used for the storage of dangerous goods…”

Intent(s)
Intent 1. To limit the probability that an excessive combustible content will increase fire severity, which

could lead to a fire in a power-ventilated enclosure beyond the point of origin and to other parts of the
building, which could lead to damage to the building.

Intent(s)
Intent 1. To state the application of Subsection 5.5.5.

Provision: 5.5.4.3.(1)

Intent(s)
Intent 1. To direct Code users to Article 6.3.4.3. of the NBC for requirements regarding the design of venti-

lation systems for laboratories.

Provision: 5.5.4.3.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that the ventilation systemwill shut down upon activation of the fire detec-

tion, fire alarm or makeup air system, which could lead to the accumulation of excessive quantities of
dangerous goods, which could lead to an increase of the combustible content and fire severity, which
could lead to the spread of a fire in the laboratory to other parts of the building, which could lead to
harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that the ventilation systemwill shut down upon activation of the fire detec-

tion, fire alarm or makeup air system, which could lead to the accumulation of excessive quantities of
dangerous goods, which could lead to an increase of the combustible content and fire severity, which
could lead to the spread of a fire in the laboratory to other parts of the building, which could lead to
damage to building or facility.
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Intent Statements: NFC 2020

Objective
OS3

Attributions
[F44-OS3.4]

Intent(s)
Intent 1. To limit the probability that the ventilation system will shut down upon activation of the fire de-

tection, fire alarm or makeup air system, which could lead to the accumulation of excessive quantities
of dangerous goods, which could expose persons to toxic substances, which could lead to harm to
persons.

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that the ventilation systemwill shut down upon activation of the fire detec-

tion, fire alarm or makeup air system, which could lead to the accumulation of excessive quantities of
dangerous goods, which could expose persons to toxic substances, which could lead to illness, which
could lead to harm to the public.

Provision: 5.5.4.3.(3)

Objective
OS1

Attributions
5.5.4.3.(3)(a) [F02-OS1.2] [F82-OS1.1]

Intent(s)
Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to

an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to harm to persons.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to harm to persons.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
5.5.4.3.(3)(a) [F02-OP1.2] [F82-OP1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that combustible or reactive deposits will accumulate, which could lead to
an increase of the combustible content and fire severity, which could lead to the spread of a fire in the
laboratory to other parts of the building, which could lead to damage to the building.

Intent 2. To limit the probability that combustible or reactive deposits will accumulate, which could lead
to obstruction of the ventilation system and reduction of its exhaust capacity, which could lead to an
explosive atmosphere, which in the presence of a source of ignition could lead to a fire or explosion,
which could lead to damage to the building.

Intent 3. To limit the probability that combustible or reactive deposits will accumulate on the blades of the
exhaust fan, which could lead to its misalignment or improper operation, which could lead to the
generation of sparks or heat and the ignition of deposits or explosive vapours or mists, which could
lead to a fire or explosion, which could lead to damage to the building.

Attributions
5.5.4.3.(3)(b)

Intent(s)
Intent 1. To state the application of Article 2.1.3.5., Sentence 6.4.1.1.(1) and Article 6.6.1.1.

Provision: 5.5.4.4.(1)

Intent(s)
Intent 1. To direct Code users toArticle 6.3.4.4. of the NBC for requirements regarding the design of power-

ventilated enclosures and exhaust duct systems for laboratories.

Provision: 5.5.5.1.(1)

Objective
OS1

Attributions
5.5.5.1.(1)(a) [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of fire
in the laboratory to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
5.5.5.1.(1)(a) [F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of fire
in the laboratory to other parts of the building, which could lead to damage to the building.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of fire
in the laboratory to other parts of the building, which could lead to harm to persons.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of fire
in the laboratory to other parts of the building, which could lead to harm to persons.

Attributions
5.5.5.1.(1)(a), 5.5.5.1.(1)(b), 5.5.5.1.(1)(b)(ii)

Intent(s)
Intent 1. To expand the application of the quantity limits in Sentence 4.2.6.3.(1).

Attributions
5.5.5.1.(1)(a)

Intent(s)
Intent 1. To exempt laboratories from the application of Article 4.2.8.2. and to reduce the quantities other-

wise permitted [600 L in containers] to be kept in the open in an industrial occupancy.

Provision: 5.5.5.1.(2)

Attributions
5.5.5.1.(2)(a), 5.5.5.1.(2)(b)

Intent(s)
Intent 1. To state the application of Subsections 4.2.9. and 4.2.10.

Attributions
5.5.5.1.(2)(a)

Intent(s)
Intent 1. To exempt cabinets in a laboratory located in a Group B major occupancy from the application of

Sentence 4.2.10.3.(1) and to reduce the quantities otherwise permitted [3 cabinets] in a fire compart-
ment.
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Intent Statements: NFC 2020

Provision: 5.5.5.1.(3)

Objective
OS1

Attributions
[F02-OS1.2] Applies to storing outside the laboratory.

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of fire
in the laboratory to other parts of the building, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2] Applies to storing outside the laboratory.

Intent(s)
Intent 1. To limit the probability that excessive quantities of combustible or reactive products will be in-

volved in a fire, which could lead to an increase in fire severity, which could lead to the spread of the
fire in the laboratory to other parts of the building, which could lead to damage to the building.

Intent(s)
Intent 1. To direct Code users to Part 3.

Provision: 5.5.5.2.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 4.2.3.

Provision: 5.5.5.2.(2)

Objective
OS1

Attributions
[F02, F04-OS1.2] [F43, F01-OS1.1]

Intent(s)
Intent 1. [Clause 5.5.5.2.(2)(a)] To limit the probability of the release and ignition of vapours and the escape

of liquids under normal conditions, and rupture and explosion of the container under fire conditions,
which could lead to harm to persons.

Intent(s)
Intent 1. [Clause 5.5.5.2.(2)(b)] To limit the capacity of individual containers to 25 L or less, which will re-

duce the overall quantity of flammable or combustible liquids resulting from a spill or rupture of the
container in normal conditions, which could ignite in the presence of an ignition source, which would
reduce the likelihood of a resulting pool fire spreading beyond the limit of the laboratory, which could
lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02, F04-OP1.2] [F01, F43-OP1.1]

Intent(s)
Intent 1. [Clause 5.5.5.2.(2)(a)] To limit the probability of the release and ignition of vapours and the escape

of liquids under normal conditions, and rupture and explosion of the container under fire conditions,
which could lead to damage to building or facility.

Intent(s)
Intent 1. [Clause 5.5.5.2.(2)(b)] To limit the capacity of individual containers to 25 L or less, which will re-

duce the overall quantity of flammable or combustible liquids resulting from a spill or rupture of the
container in normal conditions, which could ignite in the presence of an ignition source, which would
reduce the likelihood of a resulting pool fire spreading beyond the limit of the laboratory, which could
lead to damage to building or facility.

Provision: 5.5.5.2.(3)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the release of flammable or combustible liquids under normal condi-

tions, which could lead to a fire in the presence of a source of ignition, which could lead to harm to
persons.

Objective
OP1

Attributions
[F01, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability of the release of flammable or combustible liquids under normal condi-

tions, which could lead to a fire in the presence of a source of ignition, which could lead to damage to
building or facility.

Provision: 5.5.5.2.(4)

Objective
OS1

Attributions
[F43, F01-OS1.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that vapours will be released or that flammable or combustible liquids will
escape, which could lead to a fire or explosion in the presence of a source of ignition, which could lead
to harm to persons.

Provision: 5.5.5.3.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that laboratories will be used as a storage area for cylinders of dangerous

goods classified as compressed gases, which could lead to the release of compressed gases when ex-
posed to fire or explosion, which could intensify the fire, which could lead to the spread of fire, which
could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that laboratories will be used as a storage area for cylinders of dangerous

goods classified as compressed gases, which could lead to the release of compressed gases when ex-
posed to fire or explosion, which could intensify the fire, which could lead to the spread of fire, which
could lead to damage to building.

Provision: 5.5.5.3.(2)

Objective
OS1

Attributions
[F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that storage cylinders or piping systemswill be physically damaged, which

could lead to the release of compressed gases, which could lead to a fire or explosion, which could lead
to harm to persons.

Objective
OS3

Attributions
[F81-OS3.4]

Intent(s)
Intent 1. To limit the probability that storage cylinders or piping systemswill be physically damaged, which

could lead to the release of compressed gases, which could lead to harm to persons, including emer-
gency responders.
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Intent Statements: NFC 2020

Provision: 5.5.5.3.(3)

Objective
OS1

Attributions
5.5.5.3.(3)(a) [F81-OS1.1] [F12-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that inappropriate actions by laboratory personnel or emergency respon-

ders will lead to the unwanted release or mixing of gases, which could lead to a fire or explosion,
which could lead to harm to persons, including emergency responders.

Intent 2. To limit the probability that delays or ineffectiveness in conducting firefighting or spill control
operations will lead to a fire or explosion, or in a fire spreading beyond the point of origin, which
could lead to harm to persons, including emergency responders.

Objective
OS3

Attributions
5.5.5.3.(3)(b) [F12-OS3.4]

Intent(s)
Intent 1. To limit the probability that delays in shutting off the gas supply will lead to the unwanted release

of gases, which could lead to harm to persons, including emergency responders.

Objective
OP1

Attributions
5.5.5.3.(3)(b) [F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that delays in shutting off the gas supply will lead to the unwanted release

of gases, which could lead to a fire or explosion and the spread of fire to other parts of the building,
which could lead to damage to the building.

Objective
OP1

Attributions
5.5.5.3.(3)(a) [F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that delays or ineffectiveness in conducting firefighting or spill control

operations will lead to a fire or explosion, or in a fire spreading beyond the point of origin, which
could lead to damage to the building.

Objective
OS3

Attributions
5.5.5.3.(3)(a) [F81, F12-OS3.4]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that inappropriate actions by laboratory personnel or emergency respon-
ders will lead to the unwanted release or mixing of gases, which could lead to harm to persons, in-
cluding emergency responders.

Objective
OS1

Attributions
5.5.5.3.(3)(b) [F12-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that delays in shutting off the gas supply will lead to the unwanted release

of gases, which could lead to a fire or explosion and the spread of fire to other parts of the building,
which could lead to harm to persons.

Provision: 5.5.5.3.(4)

Objective
OS1

Attributions
[F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that gases will be released from cylinders when not in use, which could

lead to a fire or explosion, which could lead to harm to persons.

Objective
OS3

Attributions
[F43-OS3.4]

Intent(s)
Intent 1. To limit the probability that gases will be released from cylinders when not in use, which could

lead to harm to persons, including emergency responders.

Provision: 5.5.5.3.(5)

Objective
OS3

Attributions
[F43-OS3.4]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as toxic gaseswill accumulate in the atmos-

phere, which could expose persons to toxic substances above the permissible exposure limits, which
could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OH5

Attributions
[F43-OH5]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as toxic gases will be released into the

atmosphere, which could expose persons to toxic substances above the permissible exposure limits,
which could lead to harm to the public.

Objective
OS3

Attributions
5.5.5.3.(5)(b) [F11, F12, F13-OS3.4]

Intent(s)
Intent 1. To limit the probability that emergency response being delayed upon the release of dangerous

goods classified as toxic gases into the atmosphere, which could expose persons to toxic substances
above the permissible exposure limits, which could lead to harm to persons.

Objective
OH

Attributions
5.5.5.3.(5)(b) [F11, F12, F13-OH5]

Intent(s)
Intent 1. To limit the probability that emergency response being delayed upon the release of dangerous

goods classified as toxic gases into the atmosphere, which could lead to expose persons to toxic sub-
stances above the permissible exposure limits, which could lead to harm to the public.

Provision: 5.5.5.3.(6)

Objective
OS1

Attributions
[F01, F02-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as compressed gases of pyrophoric mate-

rials will be released into the atmosphere, which could ignite in the presence of air, water or humidity,
which could lead to the ignition of nearby combustible materials, which could lead to the spread the
fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F02-OP1.1, OP1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that dangerous goods classified as compressed gases of pyrophoric mate-
rials will be released into the atmosphere, which could ignite in the presence of air, water or humidity,
which could lead to the ignition of nearby combustible materials, which could lead to the spread the
fire, which could lead to damage to the building or facility.

Provision: 5.5.5.3.(7)

Objective
OS3

Attributions
[F44-OS3.4]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as toxic gases will be released into the

atmosphere, which could expose persons to toxic substances, which could lead to harm to persons.

Objective
OH5

Attributions
[F44-OH5]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as toxic gases will be released into the

atmosphere, which could expose persons to toxic substances, which could lead to harm to the public.

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as compressed gases of pyrophoric mate-

rials will be released into the atmosphere, which could ignite in the presence of air, water or humidity,
which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that dangerous goods classified as compressed gases of pyrophoric mate-

rials will be released into the atmosphere, which could ignite in the presence of air, water or humidity,
which could lead to damage to the building or facility.

Provision: 5.5.5.4.(1)

Intent(s)
Intent 1. To expand the application of Article 3.2.7.14.
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Intent Statements: NFC 2020

Provision: 5.5.5.4.(2)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours will be released, or that flammable liquids or combustible

liquids will escape, which could lead to a fire or explosion in the presence of a source of ignition,
which could lead to harm to persons.

Provision: 5.5.5.5.(1)

Attributions
5.5.5.5.(1)(a)

Intent(s)
Intent 1. To expand the application of Articles 5.5.4.3. and 5.5.4.4., which would otherwise apply only to

laboratories where dangerous goods are used, to laboratories where dangerously reactive materials
other than perchloric acid are heated above normal ambient temperature.

Objective
OS1

Attributions
5.5.5.5.(1)(b) [F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that vapours or deposits of dangerously reactive materials other than per-

chloric acid will react with incompatible products or materials, which could lead to a fire or explosion,
which could lead to harm to persons.

Provision: 5.5.5.5.(2)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that reactive deposits will accumulate, which could lead to a fire or explo-

sion and to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that reactive deposits will accumulate, which, in the event of a fire, could
lead to the spread of fire to other parts of the building, which could lead to damage to the building or
facility.

Provision: 5.5.5.6.(1)

Attributions
5.5.5.6.(1)(a)

Intent(s)

Intent 1. To expand the application of Articles 5.5.4.3. and 5.5.4.4., which would otherwise apply where
dangerous goods are used in laboratories, to areas in laboratorieswhere unstable substances are heated
above normal ambient temperature.

Objective
OS1

Attributions
5.5.5.6.(1)(b) [F81-OS1.1]

Intent(s)

Intent 1. To limit the probability that vapours or deposits of unstable substances, such as perchloric acid,
will react with incompatible products ormaterials, which could lead to a fire or explosion, which could
lead to harm to persons.

Provision: 5.5.5.6.(2)

Objective
OS1

Attributions
[F01-OS1.1] [F02-OS1.2]

Intent(s)

Intent 1. To limit the probability that reactive deposits will accumulate, which could lead to a fire or explo-
sion and to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1] [F02-OP1.2]

Intent(s)

Intent 1. To limit the probability that reactive deposits will accumulate, which, in the event of a fire, could
lead to the spread of fire to other parts of the building, which could lead to damage to the building or
facility.
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Intent Statements: NFC 2020

Provision: 5.5.5.6.(3)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that unstable substances, such as perchloric acid, will be ignited or over-

heated, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.5.5.7.(1)

Objective
OS1

Attributions
5.5.5.7.(1)(a) [F81-OS1.1]

Intent(s)
Intent 1. To limit the probability that incompatible products will be accidentally mixed, which could lead

to a fire or explosion, which could lead to harm to persons.

Attributions
5.5.5.7.(1)(b)

Intent(s)
Intent 1. To clarify that Article 5.5.5.1. applies to wastes as well as to new products.

Provision: 5.6.1.1.(1)

Intent(s)
Intent 1. To state the application of Section 5.6.

Provision: 5.6.1.2.(1)

Objective
OP3

Attributions
[F02, F03-OP3.1]

Intent(s)
Intent 1. To limit the probability of the spread of fire from the building, or parts thereof, being constructed,

altered or demolished to adjacent buildings or facilities during the time required for emergency re-
sponders to perform their duties, which could lead to damage to the adjacent buildings or facilities.

Provision: 5.6.1.3.(1)

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To direct Code users to Section 2.8. for requirements regarding the preparation of a fire safety
plan.

Provision: 5.6.1.4.(1)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that emergency responders will be delayed in accessing fire protection

equipment, which could lead to delays in carrying out fire suppression operations using such equip-
ment, which could lead to the spread of fire beyond the point of origin, which could lead to harm to
persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responders will be delayed in accessing fire protection

equipment, which could lead to delays in carrying out fire suppression operations using such equip-
ment, which could lead to the spread of fire beyond the point of origin, which could lead to damage
to the building or facility.

Provision: 5.6.1.4.(2)

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that firefighterswill not have themeans to perform their duties on all levels

of a building or parts thereof, which could lead to delays during firefighting operations, which could
lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Intent 2. To limit the probability that emergency responders will be delayed in carrying out fire emergency
operations [e.g., rescue operations], which could lead to delays in the evacuation or movement of per-
sons to a safe place, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that firefighters will not have the means to perform their duties on all

levels of a building or parts thereof, which could lead to delays during firefighting operations, which

611

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

could lead to the spread of fire beyond the point of origin, which could lead to damage to the building
or facility.

Provision: 5.6.1.4.(3)

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to readily use existing eleva-

tors, hoists or lifts in a fire situation, which could lead to delays or inefficiencies in carrying out fire
emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons, including emergency responders, and
• the spread of fire to other parts of the building, which could lead to harm to persons, including

emergency responders.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to readily use existing eleva-

tors, hoists or lifts in a fire situation, which could lead to delays or inefficiencies in carrying out fire
emergency response operations, which could lead to the spread of fire to other parts of the building,
which could lead to damage to the building or facility.

Provision: 5.6.1.4.(4)

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that a lack of site access will lead to delays during firefighting operations,

which could lead to the spread of fire beyond the point of origin, which could lead to harm to persons.
Intent 2. To limit the probability that emergency responders will be delayed in carrying out fire emergency

operations [e.g., rescue operations], which could lead to delays in the evacuation or movement of per-
sons to a safe place, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]
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Intent(s)
Intent 1. To limit the probability that a lack of site access will lead to delays during firefighting operations,

which could lead to the spread of fire beyond the point of origin, which could lead to damage to the
building or facility.

Provision: 5.6.1.4.(5)

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency responders will be delayed in carrying out fire emergency

operations [e.g., rescue operations], which could lead to delays in the evacuation or movement of per-
sons to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that a lack of site access will lead to delays during firefighting operations,
which could lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that a lack of site access will lead to delays during firefighting operations,

which could lead to the spread of fire beyond the point of origin, which could lead to damage to the
building or facility.

Provision: 5.6.1.5.(1)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability of delays in locating and reaching portable extinguishers, which could

lead to delays in carrying out fire suppression operations using portable extinguishers, which could
lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
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Intent 1. To limit the probability of delays in locating and reaching portable extinguishers, which could lead
to delays in carrying out fire suppression operations using portable extinguishers, which could lead
to the spread of fire beyond the point of origin, which could lead to damage to the building or facility.

Provision: 5.6.1.5.(2)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To supersede the ratings specified in Article 2.1.5.1.
This is to limit the probability of ineffectiveness in carrying out fire suppression operations using portable

extinguishers, which could lead to the spread of fire beyond the point of origin, which could lead to
harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To supersede the ratings specified in Article 2.1.5.1.
This is to limit the probability of ineffectiveness in carrying out fire suppression operations using portable

extinguishers, which could lead to the spread of fire beyond the point of origin, which could lead to
damage to the building or facility.

Provision: 5.6.1.6.(1)

Intent(s)
Intent 1. To direct Code users to Subsection 3.2.5. of the NBC.

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
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Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-
ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.1.6.(2)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Attributions
5.6.1.6.(2)(c)

Intent(s)
Intent 1. To direct Code users to Subsection 3.2.5. of the NBC for requirements regarding pipe sizing, hose

valves and water supply in buildings under construction or alteration that are not occupied.

Provision: 5.6.1.6.(3)

Objective
OS1

Attributions
[F12, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not operate as intended, which could lead to

their being ineffective in suppressing or controlling a fire, which could lead to the spread of fire, which
could lead to harm to persons.

Objective
OP1

Attributions
[F12, F82-OP1.2]

615

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that standpipe systems will not operate as intended, which could lead to

their being ineffective in suppressing or controlling a fire, which could lead to the spread of fire, which
could lead to damage to the building or facility.

Provision: 5.6.1.7.(1)

Intent(s)
Intent 1. To expand the definition of “hot works.”
Intent 2. To expand the application of Section 5.2. to roofing operations and other surface applications in-

volving heat sources and hot processes.

Provision: 5.6.1.7.(2)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that a fire in the bitumen heating equipment will ignite adjacent materials,

which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that a fire in the bitumen heating equipment will ignite adjacent materials,

which could lead to a fire or explosion, which could lead to damage to the building or facility.

Provision: 5.6.1.7.(3)

Objective
OS1

Attributions
[F01-OS1.2]

Intent(s)
Intent 1. To limit the probability that mops used for spreading bitumen will spontaneously ignite, which

could lead to the spread of fire to the building or facility, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.2]

Intent(s)
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Intent 1. To limit the probability that mops used for spreading bitumen will spontaneously ignite, which
could lead to the spread of fire to the building or facility, which could lead to damage to the building
or facility.

Provision: 5.6.1.8.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that ignition sources such as open flames, sparks or heat will ignite com-

bustible materials, which could lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that ignition sources such as open flames, sparks or heat will ignite com-

bustible materials, which could lead to a fire or explosion, which could lead to damage to the building
or facility.

Provision: 5.6.1.8.(2)

Objective
OS1

Attributions
[F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that temporary heating equipmentwill ignite combustiblematerials, which

could lead to the spread of fire or explosion, which could lead to harm to persons.
Intent 2. To state the application of Part 6 of the NBC.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that temporary heating equipmentwill ignite combustiblematerials, which

could lead to a fire or explosion, which could lead to damage to the building or facility.
Intent 2. To state the application of Part 6 of the NBC.
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Provision: 5.6.1.9.(1)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability that live building services [e.g., electrical installations] will be damaged

during demolition operations, which could lead to a fire or explosion, which could lead to harm to
persons.

Intent 2. To limit the probability of the unwanted release of flammable liquids or vapours from live building
services [e.g., gas and fuel lines] during demolition operations, which could lead to their accumula-
tion in ignitable concentrations, which could lead to a fire or explosion, which could lead to harm to
persons.

Objective
OP1

Attributions
[F01, F43-OP1.1]

Intent(s)
Intent 1. To limit the probability that live building services [e.g., electrical installations] will be damaged

during demolition operations, which could lead to a fire or explosion, which could lead to damage to
the building or facility.

Intent 2. To limit the probability of the unwanted release of flammable liquids or vapours from live building
services [e.g., gas and fuel lines] during demolition operations, which could lead to their accumulation
in ignitable concentrations, which could lead to a fire or explosion, which could lead to damage to the
building or facility.

Objective
OS3

Attributions
[F32-OS3.3]

Intent(s)
Intent 1. To limit the probability that energized equipment will be damaged during demolition operations,

which could lead to safety hazards [e.g., electrocution], which could lead to harm to persons.

Provision: 5.6.1.9.(2)

Objective
OS1

Attributions
[F81-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that services will be shut off or disconnected in an unsafe manner, which

could lead to a fire or explosion, which could lead to harm to persons.
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Intent 2. To limit the probability that services that are to be maintained will be physically damaged [e.g.,
damage to fuel lines causing an unwanted leak], which could lead to a fire or explosion, which could
lead to harm to persons.

Intent 3. To limit the probability that water services that are to be maintained will be physically damaged,
which could lead to an inadequate water supply to fire suppression systems [sprinklers, standpipes,
yard hydrants] in a fire situation, which could lead to the fire not being suppressed or controlled,
which could lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F81-OP1.1, OP1.2]

Intent(s)

Intent 1. To limit the probability that services will be shut off or disconnected in an unsafe manner, which
could lead to a fire or explosion, which could lead to damage to the building or facility.

Intent 2. To limit the probability that services that are to be maintained will be physically damaged [e.g.,
damage to fuel lines causing an unwanted leak], which could lead to a fire or explosion, which could
lead to damage to the building or facility.

Intent 3. To limit the probability that water services that are to be maintained will be physically damaged,
which could lead to an inadequate water supply to fire suppression systems [sprinklers, standpipes,
yard hydrants] in a fire situation, which could lead to the fire not being suppressed or controlled,
which could lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.1.9.(3)

Objective
OS3

Attributions
[F32-OS3.4]

Intent(s)

Intent 1. To limit the probability that persons will be exposed to unsafe electrical installations, which could
lead to harm to persons.

Objective
OS1

Attributions
[F01-OS1.1, OS1.2]

Intent(s)

Intent 1. To limit the probability that unsafe electrical installations will start a fire, which could lead to the
spread of fire, which could lead to harm to persons.
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Provision: 5.6.1.10.(1)

Objective
OS1

Attributions
[F81, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the unwanted release of fuel, which could accumulate in ignitable con-

centrations, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.6.1.11.(1)

Intent(s)
Intent 1. To expand the application of Subsection 4.3.16. to tanks, piping andmachinery reservoirs in build-

ings or parts of buildings and facilities undergoing demolition, including any incomplete or aban-
doned buildings.

Provision: 5.6.1.11.(2)

Objective
OS1

Attributions
[F01, F43-OS1.1] [F01-OS1.1]

Intent(s)
Intent 1. For the draining operation, to limit the probability of the unwanted escape of liquids or vapours

during demolition operations, which could lead to the ignition of flammable vapours, which could
lead to a fire or explosion, which could lead to harm to persons.

Intent 2. For the removal operation, to limit the probability of the ignition of flammable vapours during
demolition operations, which could lead to a fire or explosion, which could lead to harm to persons.

Provision: 5.6.1.11.(3)

Objective
OS1

Attributions
[F01, F81-OS1.1]

Intent(s)
Intent 1. To supersede the requirement in Sentence 5.6.1.11.(2), where it is impracticable to remove drained

and purged equipment prior to demolition, but only if measures are taken to:
• limit the probability of damage to the equipment during demolition operations [identification],

and
• eliminate the vapour ignition hazard as soon as possible [removal].
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Provision: 5.6.1.11.(4)

Objective
OS1

Attributions
[F01, F43-OS1.1]

Intent(s)
Intent 1. To limit the probability of the unwanted escape of liquid or vapour during demolition operations,

which could lead to the ignition of flammable vapours, which could lead to a fire or explosion, which
could lead to harm to persons.

Provision: 5.6.1.12.(1)

Objective
OS1

Attributions
[F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a fire will spread from parts of the building being constructed or de-

molished to parts that remain occupied, which could lead to harm to persons.
Intent 2. To limit the probability that a fire will spread from parts of the building that remain occupied to

parts being constructed or demolished, which could lead to harm to persons.

Objective
OP1

Attributions
[F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire will spread from parts of the building being constructed or de-

molished to parts that remain occupied, which could lead to damage to the building or facility.
Intent 2. To limit the probability that a fire will spread from parts of the building that remain occupied to

parts being constructed or demolished, which could lead to damage to the building or facility.

Provision: 5.6.1.13.(1)

Objective
OS1

Attributions
[F12, F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that fire protection systemswill be ineffective in suppressing or controlling

a fire, which could lead to the spread of fire beyond the point of origin, which could lead to harm to
persons.
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Objective
OP1

Attributions
[F12, F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire protection systemswill be ineffective in suppressing or controlling

a fire, which could lead to the spread of fire beyond the point of origin, which could lead to damage
to the building or facility.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that fire protection systems will not operate as intended in a fire situation,

which could lead to the spread of fire, which could lead to damage to adjacent buildings or facilities.

Provision: 5.6.1.13.(2)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to the spread of fire, which could lead to damage to the building or facility.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to the spread of fire, which could lead to damage to adjacent buildings or
facilities.

Objective
OS1

Attributions
[F02-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to:
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• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Intent(s)
Intent 1. To direct Code users to Article 6.1.1.4.

Provision: 5.6.1.14.(1)

Objective
OS1

Attributions
[F02-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability of a fire in the part of the building being demolished, which could lead to:

• delays in the safe egress of building occupants, or
• the spread of fire to occupied parts of the building.

This is to limit the probability of harm to persons.

Provision: 5.6.1.14.(2)

Objective
OS1

Attributions
[F02-OS1.5, OS1.2]

Intent(s)
Intent 1. To limit the probability of a fire in the part of the building under construction or alteration, which

could lead to:
• delays in the safe egress of building occupants, or
• the spread of fire to occupied parts of the building.

This is to limit the probability of harm to persons.

Provision: 5.6.1.14.(3)

Objective
OS1

Attributions
[F13-OS1.5, OS1.2]

Intent(s)
Intent 1. To limit the probability of delays in notifying building occupants and the fire department in the

event of a fire emergency, which could lead to:
• delays in firefighting operations,
• delays in the safe egress of building occupants, or
• the spread of fire to occupied parts of the building.
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Intent Statements: NFC 2020

This is to limit the probability of harm to persons.

Provision: 5.6.1.15.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that ignition sources associated with the activity of smoking will ignite

combustible materials, dusts, vapours or gases, which could lead to harm to persons.

Provision: 5.6.1.16.(1)

Objective
OS3

Attributions
[F10, F82-OS3.7]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place in an

emergency situation, which could lead to harm to persons.

Provision: 5.6.1.16.(2)

Objective
OS3

Attributions
[F10, F82-OS3.7]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place in an

emergency situation, which could lead to harm to persons.

Provision: 5.6.1.17.(1)

Objective
OS1

Attributions
[F11-OS1.5]

Intent(s)
Intent 1. To limit the probability that persons will not be promptly notified of a fire situation, which could

lead to delays in the evacuation or movement of persons to a safe place, which could lead to harm to
persons.

Provision: 5.6.1.18.(1)
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Intent(s)
Intent 1. To direct Code users to Part 4.

Provision: 5.6.1.18.(2)

Intent(s)
Intent 1. To direct Code users to Part 3.

Provision: 5.6.1.18.(3)

Intent(s)
Intent 1. To direct Code users to Part 5.

Provision: 5.6.1.19.(1)

Objective
OS1

Attributions
[F01-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that fabrics and films used to temporarily enclose buildings will be ignited

by ignition sources [e.g., heaters], which could lead to the spread of fire, which could lead to harm to
persons.

Provision: 5.6.1.20.(1)

Objective
OS1

Attributions
[F02-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability of a fire involving combustible refuse, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that a fire involving combustible refuse will spread to other parts of the

building, which could lead to damage to the building or facility.
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Provision: 5.6.2.1.(1)

Objective
OS1

Attributions
[F01, F43, F81-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that building services [e.g., gas, electrical and heating installations] will

be damaged during excavation, which could lead to the start and spread of fire, which could lead to
harm to persons.

Intent 2. To limit the probability that open valves will lead to the accidental release of liquid or vapour [e.g.,
from gas or fuel lines], which could lead to the accumulation and subsequent ignition of vapour, which
could lead to the start and spread of fire, which could lead to harm to persons.

Intent 3. To limit the probability that the type of service will not be readily identified, which could lead
to the misuse of the services [e.g., the unwanted opening of a valve and release of liquid or vapour],
which could lead to the start and spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F43, F81-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that building services [e.g., gas, electrical and heating installations] will

be damaged during excavation, which could lead to the start and spread of fire, which could lead to
damage to the building or facility.

Intent 2. To limit the probability that open valves will lead to the accidental release of liquid or vapour [e.g.,
from gas or fuel lines], which could lead to the accumulation and subsequent ignition of vapour, which
could lead to the start and spread of fire, which could lead to damage to the building or facility.

Intent 3. To limit the probability that the type of service will not be readily identified, which could lead
to the misuse of the services [e.g., the unwanted opening of a valve and release of liquid or vapour],
which could lead to the start and spread of fire, which could lead to damage to the building or facility.

Objective
OS3

Attributions
[F32-OS3.3]

Intent(s)
Intent 1. To limit the probability that during excavation at sites where buildings or parts of buildings and

facilities are undergoing demolition, including any incomplete or abandoned buildings, energized
equipment will be damaged, which could lead to safety hazards [e.g., electrocution], which could lead
to harm to persons.
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Provision: 5.6.2.1.(2)

Objective
OS1

Attributions
[F81-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that services will be shut off or disconnected in an unsafe manner, which

could lead to a fire or explosion, which could lead to harm to persons.
Intent 2. To limit the probability that services that are to be maintained will be physically damaged [e.g.,

damage to fuel lines causing an unwanted leak], which could lead to a fire or explosion, which could
lead to harm to persons.

Intent 3. To limit the probability that water services that are to be maintained will be physically damaged,
which could lead to an inadequate water supply to fire suppression systems [sprinklers, standpipes,
yard hydrants] in a fire situation, which could lead to the fire not being suppressed or controlled,
which could lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F81-OP1.1, OP1.2]

Intent(s)
Intent 1. To limit the probability that services will be shut off or disconnected in an unsafe manner, which

could lead to a fire or explosion, which could lead to damage to the building or facility.
Intent 2. To limit the probability that services that are to be maintained will be physically damaged [e.g.,

damage to fuel lines causing an unwanted leak], which could lead to a fire or explosion, which could
lead to damage to the building or facility.

Intent 3. To limit the probability that water services that are to be maintained will be physically damaged,
which could lead to an inadequate water supply to fire suppression systems [sprinklers, standpipes,
yard hydrants] in a fire situation, which could lead to the fire not being suppressed or controlled,
which could lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.2.2.(1)

Objective
OS1

Attributions
[F81-OS1.1, OS1.2]

Intent(s)
Intent 1. To exempt certain services from the application of Sentence 5.6.2.1.(1), which would otherwise

require that services be shut off or disconnected, if certain measures are taken, on the basis that these
services are needed during excavation.

This [the measures] is to limit the probability that:
• services will be operated in an unsafe manner, which could lead to a fire or explosion, which

could lead to harm to persons,
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Intent Statements: NFC 2020

• services will be physically damaged [e.g., damage to fuel lines causing an unwanted leak], which
could lead to a fire or explosion, which could lead to harm to persons,

• supporting structure for the services will fail, which could lead to damage to the services [e.g.,
fuel pipe failure or exposure of electrical lines], which could lead to a fire or explosion, which
could lead to harm to persons, and

• water services will be physically damaged, which could lead to an inadequate water supply to
fire suppression systems [sprinklers, standpipes, yard hydrants] in a fire situation, which could
lead to the fire not being suppressed or controlled, which could lead to the spread of fire, which
could lead to harm to persons.

Provision: 5.6.3.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.6.3.

Provision: 5.6.3.2.(1)

Objective
OS1

Attributions
[F01-OS1.1]

Intent(s)
Intent 1. To limit the probability that smoking material will ignite nearby combustible materials, which

could lead to a fire or explosion, which could lead to harm to persons.

Objective
OP1

Attributions
[F01-OP1.1]

Intent(s)
Intent 1. To limit the probability that smoking material will ignite nearby combustible materials, which

could lead to a fire or explosion, which could lead to damage to the building or facility.

Objective
OS1

Attributions
5.6.3.2.(1)(a), 5.6.3.2.(1)(d) [F01, F03-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that smoking material will ignite combustible materials, which could lead

to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
5.6.3.2.(1)(a), 5.6.3.2.(1)(d) [F01, F03-OP1.1, OP1.2]
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Intent(s)
Intent 1. To limit the probability that smoking material will ignite combustible materials, which could lead

to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.3.3.(1)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that emergency response will be delayed, which could lead to the spread

of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency response will be delayed, which could lead to the spread

of fire, which could lead to damage to the building or facility.

Provision: 5.6.3.3.(2)

Objective
OP3

Attributions
[F12-OP3.1]

Intent(s)
Intent 1. To limit the probability that emergency response will be delayed, which could lead to the spread

of fire, which could lead to damage to adjacent buildings or facilities.

Provision: 5.6.3.4.(1)

Objective
OS1

Attributions
[F03, F12-OS1.2] [F05, F10-OS1.5]Applies to portion of Code text: “… between exits… and containers used
for the disposal of combustible refuse …”

Intent(s)
Intent 1. To limit the probability that exits will be obstructed by containers for the disposal of combustible

refuse in an emergency, which could lead to:
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons, and
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• emergency responders being delayed in gaining access to floor areas, which could lead to emer-
gency response operations being delayed or ineffective, which could lead to delays in the evac-
uation or movement of persons to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that containers for the disposal of combustible refuse will create a hazard
in the exit, which could lead to harm to persons using the exit.

Objective
OS1

Attributions
[F03-OS1.2]Applies to portion of Code text: “… between… any portion of the building and containers used
for the disposal of combustible refuse …”

Intent(s)
Intent 1. To limit the probability that containers of combustible refuse will be ignited and contribute to a

fire, which could lead to the spread of fire from the containers to the building under construction
during the time required for emergency responders to perform their duties, which could lead to harm
to persons.

Objective
OP1

Attributions
[F03-OP3.1]Applies to portion of Code text: “… between… any portion of the building and containers used
for the disposal of combustible refuse …”

Intent(s)
Intent 1. To limit the probability that containers of combustible refuse will be ignited and contribute to a

fire, which could lead to the spread of fire from the building to an adjacent building during the time
required for emergency responders to perform their duties, which could lead to damage to adjacent
buildings.

Provision: 5.6.3.4.(2)

Objective
OS1

Attributions
[F01, F03-OS1.2]

Intent(s)
Intent 1. To limit the probability that a disposal chute will be ignited by a fire in a disposal container, which

could lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F01, F03-OP1.2]

Intent(s)
Intent 1. To limit the probability that a disposal chute will be ignited by a fire in a disposal container, which

could lead to the spread of fire beyond the point of origin, which could lead to damage to the building
or facility.
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Provision: 5.6.3.5.(1)

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that firefighting operations will be ineffective in suppressing or controlling

a fire, which could lead to the spread of fire to adjacent buildings, which could lead to damage to
adjacent buildings or facilities.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operations will be ineffective in suppressing or controlling

a fire, which could lead to the spread of fire beyond the point of origin, which could lead to damage
to the building or facility.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that firefighting operations will be ineffective in suppressing or controlling

a fire, which could lead to the spread of fire beyond the point of origin, which could lead to harm to
persons.

Provision: 5.6.3.6.(1)

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that hydrants will not be conspicuous or accessible, which could lead to

firefighting operations being delayed, which could lead to a fire not being suppressed or controlled,
which could lead to the spread of fire to adjacent buildings, which could lead to damage to adjacent
buildings or facilities.

Objective
OP1

Attributions
[F02-OP1.2]
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Intent(s)
Intent 1. To limit the probability that hydrants will not be conspicuous or accessible, which could lead to

firefighting operations being delayed, which could lead to a fire not being suppressed or controlled,
which could lead to the spread of fire beyond the point of origin, which could lead to damage to the
building or facility.

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that hydrants will not be conspicuous or accessible, which could lead to

firefighting operations being delayed, which could lead to a fire not being suppressed or controlled,
which could lead to the spread of fire beyond the point of origin, which could lead to harm to persons.

Provision: 5.6.3.7.(1)

Objective
OS1

Attributions
[F10, F12-OS1.2] [F02-OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency response will be ineffective, which could lead to persons

being delayed or impeded from moving to a safe place, which could lead to harm to persons.
Intent 2. To limit the probability that emergency responsewill be ineffective, which could lead to the spread

of fire beyond the compartment of origin, which could lead to harm to persons.

Objective
OS3

Attributions
[F30-OS3.1]

Intent(s)
Intent 1. To limit the probability that the stairway design will provide inadequate means of egress for oc-

cupants (such as tripping, slipping, or falling), which could lead to difficulties in movement in an
emergency situation, which could lead to delays in the evacuation or movement of persons to a safe
place, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responsewill be ineffective, which could lead to the spread

of fire beyond the compartment of origin, which could lead to harm to persons.
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Provision: 5.6.3.7.(2)

Objective
OS1

Attributions
[F10, F12-OS1.2] [F02, F12-OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency response will be ineffective, which could lead to persons

being delayed or impeded from moving to a safe place, which could lead to harm to persons.
Intent 2. To limit the probability that emergency responsewill be ineffective, which could lead to the spread

of fire beyond the compartment of origin, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responsewill be ineffective, which could lead to the spread

of fire beyond the compartment of origin, which could lead to harm to persons.

Provision: 5.6.3.7.(3)

Objective
OS1

Attributions
[F10, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that emergency response will be ineffective, which could lead to persons

being delayed or impeded from moving to a safe place, which could lead to harm to persons.
Intent 2. To limit the probability that emergency responsewill be ineffective, which could lead to the spread

of fire beyond the compartment of origin, which could lead to harm to persons.

Provision: 5.6.3.7.(4)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability of the spread of fire to access stairways, which could lead to delays in

access to the building by emergency responders, which could lead to fire emergency response opera-
tions being delayed or ineffective, which could lead to the spread of fire, which could lead to harm to
persons.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F10-OS1.5]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place, which

could lead to harm to persons.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that fire emergency response operations are delayed or ineffective, which

could lead to the fire not being controlled or suppressed, which could lead to damage to adjacent
buildings or facilities.

Provision: 5.6.3.7.(5)

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability of the spread of fire to access stairways, which could lead to delays in

access to the building by emergency responders, which could lead to fire emergency response opera-
tions being delayed or ineffective, which could lead to the spread of fire, which could lead to harm to
persons.

Objective
OS1

Attributions
[F10-OS1.5]

Intent(s)
Intent 1. To limit the probability of delays in the evacuation or movement of persons to a safe place, which

could lead to harm to persons.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that fire emergency response operations are delayed or ineffective, which
could lead to the fire not being controlled or suppressed, which could lead to damage to adjacent
buildings or facilities.

Provision: 5.6.3.8.(1)

Objective
OS1

Attributions
[F34-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a building under construction or de-

molition and cause a fire [accidental or intentional], which could lead to:
• harm to persons, and
• the spread of fire to an adjacent building, which could lead to harm to persons in the adjacent

building.

Provision: 5.6.3.8.(2)

Objective
OS1

Attributions
[F34-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a building under construction or de-

molition and cause a fire [accidental or intentional], which could lead to:
• harm to persons, and
• the spread of fire to an adjacent building, which could lead to harm to persons in the adjacent

building.
Intent 2. To limit the probability that persons will be injured from contact with rough surfaces of the barri-

cade, which could lead to harm to persons.

Provision: 5.6.3.8.(3)

Objective
OS1

Attributions
[F34-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a building under construction or de-

molition and cause a fire [accidental or intentional], which could lead to:
• harm to persons, and
• the spread of fire to an adjacent building, which could lead to harm to persons in the adjacent

building.
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Intent Statements: NFC 2020

Provision: 5.6.3.8.(4)

Objective
OS1.2

Attributions
[F12-OS1.1, OS1.2]

Intent(s)
Intent 1. To limit the probability that unauthorized persons will enter a building under construction or de-

molition and cause a fire [accidental or intentional], which could lead to:
• harm to persons, and
• the spread of fire to an adjacent building, which could lead to harm to persons in the adjacent

building.

Provision: 5.6.4.1.(1)

Intent(s)
Intent 1. To state the application of Subsection 5.6.4.

Provision: 5.6.4.2.(1)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.4.2.(2)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-
ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.4.2.(3)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.4.2.(4)

Objective
OS1

Attributions
[F02, F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to harm to persons.
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Intent Statements: NFC 2020

Objective
OP1

Attributions
[F02, F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that standpipe systems will not be available for use by emergency respon-

ders in a fire situation, which could lead to the fire not being suppressed or controlled, which could
lead to the spread of fire, which could lead to damage to the building or facility.

Provision: 5.6.4.2.(5)

Intent(s)
Intent 1. To clarify the application of Sentence 5.6.1.6.(1).

Provision: 5.6.4.3.(1)

Objective
OS1

Attributions
[F02-OS1.2]

Intent(s)
Intent 1. To limit the probability that mass timber elements will contribute to a fire, which could lead to the

spread of fire, which could lead to harm to persons.

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that mass timber elements will contribute to a fire, which could lead to the

spread of fire, which could lead to damage to the building or facility.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that mass timber elements will contribute to a fire, which could lead to

the spread of fire from the building to an adjacent building or facility, which could lead to damage to
adjacent buildings or facilities.

Provision: 5.6.4.3.(2)
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To exempt no more than the four uppermost contiguous storeys from the application of Sen-

tence 5.6.4.3.(1), on the basis that it is impractical to apply Sentence 5.6.4.3.(1) to all storeys of a build-
ing during construction.

Provision: 5.6.4.3.(3)

Intent(s)
Intent 1. To permit Type X gypsum board to be used as the encapsulation material, if certain conditions are

met, on the basis that its performance is considered equivalent to the encapsulation rating required by
Sentence 5.6.4.3.(1).

Provision: 6.1.1.1.(1)

Intent(s)
Intent 1. To state the application of Part 6.

Provision: 6.1.1.2.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire protection installations will not be maintained at the level of fire

protection originally intended, which could lead to the fire protection installations not operating prop-
erly in a fire situation, which could lead to the spread of fire, which could lead to damage to the build-
ing or facility.

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that fire protection installations will not be maintained at the level of fire

protection originally intended, which could lead to the fire protection installations not operating prop-
erly in a fire situation, which could lead to the spread of fire, which could lead to damage to adjacent
buildings or facilities.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that fire protection installations will not be maintained at the level of fire
protection originally intended, which could lead to the fire protection installations not operating prop-
erly in a fire situation, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.1.1.3.(1)

Objective
OP1

Attributions
[F11, F13-OP1.2]

Intent(s)

Intent 1. To limit the probability that emergency responders, building occupants and other persons con-
cerned will not be apprised of interruptions in the operation of fire protection installations, which
could lead to delays or inefficiencies in carrying out fire emergency response operations, which could
lead to the spread of fire, which could lead to damage to the building.

Objective
OP3

Attributions
[F11, F13-OP3.1]

Intent(s)

Intent 1. To limit the probability that emergency responders, building occupants and other persons con-
cerned will not be apprised of interruptions in the operation of fire protection installations, which
could lead to delays or inefficiencies in carrying out fire emergency response operations, which could
lead to the spread of fire, which could lead to damage to adjacent buildings or facilities.

Objective
OS1

Attributions
[F11, F13-OS1.2, OS1.5]

Intent(s)

Intent 1. To limit the probability that emergency responders, building occupants and other persons con-
cerned will not be apprised of interruptions in the operation of fire protection installations, which
could lead to delays or inefficiencies in carrying out fire emergency response operations, which could
lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons, including emergency responders.
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Intent Statements: NFC 2020

Provision: 6.1.1.4.(1)

Objective
OP1

Attributions
[F02-OP1.2]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to the spread of fire, which could lead to damage to the building or facility.

Objective
OP3

Attributions
[F02-OP3.1]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to the spread of fire, which could lead to damage to adjacent buildings or
facilities.

Objective
OS1

Attributions
[F02-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that the level of fire protection originally intended will be reduced in a fire

situation, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.2.1.1.(1)

Objective
OS3

Attributions
[F82-OS3.1, OS3.2, OS3.3, OS3.4]

Intent(s)
Intent 1. To limit the probability that deficiencies in portable extinguishers will go unnoticed, which could

lead to corrective action on such deficiencies not being taken, which could lead to a safety hazard,
which could lead to harm to persons.

Objective
OP1

Attributions
[F82-OP1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that deficiencies in portable extinguishers will go unnoticed, which could

lead to corrective action on such deficiencies not being taken, which could lead to portable extinguish-
ers not operating properly when used in a fire situation, which could lead to the inability of the extin-
guishers to control or suppress a fire, which could lead to the spread of fire beyond the point of origin,
which could lead to damage to the building or facility.

Intent 2. To limit the probability that portable extinguishers will not be maintained at the level of perfor-
mance originally intended, which could lead to the portable extinguishers not operating properly
when used in a fire situation, which could lead to the extinguishers being ineffective in controlling
or suppressing a fire, which could lead to the spread of fire beyond the point of origin, which could
lead to damage to the building or facility.

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in portable extinguishers will go unnoticed, which could

lead to corrective action on such deficiencies not being taken, which could lead to portable extinguish-
ers not operating properly when used in a fire situation, which could lead to the inability of the extin-
guishers to control or suppress a fire, which could lead to the spread of fire beyond the point of origin,
which could lead to harm to persons.

Intent 2. To limit the probability that portable extinguishers will not be maintained at the level of perfor-
mance originally intended, which could lead to the portable extinguishers not operating properly
when used in a fire situation, which could lead to the extinguishers being ineffective in controlling
or suppressing a fire, which could lead to the spread of fire beyond the point of origin, which could
lead to harm to persons.

Provision: 6.3.1.1.(1)

Objective
OS1

Attributions
[F02, F12-OS1.5, OS1.2]

Intent(s)
Intent 1. To limit the probability that fire alarm and voice communication systems will not be maintained

at the level of performance originally intended, which could lead to the failure or improper operation
of such systems in a fire situation, which could lead to the inability of the systems to promptly notify
persons in the building, which could lead to delays in the evacuation or movement of persons to a safe
place, which could lead to harm to persons.

Intent 2. To limit the probability that fire alarm and voice communication systems will not be maintained
at the level of performance originally intended, which could lead to the failure or improper operation
of such systems in a fire situation, which could lead to the inability of the systems to promptly notify
or communicate with emergency responders, which could lead to delays or inefficiencies in carrying
out fire emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.
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Intent Statements: NFC 2020

This is to limit the probability of harm to persons.

Provision: 6.3.1.2.(1)

Objective
OS1

Attributions
[F82-OS1.5, OS1.2]

Intent(s)
Intent 1. To limit the probability that fire alarm systems will not operate as originally intended in a fire

situation, which could lead to the inability of the systems to promptly notify persons in the building,
which could lead to delays in the evacuation or movement of persons to a safe place, which could lead
to harm to persons.

Intent 2. To limit the probability that fire alarm systems [designed to notify the fire department] will not
operate as originally intended in a fire situation, which could lead to the inability of the systems to
promptly notify emergency responders, which could lead to delays in carrying out fire emergency
response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.3.1.2.(2)

Objective
OS1

Attributions
[F82-OS1.5, OS1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in fire alarm and detection system components will go

unnoticed and will not be corrected, which could lead to the improper operation of the system in a fire
situation, which could lead to the inability of the system to promptly notify persons in the building,
which could lead to delays in the evacuation or movement of persons to a safe place, which could lead
to harm to persons.

Intent 2. To limit the probability that deficiencies in fire alarm and detection system components [that are
part of a fire alarm system designed to notify the fire department] will go unnoticed and will not be
corrected, which could lead to the system not operating properly in a fire situation, which could lead
to the inability of the system to promptly notify emergency responders, which could lead to delays in
carrying out fire emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.
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Intent Statements: NFC 2020

Provision: 6.3.1.3.(1)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that proprietary signalling systems will not be maintained at the level of

performance originally intended, which could lead to the improper operation of such systems in a fire
situation, which could lead to the inability of the systems to promptly notify persons in the building,
which could lead to delays in the evacuation or movement of persons to a safe place, which could lead
to harm to persons.

Intent 2. To limit the probability that proprietary signalling systems will not be maintained at the level
of performance originally intended, which could lead to the systems not operating properly in a fire
situation, which could lead to the inability of the systems to promptly notify emergency responders,
which could lead to delays in carrying out fire emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.3.1.4.(1)

Intent(s)
Intent 1. To expand the application of Sentence 6.3.1.2.(1).

Provision: 6.3.1.4.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the systems will go unnoticed, which could lead to

corrective action on such deficiencies not being taken, which could lead to the systems not operating
as originally intended in a fire situation, which could lead to the inability of the system to promptly
notify persons in the building, which could lead to delays in the evacuation or movement of persons
to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in the system will go unnoticed, which could lead to cor-
rective action on such deficiencies not being taken, which could lead to the system not operating as
originally intended in a fire situation, which could lead to the inability of the system to promptly notify
or communicate with emergency responders, which could lead to delays or inefficiencies in carrying
out fire emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.
Intent 3. To direct Code users to Sentences 6.3.1.4.(3) and (4).
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Intent Statements: NFC 2020

Provision: 6.3.1.4.(3)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the system [with respect to the audibility of loudspeak-

ers]will go unnoticed, which could lead to corrective action on such deficiencies not being taken, which
could lead to the loudspeakers not being heard in all or certain parts of the building, which could lead
to the inability of the system to promptly notify persons in the building, which could lead to delays in
the evacuation or movement of persons to a safe place, which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in the system [with respect to the audibility of loudspeak-
ers] will go unnoticed, which could lead to corrective action on such deficiencies not being taken,
which could lead to the loudspeakers not being heard in all or certain parts of the building, which
could lead to the inability of the system to promptly notify or communicate with emergency respon-
ders, which could lead to delays or inefficiencies in carrying out fire emergency response operations,
which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.3.1.4.(4)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the system [with respect to the 2-way communication

from each floor area to the central alarm and control facility] will go unnoticed, which could lead to
corrective action on such deficiencies not being taken, which could lead to the inability of the system
to promptly notify or communicate with emergency responders, which could lead to delays or ineffi-
ciencies in carrying out fire emergency response operations, which could lead to:
• delays in the evacuation or movement of persons to a safe place, or
• the spread of fire.

This is to limit the probability of harm to persons.

Provision: 6.4.1.1.(1)

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
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Intent Statements: NFC 2020

Intent 1. To limit the probability that deficiencies in water-based fire protection systems will go unnoticed,
which could lead to corrective action on such deficiencies not being taken, which could lead to water-
based fire protection systems not operating properly when used in a fire situation, which could lead
to the inability of such systems to control or suppress a fire, which could lead to the spread of fire,
which could lead to harm to persons.

Intent 2. To limit the probability that water-based fire protection systems will not be maintained at the level
of performance originally intended, which could lead to water-based fire protection systems not op-
erating properly when used in a fire situation, which could lead to such systems being ineffective in
controlling or suppressing a fire, which could lead to the spread of fire, which could lead to harm to
persons.

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in water-based fire protection systems will go unnoticed,

which could lead to corrective action on such deficiencies not being taken, which could lead to water-
based fire protection systems not operating properly when used in a fire situation, which could lead
to the inability of such systems to control or suppress a fire, which could lead to the spread of fire,
which could lead to damage to the building.

Intent 2. To limit the probability that water-based fire protection systems will not be maintained at the level
of performance originally intended, which could lead to water-based fire protection systems not op-
erating properly when used in a fire situation, which could lead to such systems being ineffective in
controlling or suppressing a fire, which could lead to the spread of fire, which could lead to damage
to the building.

Objective
OS3

Attributions
[F82-OS3.1, OS3.2, OS3.3, OS3.4]

Intent(s)
Intent 1. To limit the probability that water-based fire protection systems will not operate as originally in-

tended, which could lead to a safety hazard, which could lead to harm to persons.

Provision: 6.5.1.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency power systems will go unnoticed, which

could lead to corrective action on such deficiencies not being taken, which could lead to emergency
power systems not operating as originally intended when there is a loss of normal power in a fire
situation, which could lead to the inability of the emergency power systems to supply fire protection
systems, which could lead to the inability of:
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Intent Statements: NFC 2020

• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster
or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire, and

• smoke management systems to control smoke conditions as originally intended, which could
lead to the migration of smoke from one floor area or fire compartment to other parts of the
building.

This is to limit the probability of damage to the building.

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency power systems will go unnoticed, which

could lead to corrective action on such deficiencies not being taken, which could lead to emergency
power systems not operating as originally intended when there is a loss of normal power in a fire
situation, which could lead to the inability of the emergency power systems to supply fire protection
systems, which could lead to the inability of water supply and fire protection systems [that rely on
booster or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire, which could lead to damage to adjacent buildings or facilities.

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that emergency power systems will not operate as originally intended

when there is a loss of normal power, which could lead to the inability of the emergency power systems
to supply emergency lighting systems to illuminate floor areas and egress routes, which could lead to
safety hazards [such as bumping, tripping, falling, etc.], which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in emergency power systems will go unnoticed, which
could lead to corrective action on such deficiencies not being taken, which could lead to emergency
power systems not operating as originally intended when there is a loss of normal power in an emer-
gency situation, which could lead to the inability of the emergency power systems to supply emer-
gency systems, which could lead to the inability of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-

uation or movement of persons to a safe place,
• smoke management systems to control smoke conditions as originally intended, which could

lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency power systems will go unnoticed, which

could lead to corrective action on such deficiencies not being taken, which could lead to emergency
power systems not operating as originally intended when there is a loss of normal power in a fire
situation, which could lead to the inability of the emergency power systems to supply fire protection
systems, which could lead to the inability of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster

or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire,

• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-
uation or movement of persons to a safe place,

• smoke management systems to control smoke conditions as originally intended, which could
lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.

Provision: 6.5.1.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency electrical power supply systems will go

unnoticed, which could lead to corrective action on such deficiencies not being taken, which could
lead to emergency electrical power supply systems not operating as originally intended when there is
a loss of normal power in a fire situation, which could lead to the inability of the emergency electrical
power supply systems to supply fire protection systems, which could lead to:
• fire alarm or voice communication systems not being able to promptly notify persons in the build-

ing, which could lead to delays in the evacuation or movement of persons to a safe place,
• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster

or fire pumps, or electrical power] not being able to control or suppress a fire, which could lead
to the spread of fire,

• emergency lighting systems not being able to illuminate egress routes, which could lead to delays
in the evacuation or movement of persons to a safe place,
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Intent Statements: NFC 2020

• smoke management systems not being able to control smoke conditions as originally intended,
which could lead to delays in emergency response operations, which could lead to delays in the
evacuation or movement of persons to a safe place, and

• elevator systems not being able to be used in emergency response operations, which could lead
to delays in emergency response operations, which could lead to delays in the evacuation or
movement of persons to a safe place.

This is to limit the probability of harm to persons.

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency electrical power supply systems will go

unnoticed, which could lead to corrective action on such deficiencies not being taken, which could
lead to emergency electrical power supply systems not operating as originally intended when there is
a loss of normal power in a fire situation, which could lead to the inability of the emergency electrical
power supply systems to supply fire protection systems, which could lead to:
• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster

or fire pumps, or electrical power] not being able to control or suppress a fire, which could lead
to the spread of fire, and

• smoke management systems not being able to control smoke conditions as originally intended,
which could lead to the migration of smoke from one floor area or fire compartment to other
parts of the building.

This is to limit the probability of damage to the building.

Provision: 6.5.1.2.(1)

Intent(s)
Intent 1. To state the application of Section 2.8.
Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Provision: 6.5.1.3.(1)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to [manually] start, or will

be delayed in [manually] starting, an emergency power system and to switch on essential loads when
there is a failure of the system to start automatically in a fire situation, which could lead to the inability
of the emergency power systems to supply fire protection systems, which could lead to the inability
of:
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Intent Statements: NFC 2020

• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster
or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire, and

• smoke management systems to control smoke conditions as originally intended, which could
lead to the migration of smoke from one floor area or fire compartment to other parts of the
building.

This is to limit the probability of damage to the building.
Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to [manually] start, or will

be delayed in [manually] starting, an emergency power system and to switch on essential loads when
there is a failure of the system to start automatically in a fire situation, which could lead to the inability
of the emergency power systems to supply fire protection systems, which could lead to the inability
of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster

or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire,

• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-
uation or movement of persons to a safe place,

• smoke management systems to control smoke conditions as originally intended, which could
lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.
Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Objective
OP3

Attributions
[F12-OP3.1]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to [manually] start, or will

be delayed in [manually] starting, an emergency power system and to switch on essential loads when
there is a failure of the system to start automatically in a fire situation, which could lead to the inability
of the emergency power systems to supply fire protection systems, which could lead to the inability
of water supply and fire protection systems [that rely on booster or fire pumps, or electrical power]
to control or suppress a fire, which could lead to the spread of fire, which could lead to damage to
adjacent buildings or facilities.
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Intent Statements: NFC 2020

Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Objective
OS3

Attributions
[F12-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to [manually] start, or will

be delayed in [manually] starting, an emergency power system and to switch on essential loads when
there is a failure of the system to start automatically, which could lead to the inability of the emergency
power systems to supply emergency lighting systems to illuminate floor areas and egress routes, which
could lead to safety hazards [such as bumping, tripping, falling, etc.], which could lead to harm to per-
sons.

Intent 2. To limit the probability that emergency responders will not be able to [manually] start, or will
be delayed in [manually] starting, an emergency power system and to switch on essential loads when
there is a failure of the system to start automatically, which could lead to the inability of the emergency
power systems to supply emergency systems, which could lead to the inability of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-

uation or movement of persons to a safe place,
• smoke management systems to control smoke conditions as originally intended, which could

lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.
Intent 3. To supersede the requirements of Sentence 6.5.1.1.(1).

Provision: 6.5.1.4.(1)

Intent(s)
Intent 1. To facilitate determination of compliance with the Code.

Provision: 6.5.1.5.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability of degeneration of, or impurity buildup in, the liquid fuel, which could

lead to emergency power systems not operating as originally intended when there is a loss of normal
power in a fire situation, which could lead to the inability of the emergency power systems to supply
fire protection systems, which could lead to the inability of:
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Intent Statements: NFC 2020

• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster
or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire, and

• smoke management systems to control smoke conditions as originally intended, which could
lead to the migration of smoke from one floor area or fire compartment to other parts of the
building.

This is to limit the probability of damage to the building.
Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability of degeneration of, or impurity buildup in, the liquid fuel, which could

lead to emergency power systems not operating as originally intended when there is a loss of normal
power in a fire situation, which could lead to the inability of the emergency power systems to supply
fire protection systems, which could lead to the inability of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• sprinkler, standpipe and hose systems, and other fire suppression systems [that rely on booster

or fire pumps, or electrical power] to control or suppress a fire, which could lead to the spread
of fire,

• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-
uation or movement of persons to a safe place,

• smoke management systems to control smoke conditions as originally intended, which could
lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.
Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability of degeneration of, or impurity buildup in, the liquid fuel, which could

lead to emergency power systems not operating as originally intended when there is a loss of normal
power in a fire situation, which could lead to the inability of the emergency power systems to supply
fire protection systems, which could lead to the inability of water supply and fire protection systems
[that rely on booster or fire pumps, or electrical power] to control or suppress a fire, which could lead
to the spread of fire, which could lead to damage to adjacent buildings or facilities.

Intent 2. To supersede the requirements of Sentence 6.5.1.1.(1).
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Intent Statements: NFC 2020

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability of degeneration of, or impurity buildup in, the liquid fuel, which could

lead to emergency power systems not operating as originally intended when there is a loss of normal
power in an emergency situation, which could lead to the inability of the emergency power systems
to supply emergency lighting systems to illuminate floor areas and egress routes, which could lead to
safety hazards [such as bumping, tripping, falling, etc.], which could lead to harm to persons.

Intent 2. To limit the probability of degeneration of, or impurity buildup in, the liquid fuel, which could
lead to emergency power systems not operating as originally intended when there is a loss of normal
power in an emergency situation, which could lead to the inability of the emergency power systems
to supply emergency systems, which could lead to the inability of:
• fire alarm or voice communication systems to promptly notify persons in the building, which

could lead to delays in the evacuation or movement of persons to a safe place,
• emergency lighting systems to illuminate egress routes, which could lead to delays in the evac-

uation or movement of persons to a safe place,
• smoke management systems to control smoke conditions as originally intended, which could

lead to delays in emergency response operations, which could lead to delays in the evacuation
or movement of persons to a safe place, and

• elevator systems to be used in emergency response operations, which could lead to delays in
emergency response operations, which could lead to delays in the evacuation or movement of
persons to a safe place.

This is to limit the probability of harm to persons.
Intent 3. To supersede the requirements of Sentence 6.5.1.1.(1).

Provision: 6.5.1.6.(1)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in the equipment will go unnoticed and will not be cor-

rected, which could lead to the equipment not operating as originally intended when there is a loss of
normal power in an emergency situation, which could lead to the inability of the equipment to illu-
minate floor areas and egress routes, which could lead to safety hazards [such as bumping, tripping,
falling, etc.], which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in the equipment will go unnoticed and will not be cor-
rected, which could lead to the equipment not operating as originally intended when there is a loss
of normal power in an emergency situation, which could lead to the inability of the equipment to il-
luminate floor areas and egress routes, which could lead to delays in the evacuation or movement of
persons to a safe place, which could lead to harm to persons.
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Provision: 6.5.1.6.(2)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in the equipment will go unnoticed and will not be cor-

rected, which could lead to the equipment not operating as originally intended when there is a loss of
normal power in an emergency situation, which could lead to the inability of the equipment to illu-
minate floor areas and egress routes, which could lead to safety hazards [such as bumping, tripping,
falling, etc.], which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in the equipment will go unnoticed and will not be cor-
rected, which could lead to the equipment not operating as originally intended when there is a loss
of normal power in an emergency situation, which could lead to the inability of the equipment to il-
luminate floor areas and egress routes, which could lead to delays in the evacuation or movement of
persons to a safe place, which could lead to harm to persons.

Provision: 6.5.1.6.(3)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in self-contained emergency lighting units [charging sys-

tem is not functioning] will go unnoticed and will not be corrected, which could lead to the equipment
not operating as originally intended when there is a loss of normal power in an emergency situation,
which could lead to the inability of the equipment to illuminate floor areas and egress routes, which
could lead to safety hazards [such as bumping, tripping, falling, etc.], which could lead to harm to
persons.

Intent 2. To limit the probability that deficiencies in self-contained emergency lighting units [charging sys-
tem is not functioning] will go unnoticed and will not be corrected, which could lead to the equipment
not operating as originally intended when there is a loss of normal power in an emergency situation,
which could lead to the inability of the equipment to illuminate floor areas and egress routes, which
could lead to delays in the evacuation or movement of persons to a safe place, which could lead to
harm to persons.

Provision: 6.5.1.7.(1)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in the emergency lights will go unnoticed and will not be

corrected, which could lead to the lights not operating as originally intended when there is a loss of
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normal power in an emergency situation, which could lead to the inability of the lights to illuminate
floor areas and egress routes, which could lead to safety hazards [such as bumping, tripping, falling,
etc.], which could lead to harm to persons.

Intent 2. To limit the probability that deficiencies in the emergency lights will go unnoticed and will not be
corrected, which could lead to the lights not operating as originally intended when there is a loss of
normal power in an emergency situation, which could lead to the inability of the lights to illuminate
floor areas and egress routes, which could lead to delays in the evacuation or movement of persons to
a safe place, which could lead to harm to persons.

Provision: 6.5.1.8.(1)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in the exit sign systems will go unnoticed and will not

be corrected, which could lead to the exit signs not operating as originally intended when there is a
loss of normal power in an emergency situation, which could lead to an inability to readily locate the
egress route, which could lead to delays in the evacuation or movement of persons to a safe place,
which could lead to harm to persons.

Provision: 6.5.1.8.(2)

Objective
OS3

Attributions
[F82-OS3.1, OS3.7]

Intent(s)
Intent 1. To limit the probability that deficiencies in the exit sign systems will go unnoticed and will not

be corrected, which could lead to the exit signs not operating as originally intended when there is a
loss of normal power in an emergency situation, which could lead to an inability to readily locate the
egress route, which could lead to delays in the evacuation or movement of persons to a safe place,
which could lead to harm to persons.

Provision: 6.6.1.1.(1)

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of fire to other parts of the building, which could lead to harm to
persons.
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Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that special fire suppression systems will not suppress or control a fire,

which could lead to the spread of fire to other parts of the building, which could lead to damage to
the building.

Provision: 6.7.1.1.(1)

Objective
OS1

Attributions
[F82-OS1.5, OS1.4]

Intent(s)
Intent 1. To limit the probability that the performance of smoke alarm systems will fall significantly below

expectations, which could lead to the systems not operating as originally intended in a fire situation,
which could lead to the inability of the systems to promptly notify persons in the building, which
could lead to delays in the evacuation or movement of persons to a safe place, which could lead to
harm to persons.

Provision: 6.7.1.1.(2)

Objective
OS1

Attributions
[F82-OS1.5, OS1.4]

Intent(s)
Intent 1. To limit the probability that carbonmonoxide detectors will not operate in an emergency situation

as originally intended, which could lead to the inability of the detectors to promptly notify persons
in the building, which could lead to delays in the evacuation or movement of persons to a safe place,
which could lead to harm to persons.

Provision: 6.7.1.1.(3)

Objective
OS1

Attributions
[F82-OS1.5, OS1.4]

Intent(s)
Intent 1. To limit the probability that the performance of residential fire warning systems will fall signifi-

cantly below expectations, which could lead to the systems not operating as originally intended in a
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fire situation, which could lead to the inability of the systems to promptly notify persons in the build-
ing, which could lead to delays in the evacuation or movement of persons to a safe place, which could
lead to harm to persons.

Provision: 6.7.1.1.(4)

Intent(s)
Intent 1. To facilitate determination of compliance with the Code.
Intent 2. To direct Code users to Article 2.2.1.2. of Division C.

Provision: 6.8.1.1.(1)

Objective
OS1

Attributions
[F02, F81, F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that integrated life safety and fire protection systems will not meet proper

standards, which could lead to such systems not performing as originally intended in a fire situation,
which could lead to an inadequate water supply to fire suppression systems, which could lead to the
fire not being suppressed or controlled, which could lead to the spread of fire to other parts of the
building, which could lead to harm to persons.

Intent 2. To limit the probability that integrated life safety and fire protection systems will not operate as
originally intended in a fire situation, which could lead to persons not being promptly notified of the
fire, which could lead to delays in the evacuation or movement of persons to a safe place, which could
lead to harm to persons.

Objective
OP1

Attributions
[F02, F81, F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that integrated life safety and fire protection systems will not meet proper

standards, which could lead to such systems not performing as originally intended in a fire situation,
which could lead to an inadequate water supply to fire suppression systems, which could lead to the
fire not being suppressed or controlled, which could lead to the spread of fire to other parts of the
building, which could lead to damage to the building or facility.

Provision: 7.1.1.1.(1)

Intent(s)
Intent 1. To state the application of Part 7.

Provision: 7.1.1.2.(1)

Intent(s)
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Intent 1. To direct Code users to Sections 7.2. and 7.3.

Provision: 7.1.1.2.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To exempt certain fire emergency systems from the application of Sentence 7.1.1.2.(1), which

would otherwise require conformance with Sections 7.2. and 7.3., on the basis that such systems will
be tested to ensure that they operate as intended.

This is to limit the probability that deficiencies in the fire emergency systemswill go unnoticed, which could
lead to the systems not operating as originally intended in a fire situation, which could lead to damage
to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To exempt certain fire emergency systems from the application of Sentence 7.1.1.2.(1), which

would otherwise require conformance with Sections 7.2. and 7.3., on the basis that such systems will
be tested to ensure that they operate as intended.

This is to limit the probability that deficiencies in the fire emergency systemswill go unnoticed, which could
lead to the systems not operating as originally intended in a fire situation, which could lead to harm
to persons, including emergency responders.

Provision: 7.1.1.2.(3)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that fire emergency systems will not operate as originally intended in a

fire situation, which could lead to damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that fire emergency systems will not operate as originally intended in a

fire situation, which could lead to harm to persons, including emergency responders.
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Provision: 7.1.1.3.(1)

Intent(s)
Intent 1. To state the application of Article 2.2.1.2. of Division C.

Provision: 7.1.1.4.(1)

Intent(s)
Intent 1. To direct Code users to Sentences 7.1.1.4.(2) to (5).

Provision: 7.1.1.4.(2)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to readily locate and utilize

elevator keys in a fire situation, which could lead to delays or inefficiencies in carrying out fire emer-
gency response operations, which could lead to the spread of fire, which could lead to damage to the
building.

Objective
OS1

Attributions
[F12-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that emergency responders will not be able to readily locate and utilize

elevator keys in a fire situation, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays or inefficiencies in emergency rescue operations, which could lead to delays in the evac-

uation or movement of persons to a safe place, which could lead to harm to persons, including
emergency responders.

Provision: 7.1.1.4.(3)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that venting of floor areas will be delayed in a fire situation, which could

lead to the buildup of smoke on floor areas, which could lead to:
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• delays or inefficiencies in emergency suppression operations, which could lead to the spread of
fire, which could lead to damage to the building, and

• damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that venting of floor areas will be delayed in a fire situation, which could

lead to the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency
suppression operations, which could lead to the spread of fire, which could lead to harm to persons,
including emergency responders.

Provision: 7.1.1.4.(4)

Objective
OP1

Attributions
[F12-OP1.2]

Intent(s)
Intent 1. To limit the probability that windows and panels for venting will not be readily openable without

the use of keys in a fire situation, which could lead to delays in venting of floor areas, which could
lead to the buildup of smoke on floor areas, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F12-OS1.2]

Intent(s)
Intent 1. To limit the probability that windows and panels for venting will not be readily openable without

the use of keys in a fire situation, which could lead to delays in venting of floor areas, which could
lead to the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency
suppression operations, which could lead to the spread of fire, which could lead to harm to persons,
including emergency responders.

Provision: 7.1.1.4.(5)

Objective
OP1

Attributions
[F82-OP1.2]
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Intent(s)
Intent 1. To limit the probability that vents to vestibules will not be readily openable in a fire situation,

which could lead to the migration of smoke from an adjacent building to the building, which could
lead to damage to the building.

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that vents to vestibules will not be readily openable in a fire situation,

which could lead to the migration of smoke from the building to an adjacent building, which could
lead to damage to adjacent buildings or facilities.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that vents to vestibules will not be readily openable in a fire situation,

which could lead to the migration of smoke from one building to another building, which could lead
to the obscuration of egress and exit routes, which could lead to delays in the evacuation or movement
of persons to a safe place, which could lead to harm to persons.

Provision: 7.2.1.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in fire emergency systems will go unnoticed, which could

lead to such systems not operating as originally intended in a fire situation, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building,
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to damage to
the building, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to damage to the
building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]
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Intent(s)
Intent 1. To limit the probability that deficiencies in fire emergency systems will go unnoticed, which could

lead to such systems not operating as originally intended in a fire situation, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders,
• delays or inefficiencies in emergency rescue operations, which could lead to delays in the evac-

uation or movement of persons to a safe place, which could lead to harm to persons, including
emergency responders,

• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency
suppression operations, which could lead to the spread of fire, which could lead to harm to per-
sons, including emergency responders, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to delays in the evac-
uation or movement of persons to a safe place, which could lead to harm to persons.

Intent(s)
Intent 1. To override the 3-month interval in the latter part of this requirement [Records 01 and 02] for fre-

quency of tests specified in Sections 7.2. and 7.3.

Provision: 7.2.2.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency service features of elevators will go unno-

ticed, which could lead to such features not operating as originally intended in a fire situation, which
could lead to delays or inefficiencies in emergency suppression operations, which could lead to the
spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency service features of elevators will go unno-

ticed, which could lead to such features not operating as originally intended in a fire situation, which
could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders,
• delays or inefficiencies in emergency rescue operations, which could lead to delays in the evac-

uation or movement of persons to a safe place, which could lead to harm to persons, including
emergency responders, and

• persons being trapped in a stalled elevator car, or elevator entrances opening on the fire floor
and exposing the car occupants to fire, which could lead to harm to persons.
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Intent(s)
Intent 1. To state the application of Sentence 7.2.2.1.(2).

Provision: 7.2.2.1.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency service features of elevators will go unno-

ticed, which could lead to such features not operating as originally intended in a fire situation, which
could lead to delays or inefficiencies in emergency suppression operations, which could lead to the
spread of fire, which could lead to damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency service features of elevators will go unno-

ticed, which could lead to such features not operating as originally intended in a fire situation, which
could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders,
• delays or inefficiencies in emergency rescue operations, which could lead to delays in the evac-

uation or movement of persons to a safe place, which could lead to harm to persons, including
emergency responders, and

• persons being trapped in a stalled elevator car, or elevator entrances opening on the fire floor
and exposing the car occupants to fire, which could lead to harm to persons.

Provision: 7.2.2.1.(3)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency power and service features of elevators will

go unnoticed, which could lead to such features not operating as originally intended in a fire situation,
which could lead to delays or inefficiencies in emergency suppression operations, which could lead
to the spread of fire, which could lead to damage to the building.
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Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in emergency power and service features of elevators will

go unnoticed, which could lead to such features not operating as originally intended in a fire situation,
which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders,
• delays or inefficiencies in emergency rescue operations, which could lead to delays in the evac-

uation or movement of persons to a safe place, which could lead to harm to persons, including
emergency responders, and

• persons being trapped in a stalled elevator car, or elevator entrances opening on the fire floor
and exposing the car occupants to fire, which could lead to harm to persons.

Provision: 7.2.3.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the closures will go unnoticed, which could lead to

such closures not opening as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to damage to
the building, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to damage to the
building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the closures will go unnoticed, which could lead to

such closures not opening as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to harm to per-
sons, including emergency responders, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to delays in the evac-
uation or movement of persons to a safe place, which could lead to harm to persons.

664

©
 H

is
 M

aj
es

ty
 th

e 
Ki

ng
 in

 R
ig

ht
 o

f C
an

ad
a,

 a
s 

re
pr

es
en

te
d 

by
 th

e 
N

at
io

na
l R

es
ea

rc
h 

C
ou

nc
il 

of
 C

an
ad

a,
 2

02
5 

©
 S

a 
M

aj
es

té
 le

 R
oi

 d
u 

ch
ef

 d
u 

C
an

ad
a,

 re
pr

és
en

té
 p

ar
 le

 C
on

se
il 

na
tio

na
l d

e 
re

ch
er

ch
es

 d
u 

C
an

ad
a,

 2
02

5



Intent Statements: NFC 2020

Provision: 7.2.3.1.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the closures will go unnoticed, which could lead to

such closures not opening as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to damage to
the building, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to damage to the
building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the closures will go unnoticed, which could lead to

such closures not opening as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to harm to per-
sons, including emergency responders, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to delays in the evac-
uation or movement of persons to a safe place, which could lead to harm to persons.

Provision: 7.2.3.2.(1)

Objective
OS1

Attributions
[F82-OS1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the elevators and their recall operation will go unno-

ticed, which could lead to such elevators not returning to the street floor level and remaining inopera-
tive in a fire situation, which could lead to persons in the elevator cars being exposed to smoke, which
could lead to harm to such persons.

Provision: 7.2.3.3.(1)

Objective
OP1

Attributions
[F82-OP1.2]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that deficiencies in controls will go unnoticed, which could lead to the

air-handling systems not operating as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to damage to
the building, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to damage to the
building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in controls will go unnoticed, which could lead to the

air-handling systems not operating as originally intended in a fire situation, which could lead to:
• the buildup of smoke on floor areas, which could lead to delays or inefficiencies in emergency

suppression operations, which could lead to the spread of fire, which could lead to harm to per-
sons, including emergency responders, and

• the buildup of smoke on floor areas or in exit stair shafts, which could lead to delays in the evac-
uation or movement of persons to a safe place, which could lead to harm to persons.

Provision: 7.2.4.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the air moving fans will go unnoticed, which could lead

to such fans not operating as originally intended in a fire situation, which could lead to the migration
of smoke to other parts of the building, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the air moving fans will go unnoticed, which could lead

to such fans not operating as originally intended in a fire situation, which could lead to the migration
of smoke to other parts of the building, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
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Intent Statements: NFC 2020

• delays in the evacuation or movement of persons to a safe place, which could lead to harm to
persons.

Provision: 7.2.4.2.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in the vestibule doors will go unnoticed, which could lead

to such doors not closing as originally intended in a fire situation, which could lead to the migration
of smoke to other parts of the building, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in the vestibule doors will go unnoticed, which could lead

to such doors not closing as originally intended in a fire situation, which could lead to the migration
of smoke to other parts of the building, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.1.1.(1)

Intent(s)
Intent 1. To clarify that test procedures described in Subsections 7.3.2. to 7.3.15. are in addition to those

required by Sections 7.1. and 7.2.
Intent 2. To clarify that testing procedures developed as part of the fire safety plan [required by Section 2.8.]

supersede the testing procedures specified in Part 7.

Provision: 7.3.1.2.(1)

Intent(s)
Intent 1. To expand the application of Article 2.7.2.1.
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Intent Statements: NFC 2020

Provision: 7.3.2.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.3.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]
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Intent Statements: NFC 2020

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.4.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.5.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
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Intent Statements: NFC 2020

• delays or inefficiencies in emergency suppression operations, which could lead to the spread of
fire, which could lead to damage to the building, and

• damage to the building.

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.5.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the buildup of smoke in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.6.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.6.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the buildup of smoke in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.7.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.7.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through stair and elevator shafts will go

unnoticed, which could lead to the smoke control systems not operating as originally intended in a
fire situation, which could lead to the buildup of smoke in exit stair shafts or elevator shafts, which
could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.8.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.8.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through stair and elevator shafts will go

unnoticed, which could lead to the smoke control systems not operating as originally intended in a
fire situation, which could lead to the buildup of smoke in exit stair shafts or elevator shafts, which
could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.9.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.9.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.10.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.10.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through building cores will go unnoticed,

which could lead to the smoke control system not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.11.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.11.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through building cores will go unnoticed,

which could lead to the smoke control system not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.12.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.12.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the buildup of smoke in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.13.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.13.1.(2)

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules and areas of refuge will

go unnoticed, which could lead to the smoke control systems not operating as originally intended in
a fire situation, which could lead to the buildup of smoke in refuge areas or exit stair shafts, which
could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.14.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to damage to the building, and
• damage to the building.
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Intent Statements: NFC 2020

Objective
OS1

Attributions
[F82-OS1.2, OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the buildup of smoke on floor areas or in exit stair shafts, which could lead to:
• delays or inefficiencies in emergency suppression operations, which could lead to the spread of

fire, which could lead to harm to persons, including emergency responders, and
• delays in the evacuation or movement of persons to a safe place, which could lead to harm to

persons.

Provision: 7.3.15.1.(1)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the migration of smoke from an adjacent building to the building, which could
lead to damage to the building.

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the migration of smoke from the building to an adjacent building, which could
lead to damage to adjacent buildings or facilities.

Objective
OS1

Attributions
[F82-OS1.5]

Intent(s)
Intent 1. To limit the probability that deficiencies in certain fire emergency and smoke control systems will

go unnoticed, which could lead to such systems not operating as originally intended in a fire situation,
which could lead to the migration of smoke from one building to another building, which could lead
to the obscuration of egress and exit routes, which could lead to delays in the evacuation or movement
of persons to a safe place, which could lead to harm to persons.
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Intent Statements: NFC 2020

Provision: 7.3.15.1.(2)

Objective
OP1

Attributions
[F82-OP1.2]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the migration of smoke from an adjacent building to the building, which could lead to
damage to the building.

Objective
OP3

Attributions
[F82-OP3.1]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the migration of smoke from the building to an adjacent building, which could lead to
damage to adjacent buildings or facilities.

Objective
OS1

Attributions
[F82-OS1.5]

Intent(s)
Intent 1. To limit the probability that inadequate air movement through vestibules will go unnoticed, which

could lead to the smoke control system not operating as originally intended in a fire situation, which
could lead to the migration of smoke from one building to another building, which could lead to the
obscuration of egress and exit routes, which could lead to delays in the evacuation or movement of
persons to a safe place, which could lead to harm to persons.
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